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MARK DATE DESCRIPTION

C1131 DRAINAGE PLAN ADD ALTERNATE #1 A801 EXTERIOR SIGNAGE PLAN & ELEVATIONS

C1130 DRAINAGE PLAN ADD ALTERNATE #1 A202 EXTERIOR ELEVATIONS

C1120 GRADING PLAN ADD ALTERNATE #1 A201 EXTERIOR ELEVATIONS

C1110 SITE PLAN ADD ALTERNATE #1 A125A ROOF PLAN SECTOR A

C1032 GRADING ESC PLAN A123A THEATER TECH LEVEL FLOOR PLAN SECTOR A

C1031 GRADING ESC PLAN A122B SECOND FLOOR PLAN SECTOR B

C1030 GRADING ESC PLAN A122A SECOND FLOOR PLAN SECTOR A

C830 DRAINAGE PLAN - SOFTBALL FIELD A121B FIRST FLOOR PLAN SECTOR B

C730 DRAINAGE PLAN - PARKING LOT ADDITION A121A FIRST FLOOR PLAN SECTOR A

C721 GRADING PLAN - PARKING LOT ADDITION A120A BASEMENT FLOOR PLAN SECTOR A

C720 GRADING PLAN - PARKING LOT ADDITION ARCHITECTURE

C711 SITE PLAN - PARKING LOT ADDITION

C710 SITE PLAN - PARKING LOT ADDITION EL160 SITE LIGHTING MASTER PLAN

C602 UTILITY PLAN - BUILDING ADDITION LIGHTING

C601 UTILITY PLAN - BUILDING ADDITION

C600 OVERALL UTILITY PLAN L7.11 ALT ALT #2 SOFTBALL FIELD

C502 DRAINAGE PLAN - BUILDING ADDITION L7.09 PLANTING

C501 DRAINAGE PLAN - BUILDING ADDITION L7.08 SITE FURNISHING

C500 OVERALL STORM DRAINAGE PLAN L7.07 CUSTOM WOOD BENCH 2

C402 GRADING PLAN - BLDG ADDITION L7.06 CUSTOM WOOD BENCH 1

C401 GRADING PLAN - BLDG ADDITION L7.05 CONCRETE SEATWALL 3

C400 OVERALL GRADING PLAN L7.04 CONCRETE SEATWALL 2 & 4

C340 VEHICLE MOVEMENT - BUS L7.03 CONCRETE SEATWALL 1

C330 VEHICLE MOVEMENT - CAR AND DELIVERY L7.02 STAIRS - HANDRAILS

C320 VEHICLE MOVEMENT - FIRE TRUCK L7.01 PAVING & WALLS

C301 SITE PLAN - BUILDING ADDITION L05.04-ALT PLANTING PLAN

C300 SITE PLAN - BUILDING ADDITION L5.03 PLANTING PLAN

C131 OVERALL SITE PLAN L5.02 PLANTING PLAN

C130 KEY PLAN L5.01 PLANTING PLAN

C121 EXISTING CONDITIONS PLAN L5.00 PLANTING SCHEDULE

C120 EXISTING CONDITIONS PLAN L1.04 ALT MATERIALS PLAN

C102 CIVIL CODE ANALYSIS L1.03 MATERIALS PLAN

CIVIL L1.02 MATERIALS PLAN

L1.01 MATERIALS PLAN

G161 SITE MASTER PLAN L0.04-ALT TREE PROTECTION PLAN

G160 EXISTING SITE PLAN L0.03 TREE PROTECTION PLAN

G003 MATERIAL BOARD L0.02 TREE PROTECTION PLAN

G002 3D REPRESENTATIONS L0.01 TREE PROTECTION PLAN

CS1 COVER SHEET & INDEX L0.00 SITE PLAN

GENERAL LANDSCAPE

NUMBER SHEET NAME NUMBER SHEET NAME
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· 2015 STORMWATER AND SURFACE WATER STANDARDS (CITY OF WILSONVILLE)

· PUBLIC WORKS CONSTRUCTION STANDARDS (2017) CITY OF WILSONVILLE

CIVIL CODES USED IN DESIGN

CIVIL CODE ANALYSIS

PARKING ANALYSIS
DESCRIPTION EXISTING

STALLS
PROPOSED

STALLS
BOECKMAN CREEK PRIMARY SCHOOL

56 56

SHARED PARKING LOT

132 132

NORTH PARKING LOT (PROPOSED) - INCLUDING ADD ALT #1 (14 STALLS) 103

SOUTH HIGH SCHOOL PARKING

332 255

FUTURE PHASE - NORTH PARKING LOT

23

TOTAL # SPACES (INCLUDING ADA STALLS) 520 569

ACCESSIBLE STALLS

NORTH PARKING LOT (PROPOSED) 5

SOUTH HIGH SCHOOL LOT

8 4

BOECKMAN CREEK PRIMARY SCHOOL

0 0

SHARED PARKING LOT

7 7

TOTAL # SPACES

15 16

LAND AREA
DESCRIPTION EXISTING PROPOSED

TOTAL AREA
2,646,800 SF 145,300 SF

BUILDING AREA

BOECKMAN CREEK PRIMARY SCHOOL
79,570 SF

0

EXISTING HIGH SCHOOL (INCLUDING SUPPORT STRUCTURES 148,670 SF
0

NEW BUILDING AUDITORIUM ADDITION 0
21,530 SF

TOTAL
228,240 SF 21,530 SF

PARKING AREA

EXISTING PARKING/PAVEMENT (INCLUDING BOECKMAN CREEK PRIMARY

SCHOOL AND EXISTING HIGH SCHOOL

1,058,160 SF
0

NEW PARKING/PAVEMENT (INCLUDING FUTURE AND ADD ALT #1)

0
105,480 SF

TOTAL
1,058,160 SF 105,480 SF

OPEN SPACE

WETLAND
13,160 SF

0

FIELDS (INCLUDING FOOTBALL AND BASEBALL/SOFTBALL FIELDS) 1,163,090 SF
0

TENNIS COURTS
37,870 SF

0

LANDSCAPING
146,280 SF 18,290 SF

TOTAL
1,360,400 SF 18,290 SF

ZONING
DESCRIPTION REQUIRED PROVIDED

ZONING - PUBLIC FACILITY SETBACKS

FRONT 30' 177'

REAR 30'
1,051'

SIDE 10' 782'
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PRACTICE FACILITY RESTROOMS/CONCESSIONS
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NOTES
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CONCESSIONS/
RESTROOMS

WILSONVILLE HIGH SCHOOL

METAL
STORAGE
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NOTES
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EXISTING HIGH
SCHOOL

AUDITORIUM ADDITION

2

1

13

24.00' 7.94'

SEE PARKING LOT SITE PLAN (SHEET
C710 AND C711) FOR CONTINUATION

WETLAND

15

17

LOADING
DOCK

11

10

19

19

19

3

3

16

4.00'

11

2
C900

1. ALL DIMENSIONS ARE TO FACE OF CURB OR FACE OF WALL.

2. ALL SIDEWALK PAVEMENT JOINTS SHALL BE CONSTRUCTED PER
DETAIL 10/C900.

PEDESTRIAN PAVEMENT (4" CONCRETE / 4"
BASE COURSE)

VEHICLE CONCRETE PAVEMENT (6"
CONCRETE / 6" BASE COURSE)

CONCRETE CURB

HEAVY ASPHALT PAVEMENT SECTION (4.5"
OF 1/2" DENSE, LEVEL 2 HMAC OVER 9"
BASE COURSE)

4
C900

3
C900

PROPERTY LINE

# DESCRIPTION DETAIL
REF.

1 INSTALL CURB CUT FOR LOADING DOCK ACCESS

2 SEE LANDSCAPE PLANS FOR PLAZA LAYOUT AND PAVING
MATERIAL

3 SPEED HUMP  - TYPE 1 5/C904

4 FLUSH CURB 7/C900

5 CROSSWALK STRIPING 7/C901

6 ADA RAMP - TYPE I 3/C902

7 LOADING DOCK AND RAMP (VEHICLE CONCRETE
PAVEMENT)

8 MAINTAIN EXISTING PAVEMENT TO SCHOOL ENTRANCE
9 SAWCUT LINE - MATCH EXISTING PAVEMENT

10 COMBINED CURB AND PLANTER WALL - SEE
STRUCTURAL FOR PLANTER WALL DETAIL

11 INSTALL DIRECTIONAL ARROW STRIPING 8/C901

12 INSTALL STOP BAR AND STOP SIGN
13 CONCRETE CURB 8/C900

14 CONCRETE CURB - MATCH EXISTING

15 EXISTING POWER VAULT TO BE SET TO FINISHED GRADE
(SEE LANDSCAPE PLANS)

16 MATCH EXISTING SIDEWALK PAVEMENT
17 EXISTING SIDEWALK TO REMAIN
18 PARKING STALL STRIPE (4" WHITE)
19 WATER QUALITY FACILITY - SEE DRAINAGE PLAN
20 ADA RAMP - TYPE III 3/C901
21 ADA PARKING STALLS 6/C900

22 EXTRUDED CURB 1/C901
23 SPEED HUMP - TYPE 2 6/C904

24 CURB SPILL WAY - LOCATION CALL OUT TO CENTER OF
SPILL WAY - SEE DRAINAGE PLAN C501 AND C502

X KEY NOTES

DRIP LINE OF OAK TREE

SHEET LEGEND

SHEET NOTES

CENTERLINE

DETECTABLE WARNING 4
C901

SCALE
20

1 INCH = 20 FEET

20 400

MATCHLINE SEE SHEET C301

SITE PLAN - BUILDING
ADDITION

C300
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C900

1. ALL DIMENSIONS ARE TO FACE OF CURB OR FACE OF WALL.

2. ALL SIDEWALK PAVEMENT JOINTS SHALL BE CONSTRUCTED PER
DETAIL 10/C900.

PEDESTRIAN PAVEMENT (4" CONCRETE / 4"
BASE COURSE)

VEHICLE CONCRETE PAVEMENT (6"
CONCRETE / 6" BASE COURSE)

CONCRETE CURB

HEAVY ASPHALT PAVEMENT SECTION (4.5"
OF 1/2" DENSE, LEVEL 2 HMAC OVER 9"
BASE COURSE)

4
C900

3
C900

PROPERTY LINE

# DESCRIPTION DETAIL
REF.

1 INSTALL CURB CUT FOR LOADING DOCK ACCESS

2 SEE LANDSCAPE PLANS FOR PLAZA LAYOUT AND PAVING
MATERIAL

3 SPEED HUMP  - TYPE 1 5/C904

4 FLUSH CURB 7/C900

5 CROSSWALK STRIPING 7/C901

6 ADA RAMP - TYPE I 3/C902

7 LOADING DOCK AND RAMP (VEHICLE CONCRETE
PAVEMENT)

8 MAINTAIN EXISTING PAVEMENT TO SCHOOL ENTRANCE
9 SAWCUT LINE - MATCH EXISTING PAVEMENT

10 COMBINED CURB AND PLANTER WALL - SEE
STRUCTURAL FOR PLANTER WALL DETAIL

11 INSTALL DIRECTIONAL ARROW STRIPING 8/C901

12 INSTALL STOP BAR AND STOP SIGN
13 CONCRETE CURB 8/C900

14 CONCRETE CURB - MATCH EXISTING

15 EXISTING POWER VAULT TO BE SET TO FINISHED GRADE
(SEE LANDSCAPE PLANS)

16 MATCH EXISTING SIDEWALK PAVEMENT
17 EXISTING SIDEWALK TO REMAIN
18 PARKING STALL STRIPE (4" WHITE)
19 WATER QUALITY FACILITY - SEE DRAINAGE PLAN
20 ADA RAMP - TYPE III 3/C901
21 ADA PARKING STALLS 6/C900

22 EXTRUDED CURB 1/C901
23 SPEED HUMP - TYPE 2 6/C904

24 CURB SPILL WAY - LOCATION CALL OUT TO CENTER OF
SPILL WAY - SEE DRAINAGE PLAN C501 AND C502

X KEY NOTES

DRIP LINE OF OAK TREE

SHEET LEGEND

SHEET NOTES

CENTERLINE

DETECTABLE WARNING 4
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SCALE
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CONCESSIONS/
RESTROOMS

B
LE

A
C

H
E

R
S

B
LE

A
C

H
E

R
S

B
LE

A
C

H
E

R
S

BOECKMAN
CREEK PRIMARY

SCHOOL

BOECKMAN CREEK
PRIMARY SCHOOL

DRIVEWAY ENTRANCE

EXISTING
PARKING LOT

EXISTING HIGH
SCHOOL

WILSONVILLE HIGH
SCHOOL  DRIVEWAY

ENTRANCE

AUDITORIUM
ADDITION

1

1

1
1

1

22.007.00

43.00

: 33.3Steering Angle

8.50
8.50
6.0

Aerial Fire Truck
feet

:

:
:

Width
Track
Lock to Lock Time

INSTALL NO PARKING
FIRE LANE SIGN

PAINT EXISTING CURB RED
WITH NO PARKING FIRE LANE

SHEET LEGEND

1

VEHICLE MOVEMENT -
FIRE TRUCK

SCALE
60

1 INCH = 60 FEET

60 1200
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EXISTING HIGH
SCHOOL

WILSONVILLE ROAD

WILSONVILLE HIGH
SCHOOL  DRIVEWAY

ENTRANCE

AUDITORIUM
ADDITION

LOADING DOCK

LOADING DOCK

Width

Lock to Lock Time
Track

SU-40

Steering Angle

4.00

:
:
:

6.0
8.00
8.00

31.8:

25.00

feet

39.50

Lock to Lock Time

Width
Track

:
:
:
feet

P

6.0
6.56
6.56

10.503.61

18.37

Steering Angle 35.9:

1

2

EXISTING HIGH
SCHOOL

WILSONVILLE ROAD

WILSONVILLE HIGH
SCHOOL  DRIVEWAY

ENTRANCE

AUDITORIUM
ADDITION

VEHICLE MOVEMENT -
CAR AND DELIVERY

SCALE
60

1 INCH = 60 FEET

60 1200

SCALE: 1" = 60'1 CAR
SCALE: 1" = 60'2 DELIVERY TRUCK
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C
O
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C

R
E

TE
 B
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T

CONCRETE BLOCK
DUGOUT

C
O

N
C

R
E

TE
 B

LO
C

K
D

U
G

O
U

T

CONCRETE BLOCK
DUGOUT

T 
R

 A
 C

 K
T 

R
 A

 C
 K

C
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S
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IO

N
S

P
R

E
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S
B

O
X
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R
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S
TO
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B
LE
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S

CONCESSIONS/
RESTROOMS

B
LE

A
C

H
E

R
S

B
LE

A
C

H
E

R
S

B
LE

A
C

H
E

R
S

BOECKMAN
CREEK PRIMARY

SCHOOL

BOECKMAN CREEK
PRIMARY SCHOOL

DRIVEWAY ENTRANCE

EXISTING
PARKING LOT

EXISTING HIGH
SCHOOL

WILSONVILLE ROAD

WILSONVILLE HIGH
SCHOOL  DRIVEWAY

ENTRANCE

AUDITORIUM
ADDITION

Lock to Lock Time

School Bus

Width
Track

Steering Angle

2.50 21.30

feet

:
:
:

6.0
8.00
8.00

37.6:

35.80

VEHICLE MOVEMENT -
BUS

SCALE
60

1 INCH = 60 FEET

60 1200

C340
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WILSONVILLE HIGH SCHOOL

C
O

N
C

R
E

TE
 B

LO
C

K
D

U
G

O
U

T

CONCRETE BLOCK
DUGOUT

C
O

N
C

R
E

TE
 B

LO
C

K
D

U
G

O
U

T

CONCRETE BLOCK
DUGOUT

T 
R

 A
 C

 K
T 

R
 A

 C
 K

B
LE

A
C

H
E

R
S

C
O

N
C

E
S

S
IO

N
S

P
R

E
S

S
B

O
X

S
TO

R
A

G
E

S
TO

R
A

G
E

B
LE

A
C

H
E

R
S

CONCESSIONS/
RESTROOMS

B
LE

A
C

H
E

R
S

B
LE

A
C

H
E

R
S

B
LE

A
C

H
E

R
S

PRACTICE FACILITY RESTROOMS/CONCESSIONS

BUILDING

CONCESSIONS/
RESTROOMS

WILSONVILLE HIGH SCHOOL

METAL
STORAGE
BUILDING

AUDITORIUM ADDITION

AUDITORIUM
ADDITION

ADD ALTERNATE - PARKING
LOT (SEE SHEET C1120 FOR
GRADING)

193

193

19
4

195

196

200199

201

202

203

19
4

19
4

195

19
4

19
4

194

19
1

19
5

19
4

194

19
4

19
5

195

19
8

19
7

192

19
5

196

192

192

195

19
5

19
4

FUTURE PARKING LOT (SEE
SHEET C1120 FOR

GRADING)

SCALE
80

1 INCH = 80 FEET

80 1600

OVERALL GRADING PLAN

C400

111 SW Fifth Ave., Suite 2600
Portland, OR 97204
O: 503.542.3860
F: 503.274.4681
www.kpff.com

Bora Architects, Inc.
720 SW Washington, Suite 800

503.226.1575

ISSUED FOR
INFORMATIONAL
PURPOSES ONLY

NOT FOR
CONSTRUCTION

Scale:

Issued:

Copyright
1

2

3

4

5

6

0

1

2

3

4

5

6

50 40 30 20 10

050 40 30 20 10

Portland, Oregon 97205

www.bora.co

AS NOTED

6/
12

/2
02

0 
12

:2
2:

25
 P

M

W
ils

on
vi

lle
 H

ig
h 

Sc
ho

ol
Au

di
to

riu
m

 A
dd

iti
on

SITE DESIGN REVIEW
APPLICATION

03/22/2021

68
00

 S
W

 W
ils

on
vi

lle
 R

oa
d,

 W
ils

on
vi

lle
, O

R 
97

07
0

Project Number

MARK DATE DESCRIPTION



AUDITORIUM ADDITION

0.3%

1.0
%

1.0
%

0.
5%

2.0% 2.0%

2.0%
2.0%

10
2+

00

10
3+

00

104+00

105+00 106+00

1.3%

0.0%

1.0%

2.
0%

1.
8%

1.
8%

1.
8% 1.
8%

0.0%

1.1%

1.8%
1.8%

195

196

19
5

19
5

19
4

SEE PARKING LOT GRADING
PLAN (SHEET C720) FOR
CONTINUATION

2 1

19
5

195

195
196

195

0.5% 0.5%

0.5% 0.5%

FF = 195.00

0.5%

2

19
4

19
5

19
5

194
193

192

197

196

195.00 FF

195.00 FF

BEGIN WALL
195.48 TW/BW

195.58 TC
195.08 TP

195.21 TC
194.71 TP

194.25 TP
194.90 TC

194.34 TP
194.79 TC

195.00 FF

195.00 TC
194.50 TP

195.56 TC
195.06 TP

195.90 TC
195.40 TP

195.23 TC
194.73 TP

195.42 TC
194.92 TP

195.72 TC
195.22 TP

195.89 TC
195.39 TP

196.05 TC
195.55 TP

196.17 TC
195.67 TP

196.38 TC
195.88 TP

196.44 TC
195.94 TP

196.77 TC
196.27 TP

197.10 TC
196.60 TP

196.04 TC
195.54 TP

195.62 TC
195.12 TP

195.16 TC/TP
195.36 TC/TP

197.54 FF 197.52 FF

196.07 TC/TP

195.97 TC/TP

195.45 TP

195.65 TP

196.17 TC
195.67 TP

196.89 TC
196.39 TP

194.98 TP

195.32 TW
194.32 BW
194.82 TP

195.20 TW
194.20 BW
194.70 TP

194.45 TW
194.43 BW
195.00 TP

CONTOUR MAJOR (FG)

CONTOUR MINOR (FG)

EX. CONTOUR MAJOR

EX. CONTOUR MINOR

GRADING SLOPE AND DIRECTION (DOWNHILL)

DRAINAGE FLOW DIRECTION

X.X%

SPOT ELEVATION
DESCRIPTION LISTED BELOW.
NO DESCRIPTION MEANS TP OR TG

BOS BOTTOM OF SWALE
BOW BACK OF WALK
BS BOTTOM OF STEP
BW BOTTOM OF WALL
EG EXISTING GRADE
FF FINISHED FLOOR
FL FLOW LINE
G GUTTER
HP HIGH POINT
LP LOW POINT
RIM RIM OF STRUCTURE
TC TOP OF CURB
TG TOP OF GROUND
TP TOP OF PAVEMENT
TS TOP OF STEP
TW TOP WALL

XX.XX  XX

GRADE BREAK

1. SLOPES PROVIDED ON SLOPE ARROW ARE FOR REFERENCE ONLY.

2. LANDINGS ON ACCESSIBLE ROUTES SHALL NOT EXCEED 2% IN ANY
DIRECTION.

3. ALL ACCESSIBLE ROUTES SHALL COMPLY WITH CURRENT ADA
ACCESSIBILITY GUIDELINES FOR BUILDING AND FACILITIES (ADAAG).

CALLOUT    DESCRIPTION

>> CONVEYANCE SWALE

X KEY NOTES

SHEET NOTES

SHEET LEGEND

GRADING LABEL LEGEND

(XXX.X±) EXISTING GRADE
(MATCH WHERE APPLICABLE)

1. SEE LANDSCAPE PLANS FOR PLAZA GRADING

2. WATER QUALITY PLANTER - SEE LANDSCAPE PLANS AND DRAINAGE
PLANS FOR GRADING

3. DRIP LINE OF OAK TREE. EXCAVATION SHALL NOT EXTEND BEYOND
BOTTOM OF EXISTING PAVEMENT BASE COURSE.

4. TRENCH DRAIN - SEE DRAINAGE PLAN

SCALE
20

1 INCH = 20 FEET

20 400

MATCHLINE SEE SHEET C201

GRADING PLAN -
BUILDING ADDITION
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AUDITORIUM ADDITION
0.

5%

0.5%

2.0%
2.0%

2.0%
2.0%

10
0+

00
10

1+
00

4.3
%

1.
0%

2.0% 2.0%

1.
0%

1.5%

1.6%

0.
9%

1.2
%

5.
2%

1.
9%

1.
8%

1.
1%

2.
2%

0.
7%

0.
7%1.1% 3.5%

1.
8%

1.
7%

0.9%

1.6%

1.5%

1.4%

1.6%
4.3%

2.0%

193

19
4

192

191

19
4

19
3

19
1

2

2

2

2

2

1

3

192

194

192

1.3%

FF = 195.00

4.2%

1.5
%

1.5%
3.

3%
1.

8%

0.6%

3.3% 3.2%

1.2%

0.9%

2.5%

3.5%

3.1%

2

1.0%

1.1% 1.2%

1.2%

1.
8%

191

19
4

19
3

195.00 FF

194.67 TC
194.17 TP

193.46 TP

193.40 TP

193.38 TC
192.88 TP

194.04 TC
193.54 TP

193.98 TC
(193.48 TP)

195.00 TP
194.90 TC

194.90 TC

193.04 TP
193.89 TC

193.69 TP

193.76 TP

194.90 TC

195.00 TP

194.90 TC

191.72 TC
191.22 TP

191.92 TC
191.42 TP

191.50 TC/TP
191.63 TC/TP

192.11 TC
191.61 TP

192.25 TC
191.75 TP

(191.50 TP)

192.04 TC/TP

192.60 TC
192.10 TP

192.53 TC
192.03 TP

193.13 TC
192.63 FL

192.72 TC
192.22 TP

192.68 TC
192.18 FL 192.73 TC

192.23 TP
192.86 TC
192.36 TP

192.81 TC
192.31 TP

193.14 TC
192.64 TP

193.09 TC
192.59 TP

192.89 TC/TP

192.87 TC/TP
192.60 TC
192.10 TP

192.20 TC
(191.70 TP)

190.98 TC
(190.48 TP)

193.30 TC
192.80 TC/TP

193.30 TC
192.80 TP

193.19 TC
192.69 TP

193.17 TC
192.67 TP

(190.92 TC)
(190.42 TP)

END WALL
(191.06 TW/BW) 192.93 TC

192.43 TP

(190.72 TP) (191.07 TP)

193.30 TC
192.80 TP

193.74 TC
193.24 TP

192.86 TC/TP 193.18 TC/TP

192.34 TC
(191.84 TP)

193.60 TP193.26 TP

193.24 TP
194.61 TC

194.75 TP

193.19 TC
192.69 TP

194.53 TC
194.03 TP

194.07 TC/TP

194.03 TC/TP
194.45 TC
193.95 TP

194.28 TP
194.31 TP

192.15 TC
191.65 TP

191.83 TC/TP

(191.40 TP) 191.29 TC
(190.79 TP)

(191.33 TC)
(190.83 TP)

(192.72 TP)

(192.33 TP)192.44 TC
(191.94 TP)

(192.05 TP)

191.68 TP

192.40 TC
191.90 TC/TP

192.12 TC
191.62 TP

192.06 TC
191.56 TP

191.02 TP

192.46 TC
191.96 TP
191.97 TP

END WALL
194.74 TW/BW

194.24 TP

194.01 TW
192.01 BW
193.51 TP

BEGIN WALL
194.49 TW/BW

193.99 TP

194.41 TW
194.10 BW
193.94 TP

4

CONTOUR MAJOR (FG)

CONTOUR MINOR (FG)

EX. CONTOUR MAJOR

EX. CONTOUR MINOR

GRADING SLOPE AND DIRECTION (DOWNHILL)

DRAINAGE FLOW DIRECTION

X.X%

SPOT ELEVATION
DESCRIPTION LISTED BELOW.
NO DESCRIPTION MEANS TP OR TG

BOS BOTTOM OF SWALE
BOW BACK OF WALK
BS BOTTOM OF STEP
BW BOTTOM OF WALL
EG EXISTING GRADE
FF FINISHED FLOOR
FL FLOW LINE
G GUTTER
HP HIGH POINT
LP LOW POINT
RIM RIM OF STRUCTURE
TC TOP OF CURB
TG TOP OF GROUND
TP TOP OF PAVEMENT
TS TOP OF STEP
TW TOP WALL

XX.XX  XX

GRADE BREAK

1. SLOPES PROVIDED ON SLOPE ARROW ARE FOR REFERENCE ONLY.

2. LANDINGS ON ACCESSIBLE ROUTES SHALL NOT EXCEED 2% IN ANY
DIRECTION.

3. ALL ACCESSIBLE ROUTES SHALL COMPLY WITH CURRENT ADA
ACCESSIBILITY GUIDELINES FOR BUILDING AND FACILITIES (ADAAG).

CALLOUT    DESCRIPTION

>> CONVEYANCE SWALE

X KEY NOTES

SHEET NOTES

SHEET LEGEND

GRADING LABEL LEGEND

(XXX.X±) EXISTING GRADE
(MATCH WHERE APPLICABLE)

1. SEE LANDSCAPE PLANS FOR PLAZA GRADING

2. WATER QUALITY PLANTER - SEE LANDSCAPE PLANS AND DRAINAGE
PLANS FOR GRADING

3. DRIP LINE OF OAK TREE. EXCAVATION SHALL NOT EXTEND BEYOND
BOTTOM OF EXISTING PAVEMENT BASE COURSE.

4. TRENCH DRAIN - SEE DRAINAGE PLAN

SCALE
20

1 INCH = 20 FEET

20 400

MATCHLINE SEE SHEET C200

GRADING PLAN -
BUILDING ADDITION
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T 
R

 A
 C

 K
T 

R
 A

 C
 K

AUDITORIUM
ADDITION

CONNECT TO EXISTING STORM LINE

WITH NEW MANHOLE

FIELD VERIFY POINT

OF CONNECTION

CONNECT TO EXISTING 18" STORM LINE

WITH HIGH-FLOW BYPASS

FIELD VERIFY POINT

OF CONNECTION

CONNECT TO EXISTING STORM LINE

FIELD VERIFY POINT

OF CONNECTION

CONNECT TO EXISTING 18" STORM LINE

FIELD VERIFY POINT

OF CONNECTION

FACILITY S1

RAIN GARDEN

FACILITY P1

RAIN GARDEN

FACILITY A1

RAIN GARDEN

FACILITY A4

RAIN GARDEN

SUBGRADE DETENTION FACILITY

UNDER SYNTHETIC TURF

FACILITY A5

PLANTER

IMPACT AREA

WETLAND BUFFER

FACILITY A8

PLANTER

EXST. DETENTION

SYSTEM TO REMAIN

ALIGN. SD-A

FACILITY P2

RAIN GARDEN

FACILITY P3

RAIN GARDEN

FACILITY A6

RAIN GARDEN

FACILITY A7

PLANTER

EXST. OAK

TREE DRIP LINE

FACILITY A2

RAIN GARDEN

FACILITY A3

PLANTER

ALIGN. SD-C

ALIGN. SD-B

ALIGN. SD-D

ALIGN. SD-F

ALIGN. SD-E

FUTURE PARKING LOT (SEE

SHEET C1100 SERIES)

ADD ALTERNATE - PARKING LOT (SEE

SHEET C1100 SERIES)

STRUCTURE LABEL

XX XX-XX

X+XX.X RT X.X'

RIM=

IE IN = XX.X

IE OUT = XX.X

STRUCTURE TYPE CALLOUT

UTILITY TYPE (SD=STORM DRAINAGE)

ID NUMBER (WHERE APPLICABLE)

STRUCTURE INFO (WHERE APPLICABLE)

LOCATION (WHERE APPLICABLE)

1. PIPE BEDDING AND BACKFILL FOR ALL UTILITIES SHALL BE DONE PER

DETAIL 4/C903.

2. RIM ELEVATIONS SHOWN FOR REFERENCE. COORDINATE RIM

ELEVATIONS WITH GRADING PLAN PRIOR TO CONSTRUCTION.

3. COORDINATES, STATIONING, AND OFFSETS SHOWN ON STRUCTURES

ARE SHOWN AT CENTER OF STRUCTURE.

4. WHEN PIPE COVER BECOMES LESS THAN 2-FT, PIPE MATERIAL SHALL

BE DUCTILE IRON PIPE.

PIPE LABEL

XXLF - XX" XX

UTILITY SIZE

UTILITY LENGTH

UTILITY TYPE

S=X.XX%

SLOPE (WHERE APPLICABLE)

X KEY NOTES

SHEET NOTES

UTILITY LABEL LEGEND

1 CONNECT TO BUILDING ROOF DRAIN. VERIFY POINT OF CONNECTION

(INCLUDING IE)  WITH PLUMBING PLANS PRIOR TO CONSTRUCTION

2 4"  VARIABLE HEIGHT DURASLOT DRAIN. SEE DETAIL 4/C904. SEE

LANDSCAPE PLANS FOR TRENCH DRAIN RIM ELEVATIONS.

3 SEE SITE PLAN FOR CURB CUT LOCATIONS. SEE DETAILS 2/C902 AND

4/C902 FOR CURB CUT SPILLWAY.

4 INSTALL METAL INLET ASSEMBLY AT TRENCH DRAIN TRANSITION TO

SIDEWALK TRENCH DRAIN. SEE DETAIL 1/C502.

5 INSTALL 6" TRENCH DRAIN ALONG SEAT WALL. SEE LANDSCAPE PLANS

FOR SEAT WALL DETAILS.

STRUCTURE TYPE
SYMBOL CALLOUT DESCRIPTION

DETAIL REF.

CB CATCH BASIN 5/C903

CO CLEANOUT TO GRADE 1/C903

STUB STUB SEE PLUMBING PLANS

MH MANHOLE 2/C903

OF OUTFALL 3/C902

OI OVERFLOW INLET 6/C903

UTILITY TYPE
SYMBOL CALLOUT DESCRIPTION

SD STORM DRAIN

TD TRENCH DRAIN

SD PERF PERFORATED PIPE

SCALE
80

1 INCH = 80 FEET

80 1600

OVERALL STORM

DRAINAGE PLAN

FACILITY TYPE SIZING
RATIO*

CURRENT
TREATMENT

AREA (SF)

 MIN
FACILITY
AREA (SF)

FACILITY
AREA (SF)

1 STORMWATER TREATMENT SUMMARY TABLE
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AUDITORIUM ADDITION

SEE PARKING LOT DRAINAGE
PLAN SHEET C730.

SEE PARKING LOT DRAINAGE
PLAN SHEET C730.

SEE PARKING LOT DRAINAGE
PLAN SHEET C730.

       MH-03
2+62.43

SD-A

       MH-02
PIPE ALIGNMENT INTERSECTION

   1+30.03 =
   0+00.00SD-C

SD-A

SD-A

SD OI-A2
RIM=194.06

IE 6" OUT=191.06 (NE)

   0+81.28
FIELD VERIFY POINT

OF CONNECTION

SD-A
CONNECT TO EXISTING 12" STORM LINE

CONNECT TO EXISTING MANHOLE
IE 8" OUT=191.92 (N) SD - 8" PVC
FIELD VERIFY POINT
OF CONNECTION

SD OF-03
IE TD IN=193.73 (E)

SD STUB-02

RAN GARDEN-A2
FACILITY AREA= 640 SF
SEE SHEET C510 FOR LAYOUT
AND  DETAILS

EXISTING 12" STORM
LINE TO REMAIN.

SD OF-02
IE 6" IN=193.06 (SE)

40
 LF

 - 6
"S

D
S=1

.00
%

49 LF - 12"SD
S=0.37%

18 LF - 6"SD
S=0.76%

39 LF - TD
S=1.00%

132 LF - 12"SD
S=0.37%

55
 L

F 
- 8

"S
D

S=
3.

52
%

1

3

RAIN-GARDEN-A1
FACILITY AREA= 245 SF

SEE SHEET C510 FOR LAYOUT AND DETAILS

PLANTER-A3
AREA = 280SF
SEE SHEET C511 FOR
LAYOUT AND DETAILS

   MH-05
0+58.05
SD-C

SD STUB-031

   STUB-01
1+11.20
SD-C 1

   OI-A3
1+16.67
SD-C

SD-A
SD-A

34 LF - 8"SD

S=1.00%

SD OI-A1
RIM=192.22

IE 8" OUT=189.90 (NW)

   EXST-OF-01
0+00.00
SD-A

SD-A

73 LF - 6"SDS=1.00%

59 LF - 6"SD

S=1.00%

58 LF - 8"SD

S=1.00%

SD-C

SD-C

IE TD =194.12 (W)

2

       OF-01
0+00.00

SD-B

       MH-04
0+64.38

SD-B

   CO-01
1+66.90
SD-B

SD
-B

SD

       HB-02 (45°)
0+77.74

SD-B

       HB-03 (45°)
0+94.30

SD-B

       HB-01 (45°)
0+27.95

SD-B

17 LF - 8"SD
S=1.00%

SD
-B

73
 L

F 
- 8

"S
D

S=
1.

00
%

13 LF - 8"SD
S=1.00%

28
 L

F 
- 8

"S
D

S=
1.

00
%

36
 LF

 - 8
"S

D
S=

1.0
0%

SD
-B

SD
       TEE-01

2+35.60
SD-A

   EXST-MH-01
0+26.01
SD-A

SD STUB-05 1

SD OF-12

1. PIPE BEDDING AND BACKFILL FOR ALL UTILITIES SHALL BE DONE PER
DETAIL 4/C903.

2. RIM ELEVATIONS SHOWN FOR REFERENCE. COORDINATE RIM
ELEVATIONS WITH GRADING PLAN PRIOR TO CONSTRUCTION.

3. COORDINATES, STATIONING, AND OFFSETS SHOWN ON STRUCTURES
ARE SHOWN AT CENTER OF STRUCTURE.

4. WHEN PIPE COVER BECOMES LESS THAN 2-FT, PIPE MATERIAL SHALL
BE DUCTILE IRON PIPE.

X KEY NOTES

SHEET NOTES

UTILITY LABEL LEGEND

1 CONNECT TO BUILDING ROOF DRAIN. VERIFY POINT OF CONNECTION
(INCLUDING IE)  WITH PLUMBING PLANS PRIOR TO CONSTRUCTION

2 4"  VARIABLE HEIGHT DURASLOT DRAIN. SEE DETAIL 4/C904. SEE
LANDSCAPE PLANS FOR TRENCH DRAIN RIM ELEVATIONS.

3 SEE SITE PLAN FOR CURB CUT LOCATIONS. SEE DETAILS 2/C902 AND
4/C902 FOR CURB CUT SPILLWAY.

4 INSTALL METAL INLET ASSEMBLY AT TRENCH DRAIN TRANSITION TO
SIDEWALK TRENCH DRAIN. SEE DETAIL 1/C502.

5 INSTALL 6" TRENCH DRAIN ALONG SEAT WALL. SEE LANDSCAPE PLANS
FOR SEAT WALL DETAILS.

STRUCTURE LABEL

XX XX-XX
X+XX.X RT X.X'
RIM=
IE IN = XX.X
IE OUT = XX.X

STRUCTURE TYPE CALLOUT
UTILITY TYPE (SD=STORM DRAINAGE)

ID NUMBER (WHERE APPLICABLE)

STRUCTURE INFO (WHERE APPLICABLE)

LOCATION (WHERE APPLICABLE)

PIPE LABEL

XXLF - XX" XX

UTILITY SIZE
UTILITY LENGTH

UTILITY TYPE

S=X.XX%

SLOPE (WHERE APPLICABLE)

UTILITY LABEL LEGEND

STRUCTURE TYPE

STRUCTURE TYPE
SYMBOL CALLOUT DESCRIPTION DETAIL REF.

CB CATCH BASIN 5/C903

CO CLEANOUT TO GRADE 1/C903

STUB STUB SEE PLUMBING PLANS

MH MANHOLE 2/C903

OF OUTFALL 3/C902

OI OVERFLOW INLET 6/C903

UTILITY TYPE
SYMBOL CALLOUT DESCRIPTION

SD STORM DRAIN

TD TRENCH DRAIN

SD PERF PERFORATED PIPE

SD STRUCTURE TABLE
STRUCTURE ID

EXST-OF-01

HB-01 (45°)

HB-02 (45°)

HB-03 (45°)

OF-01

OF-02

OF-03

OF-04

STUB-01

STUB-02

STUB-03

TEE-01

NORTHING

10396.40

10335.74

10293.31

10281.39

10363.69

10326.83

10323.66

10321.40

10208.78

10312.89

10290.67

10404.93

EASTING

9232.91

9342.53

9320.32

9331.80

9342.53

9384.15

9395.90

9452.72

9331.69

9396.08

9462.77

9467.34

INVERT ELEVATIONS

IE  IN=189.37 (E)

IE 8" IN=191.40 (SW)
IE 8" OUT=191.40 (N)

IE 8" IN=191.90 (SE)
IE 8" OUT=191.90 (N)

IE 8" IN=192.06 (S)
IE 8" OUT=192.06 (NW)

IE 8" IN=191.12 (S)

IE 6" IN=193.06 (SE)

IE TD IN=193.73 (E)

IE 6" IN=192.88 (S)

IE 8" OUT=192.80 (W)

IE 6" OUT=193.20 (NW)

IE 6" OUT=193.20 (N)

IE 12" IN=189.81 (E)
IE 8" IN=189.97 (S)
IE 12" OUT=189.81 (W)

SD STRUCTURE TABLE
STRUCTURE ID

CO-01

EXST-MH-01

EXST-MH-02

MH-01

MH-02

MH-03

MH-04

MH-05

OI-A1

OI-A2

OI-A3

NORTHING

10208.81

10395.90

10394.10

10394.42

10404.93

10404.93

10306.68

10365.49

10372.79

10334.26

10325.66

EASTING

9330.44

9258.91

9325.93

9314.16

9361.76

9494.17

9320.57

9404.35

9340.75

9378.76

9447.37

RIM ELEVATION

194.97

194.01

194.22

194.15

194.86

195.41

195.00

195.80

192.22

194.06

193.88

INVERT ELEVATIONS

IE 8" IN=192.79 (E)
IE 8" OUT=192.79 (N)

IE  IN=189.53 (E)
IE  OUT=189.43 (W)

IE  IN=189.58 (E)
IE  IN=189.08 (N)
IE  OUT=189.18 (W)

IE 12" IN=189.24 (E)
IE  IN=189.24 (E)
IE 8" IN=189.56 (SE)
IE  OUT=189.24 (W)

IE 12" IN=189.42 (E)
IE 6" IN=189.94 (N)
IE 8" IN=189.71 (SE)
IE 12" OUT=189.42 (W)

IE 6" IN=190.40 (NE)
IE 6" IN=190.82 (N)
IE 12" OUT=189.91 (W)

IE 8" IN=191.76 (S)
IE 8" OUT=191.76 (NE)

IE 6" IN=190.46 (SE)
IE 6" IN=190.66 (SW)
IE 8" OUT=190.29 (NW)

IE 8" OUT=189.90 (NW)

IE 6" OUT=191.06 (NE)

IE 6" OUT=191.04 (NW)

SCALE
20

1 INCH = 20 FEET

20 400

MATCHLINE SEE SHEET C502

DRAINAGE PLAN -
BUILDING ADDITION
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AUDITORIUM ADDITION

RAIN GARDEN-A4
FACILITY AREA= 506

SEE SHEET C511 FOR
LAYOUT AND DETAILS

EXST. DETENTION
SYSTEM TO REMAIN.

   2+25.85
FIELD VERIFY POINT
OF CONNECTION

SD-D
CONNECT TO EXISTING 18" STORM LINE       MH-07

1+53.27
SD-D

   0+63.02
FIELD VERIFY POINT
OF CONNECTION

SD-D
CONNECT TO EXISTING 18" STORM PIPE

SD OF-05

SD OF-09

SD OI-A4

DRIP LINE OF
EXISTING OAK TREE

PLANTER-A5
FACILITY AREA= 310 SF
SEE SHEET C511 FOR
LAYOUT AND DETAILS

RAIN GARDEN-A7
FACILITY AREA= 217 SF

SEE SHEET C512 FOR LAYOUT

PLANTER-A9
FACILITY AREA= 180 SF
SEE SHEET C512 FOR LAYOUT

SD OI-A7    MH-09
PIPE ALIGNMENT INTERSECTION

   0+65.69 =
   0+00.00SD-F

SD-E

SD-E

90 LF - 18"SD
S=0.50%

6 LF - 6"SD
S=5.00%

45 LF - TD
S=1.50%

24 LF - 12" ACO TD
S=1.87%

66 LF - 8"SD
S=0.70%

2

SD OF-08

4 LF - 6"SD
S=1.00%

SD STUB-04

3

1

       OI-A8
0+72.12

SD-F

       OI-A9
1+47.00

SD-E

81
 L

F 
- 8

"S
D

S=
0.

70
%

72 LF - 8"SD
S=0.70%

IE 12" ACO TD =192.89 (E)

IE 12" ACO TD =192.44 4

IE TD =192.44

SD-D

SD-D

73 LF - 18"SD
S=0.91%

66 LF - 8"SD
S=0.70%

SD-E

SD-F

PLANTER-A8
FACILITY AREA= 125 SF

SEE SHEET C512 FOR LAYOUT AND DETAILS

SD
-E

3

3

3

16 LF - 6"SD
S=15.51%SD

-D

       OI-A5
2+42.25

SD-D

35 LF - TD
S=0.00%

10 LF - TD
S=0.00%

       EXST-OF-02
0+00.00

SD-D

SD-D

SD-F

INSTALL 18" HIGH FLOW
BYPASS. TIE INTO EXST STORM

 LINE DOWNSTREAM
OF EXST DETENTION SYTEM.

STRUCTURE LABEL

XX XX-XX
X+XX.X RT X.X'
RIM=
IE IN = XX.X
IE OUT = XX.X

STRUCTURE TYPE CALLOUT
UTILITY TYPE (SD=STORM DRAINAGE)

ID NUMBER (WHERE APPLICABLE)

STRUCTURE INFO (WHERE APPLICABLE)

LOCATION (WHERE APPLICABLE)

1. PIPE BEDDING AND BACKFILL FOR ALL UTILITIES SHALL BE DONE PER
DETAIL 4/C903.

2. RIM ELEVATIONS SHOWN FOR REFERENCE. COORDINATE RIM
ELEVATIONS WITH GRADING PLAN PRIOR TO CONSTRUCTION.

3. COORDINATES, STATIONING, AND OFFSETS SHOWN ON STRUCTURES
ARE SHOWN AT CENTER OF STRUCTURE.

4. WHEN PIPE COVER BECOMES LESS THAN 2-FT, PIPE MATERIAL SHALL
BE DUCTILE IRON PIPE.

PIPE LABEL

XXLF - XX" XX

UTILITY SIZE
UTILITY LENGTH

UTILITY TYPE

S=X.XX%

SLOPE (WHERE APPLICABLE)

X KEY NOTES

SHEET NOTES

UTILITY LABEL LEGEND

1 CONNECT TO BUILDING ROOF DRAIN. VERIFY POINT OF CONNECTION
(INCLUDING IE)  WITH PLUMBING PLANS PRIOR TO CONSTRUCTION

2 4"  VARIABLE HEIGHT DURASLOT DRAIN. SEE DETAIL 4/C904. SEE
LANDSCAPE PLANS FOR TRENCH DRAIN RIM ELEVATIONS.

3 SEE SITE PLAN FOR CURB CUT LOCATIONS. SEE DETAILS 2/C902 AND
4/C902 FOR CURB CUT SPILLWAY.

4 INSTALL METAL INLET ASSEMBLY AT TRENCH DRAIN TRANSITION TO
SIDEWALK TRENCH DRAIN. SEE DETAIL 1/C502.

5 INSTALL 6" TRENCH DRAIN ALONG SEAT WALL. SEE LANDSCAPE PLANS
FOR SEAT WALL DETAILS.

STRUCTURE TYPE
SYMBOL CALLOUT DESCRIPTION DETAIL REF.

CB CATCH BASIN 5/C903

CO CLEANOUT TO GRADE 1/C903

STUB STUB SEE PLUMBING PLANS

MH MANHOLE 2/C903

OF OUTFALL 3/C902

OI OVERFLOW INLET 6/C903

UTILITY TYPE
SYMBOL CALLOUT DESCRIPTION

SD STORM DRAIN

TD TRENCH DRAIN

SD PERF PERFORATED PIPE

SD STRUCTURE TABLE
STRUCTURE ID

EXST-OF-02

HB-04 (45°)

OF-05

OF-06

OF-07

OF-08

OF-09

STUB-04

TEE-02

NORTHING

10142.52

10012.13

10074.24

10087.12

10088.08

10096.33

10050.71

10100.32

9997.85

EASTING

9250.40

9369.30

9364.71

9452.35

9459.37

9460.25

9385.10

9460.32

9354.93

INVERT ELEVATIONS

IE  IN=187.31 (E)

IE 8" IN=189.41 (SW)
IE 8" OUT=189.41 (E)

IE TD IN=192.44 (N)

IE 6" OUT=193.10 (E)

IE 6" IN=193.10 (W)

IE 6" IN=193.10 (N)

IE TD IN=192.60 (E)

IE 6" OUT=193.14 (S)

IE 8" IN=189.55 (SW)
IE 6" IN=189.63 (NW)
IE 8" OUT=189.55 (NE)

SD STRUCTURE TABLE
STRUCTURE ID

EXST-MH-05

MH-06

MH-07

MH-08

MH-09

OI-A4

OI-A5

OI-A7

OI-A8

OI-A9

NORTHING

10141.22

10141.73

10066.13

10066.13

10012.13

10061.13

10080.39

10000.13

9983.00

9930.83

EASTING

9298.59

9313.39

9362.69

9435.27

9400.11

9358.71

9443.36

9352.66

9340.01

9400.03

RIM ELEVATION

193.86

194.00

191.93

194.44

192.95

192.93

194.10

191.85

192.71

192.08

INVERT ELEVATIONS

IE  IN=187.31 (E)
IE  OUT=187.31 (W)

IE 18" IN=187.46 (SE)
IE  OUT=187.46 (W)
IE 12" OUT=188.08 (SW)

IE 18" IN=187.91 (E)
IE 6" IN=188.89 (SW)
IE 8" IN=188.73 (SE)
IE 18" OUT=187.91 (NW)

IE 6" IN=189.56 (NE)
IE 18" OUT=188.57 (W)

IE 8" IN=189.19 (W)
IE 8" IN=189.19 (S)
IE 8" OUT=189.19 (NW)

IE 6" OUT=189.21 (NE)

IE 6" OUT=192.10 (SW)

IE 6" OUT=189.67 (SE)

IE 8" OUT=189.69 (NE)

IE 8" OUT=189.76 (N)

SCALE
20

1 INCH = 20 FEET

20 400

MATCHLINE SEE SHEET C501
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SIDEWALK

ROAD

ROAD

REFERENCE LANDSCAPE
FOR SEAT WALL AND
PEDESTRIAN PAVEMENT
DETAILS

CAST-IN-PLACE TRENCH
GRATE - SEE DETAIL 3/C905
INVERT ELEVATIONS PER
PLAN. RIM ELEVATIONS PER
LANDSCAPE PLAN

INSTALL METAL INLET
ASSEMBLY PER DETAIL 2/C905

MATCH INVERT ELEVATION
OF PRECAST TRENCH DRAIN
TO CAST-IN-PLACE TRENCH
DRAIN

INSTALL 12" PRECAST TRENCH
DRAIN PER DETAIL 7/C904.
INVERT ELEVATIONS PER

PLAN

SCALE: NTS1
TRENCH DRAIN  TRANSITION DETAIL
ISOMETRIC VIEW
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R
S

B
LE

A
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E
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S

PRACTICE FACILITY RESTROOMS/CONCESSIONS

BUILDING

CONCESSIONS/
RESTROOMS

WILSONVILLE HIGH SCHOOL

METAL
STORAGE
BUILDING

W

TR

E

E
E

E

E

EEE

E

EE E

E

E

E

E

E

E

E
E

E

E
EEE

EEEEE

WETLAND
BUFFER

WETLAND
IMPACT AREA

15' WATERLINE
EASEMENT (PROPOSED)

15' WATERLINE EASEMENT
TO BE VACATED

15' WATERLINE
EASEMENT (EXISTING)

STREET LIGHT CONDUIT TO BE FED
FROM BOECKMAN CREEK PRIMARY
SCHOOL - SEE ELECTRICAL PLANS

AUDITORIUM
ADDITION

NEW 15' WATERLINE EASEMENT

SHEET LEGEND

EXISTING 15' WATERLINE EASEMENT

EXISTING 15' WATERLINE EASEMENT
(TO BE VACATED)

SCALE
80

1 INCH = 80 FEET

80 1600

OVERALL UTILITY PLAN

C600

111 SW Fifth Ave., Suite 2600
Portland, OR 97204
O: 503.542.3860
F: 503.274.4681
www.kpff.com

Bora Architects, Inc.
720 SW Washington, Suite 800

503.226.1575

ISSUED FOR
INFORMATIONAL
PURPOSES ONLY

NOT FOR
CONSTRUCTION

Scale:

Issued:

Copyright
1

2

3

4

5

6

0

1

2

3

4

5

6

50 40 30 20 10

050 40 30 20 10

Portland, Oregon 97205

www.bora.co

AS NOTED

6/
12

/2
02

0 
12

:2
2:

25
 P

M

W
ils

on
vi

lle
 H

ig
h 

Sc
ho

ol
A

ud
ito

riu
m

 A
dd

iti
on

SITE DESIGN REVIEW
APPLICATION

03/22/2021

68
00

 S
W

 W
ils

on
vi

lle
 R

oa
d,

 W
ils

on
vi

lle
, O

R 
97

07
0

Project Number

MARK DATE DESCRIPTION



WILSONVILLE HIGH SCHOOLAUDITORIUM ADDITION

W
W

W

W

W

W

W

W W

TR

E

E

E

E
E

E
E

E

E
E

E E E
E E E E E E

E

E

E

E

E

E

15.00'

4

3

1

6 LF - 4"ELEC

52 LF - 4"ELEC

22
 L

F 
- 4

"E
LE

C

39
 L

F 
- 4

"E
LE

C

28
 LF

 - 4
"ELE

C 65 LF - 4"ELEC

110 LF - 4"ELEC

9 LF - 4"ELEC

5 LF - 4"ELEC

5 LF - 4"ELEC
4 LF - 4"ELEC

10
3 L

F -
 4"

EL
EC

12
2 

LF
 - 

4"
EL

EC

PUBLIC EASEMENT 3-PHASE
TRANSFORMER

3-PHASE TRANSFORMER
CLEARANCE BOUNDARY

W TEE-06

W TEE-01

W HB 45°-01

W HB 45°-02

FH-02
W TEE-03

FH-01

8"W PUBLIC

8"W PUBLIC

8"W
 PU

BL
IC

8"
W

 P
UB

LI
C

8"
W

 P
UB

LI
C

W VB-08
W VB-078"

W
 P

UB
LI

C

W VB-09
W VB-10

W GV-03

8"W PUBLIC

W GV-05

W GV-04

2

8

NOTE DESCRIPTION DETAIL
REF.

1 INSTALL MOUNTABLE CURB AND REPLACE SIDEWALK
WITH VEHICLE PAVEMENT (6" CONCRETE/6" BASE
COURSE) FOR TRANSFORMER ACCESS

2 NEW TRANSFORMER - COORDINATE LOCATION WITH
UTILITY PROVIDER. CLEARANCES SHOWN FOR
REFERENCES ONLY

3 CONNECT TO EX WATERLINE

4
CONNECT TO EX POWER VAULT WITH NEW CONDUIT

5 CONVERT FORCEMAIN TO GRAVITY SS LINE
6 PROVIDE SAWCUT AND ASPHALT PATCHING FOR

INSTALLATION OF NEW SEWER LINE AND MANHOLE IN
WILSONVILLE ROAD

7 CONNECT LIFT STATION ALARMS AND CONTROL PANEL
TO BMS. COORDINATE WITH OWNER PRIOR TO
CONSTRUCTION. COORDINATE CONTROL PANEL WITH
OWNER AND LIFT STATION SUPPLIER PRIOR TO
CONSTRUCTION TO VERIFY LOCATION

8 IRRIGATION BACKFLOW PREVENTER. COORDINATE
LOCATION WITH IRRIGATION PLANS

9 CONTRACTOR TO FIELD VERIFY LOCATION WHERE
EXISTING CONDUIT ENDS FOR CONNECTION TO
EXISTING UGP LINE

S CONNECT TO WASTE LINE. SEE PLUMBING PLANS FOR
CONTINUATION. SIZE AS NOTED

!! UTILITY CROSSING. PROVIDE 12" MIN. CLEARANCE,
U.N.O.

STRUCTURE TYPE

PIPE LABEL

XXLF - XX" XX

UTILITY SIZE
UTILITY LENGTH

UTILITY TYPE
S=X.XX%

XX XX-XX
N=XXXX.XX
E=XXXX.XX
RIM=
IE IN = XX.X
IE OUT = XX.X

STRUCTURE TYPE CALLOUT

UTILITY TYPE (SD=STORM DRAINAGE, S=SANITARY SEWER,
W=WATER, FP=FIRE PROTECTION)

ID NUMBER (WHERE APPLICABLE)

STRUCTURE INFO (WHERE APPLICABLE)

LOCATION (WHERE APPLICABLE)

STRUCTURE LABEL

1. ON-SITE PIPE BEDDING AND BACKFILL FOR ALL UTILITIES SHALL BE
DONE PER DETAIL 4/C903.

2. OFF-SITE (IN ROW) PIPE BEDDING AND TRENCH BACKFILL AND
SURFACING PER CITY STD DWG P-100 AND P-101.

3. STRUCTURES LOCATIONS ARE BASED ON CENTER OF STRUCTURE.

4. INSTALL THRUST BLOCK ON FIRE AND WATER LINES PER DETAIL
2/C904.

SLOPE (WHERE APPLICABLE)

CALLOUT DESCRIPTION DETAIL REF.
BW AIR RELEASE VALVE
BWV BUTTERFLY VALVE
CV CHECK VAULT
FDC FIRE DEPARTMENT CONNECTION
FH FIRE HYDRANT
GV GATE VALVE
HB HORIZONTAL BEND
LS LIFT STATION
MH MANHOLE
PIV POST INDICATOR VALVE
PLUG PLUG
PUMP PUMP
STUB STUB
TB THRUST BLOCK
TEE TEE CONNECTION
VB VERTICAL BEND
WM WATER METER
WYE WYE CONNECTION

X UTILITY KEY NOTES

SHEET NOTES

UTILITY LABEL LEGEND

SCALE
20

1 INCH = 20 FEET

20 400

MATCHLINE SEE SHEET C602

UTILITY PLAN - BUILDING
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WILSONVILLE HIGH SCHOOL

AUDITORIUM ADDITION

W

W

W

W

W

E
E

E

E
E

EEEEEEEE

E E

E

E

E

E

W

W

S LS-01
RIM=194.70
IE 8" IN=178.57 (N)
IE  OUT=180.37 (W)

S SSCO-02
RIM=189.00
IE 8" IN=179.31 (N)
IE 8" OUT=179.31 (S)

S SSMH-02
RIM=191.51
IE 3" IN=180.37 (E)
IE 8" OUT=178.98 (W)

S EX-SSMH-01
RIM=190.55
IE 8" OUT=178.40 (SW)

CONNECT TO EX SEWER
UNDER BUILDING
S SSCO-01
RIM=189.00
IE 8" OUT=179.48 (S)
IE 8" OUT=179.48 (N)

S SSMH-03
RIM=190.55
IE 8" IN=178.26 (E)
IE 8" IN=178.26 (NE)
IE 8" OUT=178.26 (SW)

145 LF - 8"S

S=0.50%

74
 L

F 
- 8

"S
S=

1.
00

%

17 LF - 8"S
S=1.00%

15.00'

5

S CV-01

6

42 LF - 4"ELEC

5 LF - 4"ELEC

139 LF - 4"ELEC

6 LF - 4"ELEC

55 LF - 4"ELEC

49 LF - 4"ELEC

20 LF - 4"ELEC

12
2 

LF
 - 

4"
EL

EC

PUBLIC EASEMENT

ELECTRICAL
PULL BOX

ROW LINE

WILSONVILLE ROAD

50 FT WETLAND
BUFFER ZONE

25 FT WETLAND
IMPACT AREA

DRIP LINE OF
OAK TREE

ELECTRICAL PULL BOX

FH-03

W HB 45°-04

W HB 22.5°-01

W HB 11.25°-01

W TEE-04

W HB 90°-02

W HB 45°-03

W HB 45°-05

8"W
 PUBLIC

8"W PUBLIC

8"
W

 P
UB

LI
C

5 LF - 4"ELEC

W VB-01
8"W PUBLIC

W VB-02

W VB-03
W VB-04

7

LIFT STATION CONTROL PANEL
WITHIN BUILDING AND ADJACENT
TO LOADING DOCK DOOR

7

168 LF -  6" FORCE MAIN

W VB-12
W GV-02

8"W PUBLIC
W VB-11

8"W PUBLIC

W GV-01

8"W PUBLIC

W VB-05
W VB-06

W TEE-053

9

NOTE DESCRIPTION DETAIL
REF.

1 INSTALL MOUNTABLE CURB AND REPLACE SIDEWALK
WITH VEHICLE PAVEMENT (6" CONCRETE/6" BASE
COURSE) FOR TRANSFORMER ACCESS

2 NEW TRANSFORMER - COORDINATE LOCATION WITH
UTILITY PROVIDER. CLEARANCES SHOWN FOR
REFERENCES ONLY

3 CONNECT TO EX WATERLINE

4
CONNECT TO EX POWER VAULT WITH NEW CONDUIT

5 CONVERT FORCEMAIN TO GRAVITY SS LINE
6 PROVIDE SAWCUT AND ASPHALT PATCHING FOR

INSTALLATION OF NEW SEWER LINE AND MANHOLE IN
WILSONVILLE ROAD

7 CONNECT LIFT STATION ALARMS AND CONTROL PANEL
TO BMS. COORDINATE WITH OWNER PRIOR TO
CONSTRUCTION. COORDINATE CONTROL PANEL WITH
OWNER AND LIFT STATION SUPPLIER PRIOR TO
CONSTRUCTION TO VERIFY LOCATION

8 IRRIGATION BACKFLOW PREVENTER. COORDINATE
LOCATION WITH IRRIGATION PLANS

9 CONTRACTOR TO FIELD VERIFY LOCATION WHERE
EXISTING CONDUIT ENDS FOR CONNECTION TO
EXISTING UGP LINE

S CONNECT TO WASTE LINE. SEE PLUMBING PLANS FOR
CONTINUATION. SIZE AS NOTED

!! UTILITY CROSSING. PROVIDE 12" MIN. CLEARANCE,
U.N.O.

STRUCTURE TYPE

PIPE LABEL

XXLF - XX" XX

UTILITY SIZE
UTILITY LENGTH

UTILITY TYPE
S=X.XX%

XX XX-XX
N=XXXX.XX
E=XXXX.XX
RIM=
IE IN = XX.X
IE OUT = XX.X

STRUCTURE TYPE CALLOUT

UTILITY TYPE (SD=STORM DRAINAGE, S=SANITARY SEWER,
W=WATER, FP=FIRE PROTECTION)

ID NUMBER (WHERE APPLICABLE)

STRUCTURE INFO (WHERE APPLICABLE)

LOCATION (WHERE APPLICABLE)

STRUCTURE LABEL

1. ON-SITE PIPE BEDDING AND BACKFILL FOR ALL UTILITIES SHALL BE
DONE PER DETAIL 4/C903.

2. OFF-SITE (IN ROW) PIPE BEDDING AND TRENCH BACKFILL AND
SURFACING PER CITY STD DWG P-100 AND P-101.

3. STRUCTURES LOCATIONS ARE BASED ON CENTER OF STRUCTURE.

4. INSTALL THRUST BLOCK ON FIRE AND WATER LINES PER DETAIL
2/C904.

SLOPE (WHERE APPLICABLE)

CALLOUT DESCRIPTION DETAIL REF.
BW AIR RELEASE VALVE
BWV BUTTERFLY VALVE
CV CHECK VAULT
FDC FIRE DEPARTMENT CONNECTION
FH FIRE HYDRANT
GV GATE VALVE
HB HORIZONTAL BEND
LS LIFT STATION
MH MANHOLE
PIV POST INDICATOR VALVE
PLUG PLUG
PUMP PUMP
STUB STUB
TB THRUST BLOCK
TEE TEE CONNECTION
VB VERTICAL BEND
WM WATER METER
WYE WYE CONNECTION

X UTILITY KEY NOTES

SHEET NOTES

UTILITY LABEL LEGEND

SCALE
20

1 INCH = 20 FEET

20 400

MATCHLINE SEE SHEET C601

UTILITY PLAN - BUILDING
ADDITION

C602

111 SW Fifth Ave., Suite 2600
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Bora Architects, Inc.
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9.00'

9.00'

9.0
0'

9.00'

24
.0

0

24
.0

0

24
.0

0

24.00

24
.0

0

24
.0

0

24
.0

0

24
.0

0

12
.0

0

12
.0

0

6.
00

10
.0

0

10
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6.0010.00
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6.0010.00
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TYP.

TYP.

TYP.

60.0°

60.0°

60.0° 60.0°

9.0
0'

TY
P.

60.0° 60.0°

60.0°

16.00'

6.
0016.00

5

6
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2

9

9

9

9

9

9

9

9 9

9

9

9

9

10

11 TYP.
11 TYP.

11 TYP.

11TYP.

11TYP.

11TYP.

11 TYP.
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12

12

15
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17

17

17
17

17

17
17 17

17

17

17

15

13

16

13

16

13

16
16

16

15

15 15

15
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20

20

16

16
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9

12 TYP.

17

16

SEE AUDITORIUM (SHEET
C300) FOR CONTINUATION

MAIN DRIVE

PA
RK

 D
RI

VE

MAIN DRIVE
17

PA
RK

 D
RI

VE

PARK DRIVE

23

23

10
.8

6'

10
.2

7'

1. ALL DIMENSIONS ARE TO FACE OF CURB OR FACE OF WALL.

2. ALL SIDEWALK PAVEMENT JOINTS SHALL BE CONSTRUCTED PER DETAIL
XX/CXXX.

3. PROPOSED FRONTAGE IMPROVEMENTS IN RIGHT-OF-WAY SHOWN FOR
REFERENCE ONLY. TO BE PERMITTED UNDER SEPARATE PUBLIC WORKS
PERMIT.

# DESCRIPTION DETAIL
REF.

1 MATCH EXISTING PAVEMENT
2 BUSES ONLY SIGN XX/XX.XX

3 STOP SIGN AND STOP BAR
4 RIGHT TURN ONLY
5 ONE WAY

6 BUS LOADING/UNLOADING ZONE STRIPING (4" YELLOW
AT 45 DEGREE ANGLE)

7 CURB CUT WITH REMOVABLE BOLLARDS

8 DO NOT ENTER SIGN
9 CONCRETE CURB 8/C900

10 RAISED CONCRETE PEDESTRIAN CROSSING 1/C902

11 WHEEL STOP 6/C900

12 4" WHITE STRIPE
13 CROSSWALK STRIPING 7/C901

14 END CONCRETE CURB 5/C900

15 NO CURB TO ALLOW WATER TO SHEET DRAIN TO WATER
QUALITY FACILITY - SEE SHEET CXXX.

16 CURB RAMP - TYPE II 2/C901

17 PAVEMENT STRIPING 8/C901

18 INFILL BETWEEN EXISTING SIDEWALK AND BACK OF NEW
CURB WITH PEDESTRIAN CONCRETE PAVEMENT.

19 CONNECT TO EXISTING SIDEWALK
20 ADA PARKING STALLS 6/C900

21 FLUSH CURB 7/C900

22 REMOVE AND REPLACE TRENCH DRAIN WITH HEAVY
TRAFFIC RATED STRUCTURE

23 SEE SHEET C300 FOR CENTERLINE ALIGNMENT
INFORMATION

24 CURB SPILL WAY - LOCATION CALL OUT TO CENTER OF
SPILL WAY - SEE DRAINAGE PLAN C501 AND C502

X KEY NOTES

2
C900

PEDESTRIAN PAVEMENT (4" CONCRETE / 4"
BASE COURSE)

VEHICLE CONCRETE PAVEMENT (6"
CONCRETE / 6" BASE COURSE)

CONCRETE CURB
HEAVY ASPHALT PAVEMENT SECTION (4.5"
OF 1/2" DENSE LEVEL 2 HMAC OVER 9" BASE
COURSE)

4
C900

3
C900

PROPERTY LINE

WATER QUALITY FACILITY - SEE DRAINAGE
PLANS

LIGHT ASPHALT PAVEMENT SECTION (2.5"
OF 1/2" DENSE LEVEL 2 HMAC OVER 8" BASE
COURSE)

1
C900

ADA PARKING STALL 6
C900

CENTERLINE

SHEET NOTES

SHEET LEGEND

SCALE
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1. ALL DIMENSIONS ARE TO FACE OF CURB OR FACE OF WALL.

2. ALL SIDEWALK PAVEMENT JOINTS SHALL BE CONSTRUCTED PER DETAIL
XX/CXXX.

3. PROPOSED FRONTAGE IMPROVEMENTS IN RIGHT-OF-WAY SHOWN FOR
REFERENCE ONLY. TO BE PERMITTED UNDER SEPARATE PUBLIC WORKS
PERMIT.

# DESCRIPTION DETAIL
REF.

1 MATCH EXISTING PAVEMENT
2 BUSES ONLY SIGN XX/XX.XX

3 STOP SIGN AND STOP BAR
4 RIGHT TURN ONLY
5 ONE WAY

6 BUS LOADING/UNLOADING ZONE STRIPING (4" YELLOW
AT 45 DEGREE ANGLE)

7 CURB CUT WITH REMOVABLE BOLLARDS

8 DO NOT ENTER SIGN
9 CONCRETE CURB 8/C900

10 RAISED CONCRETE PEDESTRIAN CROSSING 1/C902

11 WHEEL STOP 6/C900

12 4" WHITE STRIPE
13 CROSSWALK STRIPING 7/C901

14 END CONCRETE CURB 5/C900

15 NO CURB TO ALLOW WATER TO SHEET DRAIN TO WATER
QUALITY FACILITY - SEE SHEET CXXX.

16 CURB RAMP - TYPE II 2/C901

17 PAVEMENT STRIPING 8/C901

18 INFILL BETWEEN EXISTING SIDEWALK AND BACK OF NEW
CURB WITH PEDESTRIAN CONCRETE PAVEMENT.

19 CONNECT TO EXISTING SIDEWALK
20 ADA PARKING STALLS 6/C900

21 FLUSH CURB 7/C900

22 REMOVE AND REPLACE TRENCH DRAIN WITH HEAVY
TRAFFIC RATED STRUCTURE

23 SEE SHEET C300 FOR CENTERLINE ALIGNMENT
INFORMATION

24 CURB SPILL WAY - LOCATION CALL OUT TO CENTER OF
SPILL WAY - SEE DRAINAGE PLAN C501 AND C502

X KEY NOTES

2
C900

PEDESTRIAN PAVEMENT (4" CONCRETE / 4"
BASE COURSE)

VEHICLE CONCRETE PAVEMENT (6"
CONCRETE / 6" BASE COURSE)

CONCRETE CURB
HEAVY ASPHALT PAVEMENT SECTION (4.5"
OF 1/2" DENSE LEVEL 2 HMAC OVER 9" BASE
COURSE)

4
C900

3
C900

PROPERTY LINE

WATER QUALITY FACILITY - SEE DRAINAGE
PLANS

LIGHT ASPHALT PAVEMENT SECTION (2.5"
OF 1/2" DENSE LEVEL 2 HMAC OVER 8" BASE
COURSE)

1
C900

ADA PARKING STALL 6
C900

CENTERLINE

SHEET NOTES

SHEET LEGEND

24
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CONTOUR MAJOR (FG)

CONTOUR MINOR (FG)

EX. CONTOUR MAJOR

EX. CONTOUR MINOR

GRADING SLOPE AND DIRECTION (DOWNHILL)

DRAINAGE FLOW DIRECTION

X.X%

SPOT ELEVATION
DESCRIPTION LISTED BELOW.
NO DESCRIPTION MEANS TP OR TG

BOS BOTTOM OF SWALE
BOW BACK OF WALK
BS BOTTOM OF STEP
BW BOTTOM OF WALL
EG EXISTING GRADE
FF FINISHED FLOOR
FL FLOW LINE
G GUTTER
HP HIGH POINT
LP LOW POINT
RIM RIM OF STRUCTURE
TC TOP OF CURB
TG TOP OF GROUND
TP TOP OF PAVEMENT
TS TOP OF STEP
TW TOP WALL

XX.XX  XX

GRADE BREAK

1. SLOPES PROVIDED ON SLOPE ARROW ARE FOR REFERENCE ONLY.

2. LANDINGS ON ACCESSIBLE ROUTES SHALL NOT EXCEED 2% IN ANY
DIRECTION.

3. ALL ACCESSIBLE ROUTES SHALL COMPLY WITH CURRENT ADA
ACCESSIBILITY GUIDELINES FOR BUILDING AND FACILITIES (ADAAG).

CALLOUT    DESCRIPTION

>> CONVEYANCE SWALE

X KEY NOTES
NOTE DESCRIPTION DETAIL

REF.

1 MATCH EX GRADE AT SAWCUT LINE

SHEET NOTES

SHEET LEGEND

GRADING LABEL LEGEND

(XXX.X±) EXISTING GRADE
(MATCH WHERE APPLICABLE)

194.52

194.67 TC
194.17 TP

194.32 TC
193.82 TP

195.16 TC
194.66 TP

195.30 TC
194.80 TP

194.32 TC
193.82 TP

194.62 TC
194.12 TP

194.32 TC
193.82 TP

194.74 TC
194.24 TP

194.66 TC/TP

195.27 TC
194.77 TP

195.45 TC
194.95 TP

195.72 TC
195.22 TP

194.96 TC
194.46 TP

194.74 TC
194.24 TP

195.89 TC
195.39 TP

196.05 TC
195.55 TP

194.74 TC
194.24 TP

195.26

194.94 TC
194.44 TP

196.17 TC
195.67 TP

195.50 TC
195.00 TP

194.46 TC
193.96 TP

194.90 TC
194.40 TP

194.46 TC
193.96 TP

194.46 TC
193.96 TP

194.46 TC
193.96 TP

194.86 TC
194.36 TP

194.46 TC
193.96 TP

194.46 TC
193.96 TP

194.89 TC
194.39 TP

194.94 TC
194.44 TP194.94 TC

194.44 TP

194.90 TC
194.40 TP

194.46 TC
193.96 TP

195.21 TC
194.71 TP

195.30 TC
194.80 TP

194.90 TC
194.40 TP

194.94 TC
194.44 TP

194.94 TC
194.44 TP

194.75 TC
194.25 TP

194.46 TC
193.96 TP

194.77 TC
194.27 TP

194.46 TC
193.96 TP

195.30 TC
194.80 TP

195.00 TC
194.50 TP

195.04 TC
194.54 TP

194.96 TC
194.46 TP

194.89 TC
194.39 TP

195.16 TC
194.66 TP

194.86 TC
194.36 TP

194.46 TC
193.96 TP
194.46 TC
193.96 TP

194.46 TC
193.96 TP
194.46 TC
193.96 TP

194.75 TC
194.25 TP

195.30 TC
194.80 TP

195.16 TC
194.66 TP

194.62 TC
194.12 TP

194.66 TC/TP

0.
7%

1.
0%

1.
5% 1.
5%

0.
0%

0.
0%

1.
5%

1.
7%

0.
3%

0.
1%

1.6%1.5%

1.5%

1.8%

1.6%1.6%

1.6%1.6%

2.0%

1.9%2.0%

2.0%

1

19
4

19
4

19
4

19
4

19
4

19
5

19
4

19
4

19
4

194

19
5

194

195

19
4

195

19
5

19
4

195

196

194.19

0.
8%

1.9%

195.25 TC
194.75 TP

1.6%0.6% 1.0% 1.8%

0.0%

195.39 TC
194.89 TP 195.55 TC

195.05 TP

195.23 TC
194.73 TP

195.05 TC
194.55 TP

194.32 TC
193.82 TP

1.
3%1.
2%

1.0%

2.
0%

1.1%

194.53 TC
194.03 TP

1.6%

195.32 TC/TP 195.42 TC/TP

194.90 TC
194.40 TP

194.86 TC
194.36 TP

194.86 TC
194.36 TP

194.75 TC
194.25 TP

195.00 TC
194.50 TP
195.00 TC
194.50 TP

195.30 TC
194.80 TP

194.81 TC
194.31 TP

194.81 TC
194.31 TP

194.77 TC
194.27 TP

195.30 TC
194.80 TP

0.3%

1.0% 1.0% 1.0% 1.2%

3.
4%

2.0%

2.0%

0.
0%

195

19
4

0.
0%

0.
0%

1.8%

19
5

19
4

FUTURE PARKING LOT (SEE
SHEET C1120 FOR GRADING)

19
4

1.
4%

ADD ALT ERNATE - PARKING
(SEE SHEET C1120 FOR

GRADING)

194.34 TP

194.90 TC
194.40 TP

1.3%

0.
0%

194.80 TC/TP

193.96193.96
195.18 TC
194.68 TP

1.
3%

195.18 TC
194.68 TP

193.96193.96

194.52

2.8% 3.5%
195.11

2.7%

195.35 TC
194.85 TP

0.4%
1.4%1.1%

1.9%

1.5%

196

195

196
195
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CONTOUR MAJOR (FG)

CONTOUR MINOR (FG)

EX. CONTOUR MAJOR

EX. CONTOUR MINOR

GRADING SLOPE AND DIRECTION (DOWNHILL)

DRAINAGE FLOW DIRECTION

X.X%

SPOT ELEVATION
DESCRIPTION LISTED BELOW.
NO DESCRIPTION MEANS TP OR TG

BOS BOTTOM OF SWALE
BOW BACK OF WALK
BS BOTTOM OF STEP
BW BOTTOM OF WALL
EG EXISTING GRADE
FF FINISHED FLOOR
FL FLOW LINE
G GUTTER
HP HIGH POINT
LP LOW POINT
RIM RIM OF STRUCTURE
TC TOP OF CURB
TG TOP OF GROUND
TP TOP OF PAVEMENT
TS TOP OF STEP
TW TOP WALL

XX.XX  XX

GRADE BREAK

1. SLOPES PROVIDED ON SLOPE ARROW ARE FOR REFERENCE ONLY.

2. LANDINGS ON ACCESSIBLE ROUTES SHALL NOT EXCEED 2% IN ANY
DIRECTION.

3. ALL ACCESSIBLE ROUTES SHALL COMPLY WITH CURRENT ADA
ACCESSIBILITY GUIDELINES FOR BUILDING AND FACILITIES (ADAAG).

CALLOUT    DESCRIPTION

>> CONVEYANCE SWALE

X KEY NOTES
NOTE DESCRIPTION DETAIL

REF.

1 MATCH EX GRADE AT SAWCUT LINE

SHEET NOTES

SHEET LEGEND

GRADING LABEL LEGEND

(XXX.X±) EXISTING GRADE
(MATCH WHERE APPLICABLE)

196.38 TC
195.88 TP

199.00 TC
198.50 TP

200.88 TC
200.38 TP

201.71 TC
201.21 TP

202.51 TC
202.01 TP

203.12 TC
202.62 TP

198.28 TC
197.78 TP

199.80 TC
199.30 TP

201.33 TC
200.83 TP

202.03 TC
201.53 TP

202.65 TC
202.15 TP

203.25 TC
202.75 TP

203.73 TC
(203.23 TP)

203.75 TC
203.25 TP

203.27 TC
202.77 TP

203.77 TC
203.27 TP

203.37 TC
202.87 TP

197.75 TC
197.25 TP

197.33 TC
196.83 TP

2.5%2.4%

2.0% 1.9%

2.7%

7.1
%

2.0%

3.6%

203.01

1.7
%

197.10 TC
196.60 TP

1

1

1

199.80 TC
199.30 TP

2.
4%

203

20
3

202

201

200

199

203.15 TP

202.60 TP

200.94 TP

201.80 TP

(203.69 TP)

1.4%

ADD ALTERNATE - PARKING
LOT (SEE SHEET C1120 FOR
GRADING)

3.7
%

1.8%

203

19
8

19
7

198
197

199
200

196

20
1
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STRUCTURE LABEL

XX XX-XX
X+XX.X RT X.X'
RIM=
IE IN = XX.X
IE OUT = XX.X

STRUCTURE TYPE CALLOUT
UTILITY TYPE (SD=STORM DRAINAGE)

ID NUMBER (WHERE APPLICABLE)

STRUCTURE INFO (WHERE APPLICABLE)

LOCATION (WHERE APPLICABLE)

1. PIPE BEDDING AND BACKFILL FOR ALL UTILITIES SHALL BE DONE PER
DETAIL 4/C903.

2. RIM ELEVATIONS SHOWN FOR REFERENCE. COORDINATE RIM
ELEVATIONS WITH GRADING PLAN PRIOR TO CONSTRUCTION.

3. COORDINATES, STATIONING, AND OFFSETS SHOWN ON STRUCTURES
ARE SHOWN AT CENTER OF STRUCTURE.

4. WHEN PIPE COVER BECOMES LESS THAN 2-FT, PIPE MATERIAL SHALL
BE DUCTILE IRON PIPE.

PIPE LABEL

XXLF - XX" XX

UTILITY SIZE
UTILITY LENGTH

UTILITY TYPE

S=X.XX%

SLOPE (WHERE APPLICABLE)

X KEY NOTES

SHEET NOTES

UTILITY LABEL LEGEND

1 CONNECT TO BUILDING ROOF DRAIN. VERIFY POINT OF CONNECTION
(INCLUDING IE)  WITH PLUMBING PLANS PRIOR TO CONSTRUCTION

2 4"  VARIABLE HEIGHT DURASLOT DRAIN. SEE DETAIL 4/C904. SEE
LANDSCAPE PLANS FOR TRENCH DRAIN RIM ELEVATIONS.

3 SEE SITE PLAN FOR CURB CUT LOCATIONS. SEE DETAILS 2/C902 AND
4/C902 FOR CURB CUT SPILLWAY.

4 INSTALL METAL INLET ASSEMBLY AT TRENCH DRAIN TRANSITION TO
SIDEWALK TRENCH DRAIN. SEE DETAIL 1/C502.

5 INSTALL 6" TRENCH DRAIN ALONG SEAT WALL. SEE LANDSCAPE PLANS
FOR SEAT WALL DETAILS.

STRUCTURE TYPE
SYMBOL CALLOUT DESCRIPTION DETAIL REF.

CB CATCH BASIN 5/C903

CO CLEANOUT TO GRADE 1/C903

STUB STUB SEE PLUMBING PLANS

MH MANHOLE 2/C903

OF OUTFALL 3/C902

OI OVERFLOW INLET 6/C903

UTILITY TYPE
SYMBOL CALLOUT DESCRIPTION

SD STORM DRAIN

TD TRENCH DRAIN

SD PERF PERFORATED PIPE

W

W

W

W

W

W

W

W W W W

W

W W

RAIN GARDEN-P1
FACILITY AREA= 1,204 SF

SEE SHEET C740 FOR LAYOUT
AND DETAILS

RAIN GARDEN-P2
FACILITY AREA= 1,290 SF

SEE SHEET C741 FOR LAYOUT
AND DETAILS

RAIN GARDEN-P3
FACILITY AREA= 1,2910 SF

SEE SHEET C742 FOR LAYOUT
AND DETAILS

SD OI-P1
N 10459.58
E 9362.09

RIM=192.64
IE 6" OUT=190.49 (S)

SD OI-P2
N 10436.05

E 9494.31
RIM=193.63

IE 6" OUT=191.13 (S)

SD OI-P3
N 10436.29
E 9560.53
RIM=193.63
IE 6" OUT=191.13 (SW)

73 LF - 6"SD
S=1.00%

31 LF - 6"SD
S=1.00%

55 LF - 6"SD
S=1.00%

SEE BUILDING ADDITION PLAN
SHEET C501.

SEE BUILDING ADDITION PLAN
SHEET C501.

SD CB-01
N 10407.66
E 9610.95

RIM=195.97
IE 8" OUT=194.21 (NW)

54 LF - 8"SD (DUCTILE IRON)
S=1.00%

SD OF-10
N 10430.08
E 9561.49
IE 8" IN=193.67 (SE)

3 3

SCALE
20

1 INCH = 20 FEET

20 400
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STRUCTURE LABEL

XX XX-XX
X+XX.X RT X.X'
RIM=
IE IN = XX.X
IE OUT = XX.X

STRUCTURE TYPE CALLOUT
UTILITY TYPE (SD=STORM DRAINAGE)

ID NUMBER (WHERE APPLICABLE)

STRUCTURE INFO (WHERE APPLICABLE)

LOCATION (WHERE APPLICABLE)

PIPE LABEL

XXLF - XX" XX

UTILITY SIZE
UTILITY LENGTH

UTILITY TYPE

S=X.XX%

SLOPE (WHERE APPLICABLE)

UTILITY LABEL LEGEND

STRUCTURE TYPE
SYMBOL CALLOUT DESCRIPTION DETAIL REF.

CB CATCH BASIN 5/C903

CO CLEANOUT TO GRADE 1/C903

STUB STUB SEE PLUMBING PLANS

MH MANHOLE 2/C903

OF OUTFALL 3/C902

OI OVERFLOW INLET 6/C903

UTILITY TYPE
SYMBOL CALLOUT DESCRIPTION

SD STORM DRAIN

TD TRENCH DRAIN

SD PERF PERFORATED PIPE

PERIMETER DRAIN/DETENTION PIPE.
PIPE TO BE INSTALLED WITH DRAIN ROCK
AND GEOTEXTILE FABRIC WITH TURF
DRAINAGE SYSTEM CONNECTIONS. SEE
DETAIL 1, THIS SHEET.

RAIN GARDEN-S1
FACILITY AREA= 1,750 SF

BOTTOM FG = 190.20
TOP OF WATER ELEV = 191.20

FREEBOARD ELEV=191.53
82 LF - 12"SD

S=0.30%

86 LF - 12"SD
S=0.30%

82
 L

F 
- 1

2"
SD

S=
0.

30
%

79
 LF

 - 1
2"

SD
S=

0.3
0%

SD CO-03
N 10903.98
E 9514.02
IE 12" OUT=192.05 (W)SD CO-02

N 10892.97
E 9432.78
IE 12" IN=191.81 (E)
IE 12" OUT=191.81 (SW)

SD CO-05
N 10701.03
E 9303.08
IE 12" OUT=190.86 (N)

SD CO-04
N 10781.78
E 9317.22
IE 12" IN=190.61 (S)
IE 12" OUT=190.61 (NE)

SD MH-10
N 10848.00
E 9359.39
IE 12" IN=191.55 (NE)
IE 12" IN=190.38 (SW)
IE 6" OUT=190.38 (NW)

SD OF-11
N 10860.35
E 9346.99

IE 6" IN=190.20 (SE)

18 LF - 6"SD
S=1.00%

CONNECT TO EXISTING STORM PIPE
SD OI-S1

RIM=191.20
FIELD VERIFY POINT

OF CONNECTION

SEE LANDSCAPE PLANS FOR GRADING
AND FIELD UNDER DRAINAGE.

1. PIPE BEDDING AND BACKFILL FOR ALL UTILITIES SHALL BE DONE PER
DETAIL 4/C903.

2. RIM ELEVATIONS SHOWN FOR REFERENCE. COORDINATE RIM
ELEVATIONS WITH GRADING PLAN PRIOR TO CONSTRUCTION.

3. COORDINATES, STATIONING, AND OFFSETS SHOWN ON STRUCTURES
ARE SHOWN AT CENTER OF STRUCTURE.

4. WHEN PIPE COVER BECOMES LESS THAN 2-FT, PIPE MATERIAL SHALL
BE DUCTILE IRON PIPE.

SHEET NOTES

SCALE
20

1 INCH = 20 FEET

20 400

DRAINAGE PLAN -
SOFTBALL FIELD

OUTSIDE
DIAMETER

6"
MIN

6"
MIN

1
SYNTHETIC TURF
PERIMETER DRAIN DETAIL

FLAT PANEL PIPE.
SEE LANDSCAPE

PLANS

M
IN

 1
2"

DRAINAGE FILL

TURF SECTION, SEE
LANDSCAPE DETAILS

6" MIN. BEDDING
BELOW OUTSIDE

OF PIPE BELL

WRAP DRAINAGE
FABRIC AROUND
ALL SIDES, 12" MIN.
OVERLAP

DRAIN ROCK UNDER FIELD,
SEE LANDSCAPING PLANS
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TEMPORARY SOLID AND HAZARDOUS WASTE
STORAGE

JOB TRAILER

LEGEND

CATCH BASIN PROTECTION

SEDIMENT FENCE

FLOW ARROW - DIRECTION OF EXISTING FLOW

FLOW ARROW - DIRECTION OF PROPOSED FLOW

CONSTRUCTION ENTRANCE

STRAW WATTLES

EXISTING WETLANDS

COMPOST SOCK

OO

TREE PROTECTION

TEMPORARY STOCKPILE

DEMOLITION/WORK LIMITS (SHOWN OFFSET
FOR CLARITY)

PROPERTY LINE

EXISTING 50 FT WETLAND BUFFER ZONE

EXISTING 25 FT WETLAND IMPACT ZONE

5
C1050

1
C1050

2
C1050

1
C1051

4
C1050

2
C1051

XX ORANGE CONSTRUCTION FENCE

6
C1050

TEMPORARY PARKING AND ACCESS ROAD

PORTABLE TOILETT

WILSONVILLE HIGH SCHOOL

WILSONVILLE HIGH SCHOOL

AUDITORIUM ADDITION

AUDITORIUM ADDITION

3

3

1

3

3

13

195

19
1

192

193

19
4

192

193

193

O

O

O
O

O

O O
O

O
O

O

O

O

5

DRIP LINE OF
OAK TREE

50 FT WETLAND
BUFFER ZONE

25 FT WETLAND
IMPACT AREA

BUFFER ZONE

6

2
2

2

2

4

12

4

4

7

4

7

X
X

X
X

X
X

X
X

X
X

X

X

12

12

4

14

14

O
O

O

O

3

2

2

1. ALL BASE ESC MEASURES (INLET PROTECTION, PERIMETER
SEDIMENT CONTROL, GRAVEL CONSTRUCTION ENTRANCES, ETC.)
MUST BE IN PLACE, FUNCTIONAL, AND APPROVED IN AN INITIAL
INSPECTION, PRIOR TO COMMENCEMENT OF CONSTRUCTION
ACTIVITIES.

2. SEDIMENT BARRIERS APPROVED FOR USE INCLUDE SEDIMENT
FENCE, BERMS CONSTRUCTED OUT OF MULCH, CHIPPINGS, OR
OTHER SUITABLE MATERIAL. STRAW WATTLES, OR OTHER APPROVED
MATERIALS.

3. SENSITIVE RESOURCES INCLUDING, BUT NOT LIMITED TO, TREES,
WETLANDS, AND RIPARIAN PROTECTION AREAS SHALL BE CLEARLY
DELINEATED WITH ORANGE CONSTRUCTION FENCING OR CHAIN LINK
FENCING IN A MANNER THAT IS CLEARLY VISIBLE TO ANYONE IN THE
AREA, NO ACTIVITIES ARE PERMITTED TO OCCUR BEYOND THE
CONSTRUCTION BARRIER.

4. CONSTRUCTION ENTRANCES SHALL BE INSTALLED AT THE BEGINNING
OF CONSTRUCTION AND MAINTAINED FOR THE DURATION OF THE
PROJECT. ADDITIONAL MEASURES INCLUDING, BUT NOT LIMITED TO,
STREET SWEEPING, AND VACUUMING, MAY BE REQUIRED TO INSURE
THAT ALL PAVED AREAS ARE KEPT CLEAN FOR THE DURATION OF THE
PROJECT.

5. RUN-ON AND RUN-OFF CONTROLS SHALL BE IN PLACE AND
FUNCTIONING PRIOR TO BEGINNING SUBSTANTIAL CONSTRUCTION
ACTIVITIES. RUN-ON AND RUN-OFF CONTROL MEASURES INCLUDE:
SLOPE DRAINS (WITH OUTLET PROTECTION), CHECK DAM, SURFACE
ROUGHENING, AND BANK STABILIZATION.

SHEET NOTES

KEY NOTES
1 CONSTRUCTION ENTRANCE
2 INSTALL PLANT MATERIAL IN STORMWATER FACILITY TO STABILIZE

GROWING MEDIAN AND SOIL. PROVIDE TEMPORARY MATTING ON SIDE
SLOPES OR COMPOST WATTLES AT BOTTOM OF SLOPE TILL SIDE SLOPE
PLANTINGS ARE ESTABLISHED.

3 INSTALL CATCH BASIN PROTECTION AND REMOVE ONCE SITE IS
STABILIZED

4 SEDIMENT FENCE
5 TREE PROTECTION
6 INSTALL COMPOST SOCK AT EXISTING OUTLETS TO WETLAND  TILL SITE IS

STABILIZED
7 EXISTING DETENTION SYSTEM TO REMAIN.
8 AREA FOR JOB TRAILERS, EQUIPMENT AND MATERIAL STAGING, AND

PORTABLE RESTROOMS. PROVIDE 1 1/2" - 0 BASE COURSE BELOW
TEMPORARY STRUCTURES AND FOR JOB TRAILER PARKING.

9  AREA FOR SOLID AND HAZARDOUS MATERIAL WASTE, REFUELING AND
EQUIPMENT STORAGE AND MAINTENANCE. PROVIDE PERIMETER FENCE
PER DETAIL DRAWING 4-23 (1/C1050).

10 TEMPORARY STOCKPILE. COVER WITH PLASTIC SHEETING PER DETAIL
DRAWING 4-3 (3/C1050).

11 INSTALL COMPOST WATTLES AT OUTLET TO WATER QUALITY FACILITIES
TILL SITE IS STABILIZED.

12 INSTALL ORANGE CONSTRUCTION FENCE AT WETLAND BUFFER.
13 EXISTING OAK TREE TO REMAIN. INSTALL TREE PROTECTION. COORDINATE

LOCATION OF TREE PROTECTION FENCING WITH OWNER PRIOR
CONSTRUCTION.

14 INSTALL FILTER FABRIC IN TRENCH DRAIN AND ANCHOR TO RIM TILL FINAL
STABILIZATION OF SITE, PER DETAIL DRAWING 4-20 (6/C1050).

15 TEMPORARY PARKING FOR CONTRACTORS. BASE ROCK SECTION SIMILAR
TO ROAD PAVEMENT SECTION OF 1 1/2 " - 0" COMPACTED ROCK.

16 PROTECT EXISTIING TREES UNLESS ADD ALTERNATE #1 IS CHOSEN FOR
ADDITIONAL PARKING IN THIS LOCATION.

17 POTENTIAL LOCATION FOR PORTABLE TOILET. FIELD VERIFY LOCATION
AND ENSURE TOILET IS NOT LOCATED ON TOP OF EXISTING STORM DRAIN
STRUCTURES SUCH AS CATCH BASINS OR AREA DRAINS TO REMAIN AND
BE PROTECTED.

TOTAL CUT = 3,200 CY
TOTAL FILL = 1,600 CY

POST DEVELOPMENT RUN-OFF IS TREATED VIA WATER QUALITY
PLANTERS AND THEN CONVEYED TO THE WETLAND WEST OF THE
SITE PRIOR TO DISCHARGING TO THE WILLAMETTE RIVER.

SCALE
20

1 INCH = 20 FEET

20 400

GRADING ESC PLAN

MATCHLINE SEE SHEET C1031
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nalini
Architect
- PER CITY OF WILSONVILLE STD DETAIL RD-1230 



1. ALL BASE ESC MEASURES (INLET PROTECTION, PERIMETER
SEDIMENT CONTROL, GRAVEL CONSTRUCTION ENTRANCES, ETC.)
MUST BE IN PLACE, FUNCTIONAL, AND APPROVED IN AN INITIAL
INSPECTION, PRIOR TO COMMENCEMENT OF CONSTRUCTION
ACTIVITIES.

2. SEDIMENT BARRIERS APPROVED FOR USE INCLUDE SEDIMENT
FENCE, BERMS CONSTRUCTED OUT OF MULCH, CHIPPINGS, OR
OTHER SUITABLE MATERIAL. STRAW WATTLES, OR OTHER APPROVED
MATERIALS.

3. SENSITIVE RESOURCES INCLUDING, BUT NOT LIMITED TO, TREES,
WETLANDS, AND RIPARIAN PROTECTION AREAS SHALL BE CLEARLY
DELINEATED WITH ORANGE CONSTRUCTION FENCING OR CHAIN LINK
FENCING IN A MANNER THAT IS CLEARLY VISIBLE TO ANYONE IN THE
AREA, NO ACTIVITIES ARE PERMITTED TO OCCUR BEYOND THE
CONSTRUCTION BARRIER.

4. CONSTRUCTION ENTRANCES SHALL BE INSTALLED AT THE BEGINNING
OF CONSTRUCTION AND MAINTAINED FOR THE DURATION OF THE
PROJECT. ADDITIONAL MEASURES INCLUDING, BUT NOT LIMITED TO,
STREET SWEEPING, AND VACUUMING, MAY BE REQUIRED TO INSURE
THAT ALL PAVED AREAS ARE KEPT CLEAN FOR THE DURATION OF THE
PROJECT.

5. RUN-ON AND RUN-OFF CONTROLS SHALL BE IN PLACE AND
FUNCTIONING PRIOR TO BEGINNING SUBSTANTIAL CONSTRUCTION
ACTIVITIES. RUN-ON AND RUN-OFF CONTROL MEASURES INCLUDE:
SLOPE DRAINS (WITH OUTLET PROTECTION), CHECK DAM, SURFACE
ROUGHENING, AND BANK STABILIZATION.

SHEET NOTES

KEY NOTES
1 CONSTRUCTION ENTRANCE
2 INSTALL PLANT MATERIAL IN STORMWATER FACILITY TO STABILIZE

GROWING MEDIAN AND SOIL. PROVIDE TEMPORARY MATTING ON SIDE
SLOPES OR COMPOST WATTLES AT BOTTOM OF SLOPE TILL SIDE SLOPE
PLANTINGS ARE ESTABLISHED.

3 INSTALL CATCH BASIN PROTECTION AND REMOVE ONCE SITE IS
STABILIZED

4 SEDIMENT FENCE
5 TREE PROTECTION
6 INSTALL COMPOST SOCK AT EXISTING OUTLETS TO WETLAND  TILL SITE IS

STABILIZED
7 EXISTING DETENTION SYSTEM TO REMAIN.
8 AREA FOR JOB TRAILERS, EQUIPMENT AND MATERIAL STAGING, AND

PORTABLE RESTROOMS. PROVIDE 1 1/2" - 0 BASE COURSE BELOW
TEMPORARY STRUCTURES AND FOR JOB TRAILER PARKING.

9  AREA FOR SOLID AND HAZARDOUS MATERIAL WASTE, REFUELING AND
EQUIPMENT STORAGE AND MAINTENANCE. PROVIDE PERIMETER FENCE
PER DETAIL DRAWING 4-23 (1/C1050).

10 TEMPORARY STOCKPILE. COVER WITH PLASTIC SHEETING PER DETAIL
DRAWING 4-3 (3/C1050).

11 INSTALL COMPOST WATTLES AT OUTLET TO WATER QUALITY FACILITIES
TILL SITE IS STABILIZED.

12 INSTALL ORANGE CONSTRUCTION FENCE AT WETLAND BUFFER.
13 EXISTING OAK TREE TO REMAIN. INSTALL TREE PROTECTION. COORDINATE

LOCATION OF TREE PROTECTION FENCING WITH OWNER PRIOR
CONSTRUCTION.

14 INSTALL FILTER FABRIC IN TRENCH DRAIN AND ANCHOR TO RIM TILL FINAL
STABILIZATION OF SITE, PER DETAIL DRAWING 4-20 (6/C1050).

15 TEMPORARY PARKING FOR CONTRACTORS. BASE ROCK SECTION SIMILAR
TO ROAD PAVEMENT SECTION OF 1 1/2 " - 0" COMPACTED ROCK.

16 PROTECT EXISTIING TREES UNLESS ADD ALTERNATE #1 IS CHOSEN FOR
ADDITIONAL PARKING IN THIS LOCATION.

17 POTENTIAL LOCATION FOR PORTABLE TOILET. FIELD VERIFY LOCATION
AND ENSURE TOILET IS NOT LOCATED ON TOP OF EXISTING STORM DRAIN
STRUCTURES SUCH AS CATCH BASINS OR AREA DRAINS TO REMAIN AND
BE PROTECTED.

PRACTICE FACILITY RESTROOMS/CONCESSIONS
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1. ALL BASE ESC MEASURES (INLET PROTECTION, PERIMETER
SEDIMENT CONTROL, GRAVEL CONSTRUCTION ENTRANCES, ETC.)
MUST BE IN PLACE, FUNCTIONAL, AND APPROVED IN AN INITIAL
INSPECTION, PRIOR TO COMMENCEMENT OF CONSTRUCTION
ACTIVITIES.

2. SEDIMENT BARRIERS APPROVED FOR USE INCLUDE SEDIMENT
FENCE, BERMS CONSTRUCTED OUT OF MULCH, CHIPPINGS, OR
OTHER SUITABLE MATERIAL. STRAW WATTLES, OR OTHER APPROVED
MATERIALS.

3. SENSITIVE RESOURCES INCLUDING, BUT NOT LIMITED TO, TREES,
WETLANDS, AND RIPARIAN PROTECTION AREAS SHALL BE CLEARLY
DELINEATED WITH ORANGE CONSTRUCTION FENCING OR CHAIN LINK
FENCING IN A MANNER THAT IS CLEARLY VISIBLE TO ANYONE IN THE
AREA, NO ACTIVITIES ARE PERMITTED TO OCCUR BEYOND THE
CONSTRUCTION BARRIER.

4. CONSTRUCTION ENTRANCES SHALL BE INSTALLED AT THE BEGINNING
OF CONSTRUCTION AND MAINTAINED FOR THE DURATION OF THE
PROJECT. ADDITIONAL MEASURES INCLUDING, BUT NOT LIMITED TO,
STREET SWEEPING, AND VACUUMING, MAY BE REQUIRED TO INSURE
THAT ALL PAVED AREAS ARE KEPT CLEAN FOR THE DURATION OF THE
PROJECT.

5. RUN-ON AND RUN-OFF CONTROLS SHALL BE IN PLACE AND
FUNCTIONING PRIOR TO BEGINNING SUBSTANTIAL CONSTRUCTION
ACTIVITIES. RUN-ON AND RUN-OFF CONTROL MEASURES INCLUDE:
SLOPE DRAINS (WITH OUTLET PROTECTION), CHECK DAM, SURFACE
ROUGHENING, AND BANK STABILIZATION.

SHEET NOTES

TEMPORARY SOLID AND HAZARDOUS WASTE
STORAGE

JOB TRAILER

LEGEND

KEY NOTES
1 CONSTRUCTION ENTRANCE
2 INSTALL PLANT MATERIAL IN STORMWATER FACILITY TO STABILIZE

GROWING MEDIAN AND SOIL. PROVIDE TEMPORARY MATTING ON SIDE
SLOPES OR COMPOST WATTLES AT BOTTOM OF SLOPE TILL SIDE SLOPE
PLANTINGS ARE ESTABLISHED.

3 INSTALL CATCH BASIN PROTECTION AND REMOVE ONCE SITE IS
STABILIZED

4 SEDIMENT FENCE
5 TREE PROTECTION
6 INSTALL COMPOST SOCK AT EXISTING OUTLETS TO WETLAND  TILL SITE IS

STABILIZED
7 EXISTING DETENTION SYSTEM TO REMAIN.
8 AREA FOR JOB TRAILERS, EQUIPMENT AND MATERIAL STAGING, AND

PORTABLE RESTROOMS. PROVIDE 1 1/2" - 0 BASE COURSE BELOW
TEMPORARY STRUCTURES AND FOR JOB TRAILER PARKING.

9  AREA FOR SOLID AND HAZARDOUS MATERIAL WASTE, REFUELING AND
EQUIPMENT STORAGE AND MAINTENANCE. PROVIDE PERIMETER FENCE
PER DETAIL DRAWING 4-23 (1/C1050).

10 TEMPORARY STOCKPILE. COVER WITH PLASTIC SHEETING PER DETAIL
DRAWING 4-3 (3/C1050).

11 INSTALL COMPOST WATTLES AT OUTLET TO WATER QUALITY FACILITIES
TILL SITE IS STABILIZED.

12 INSTALL ORANGE CONSTRUCTION FENCE AT WETLAND BUFFER.
13 EXISTING OAK TREE TO REMAIN. INSTALL TREE PROTECTION. COORDINATE

LOCATION OF TREE PROTECTION FENCING WITH OWNER PRIOR
CONSTRUCTION.

14 INSTALL FILTER FABRIC IN TRENCH DRAIN AND ANCHOR TO RIM TILL FINAL
STABILIZATION OF SITE, PER DETAIL DRAWING 4-20 (6/C1050).

15 TEMPORARY PARKING FOR CONTRACTORS. BASE ROCK SECTION SIMILAR
TO ROAD PAVEMENT SECTION OF 1 1/2 " - 0" COMPACTED ROCK.

16 PROTECT EXISTIING TREES UNLESS ADD ALTERNATE #1 IS CHOSEN FOR
ADDITIONAL PARKING IN THIS LOCATION.

17 POTENTIAL LOCATION FOR PORTABLE TOILET. FIELD VERIFY LOCATION
AND ENSURE TOILET IS NOT LOCATED ON TOP OF EXISTING STORM DRAIN
STRUCTURES SUCH AS CATCH BASINS OR AREA DRAINS TO REMAIN AND
BE PROTECTED.

CATCH BASIN PROTECTION

SEDIMENT FENCE

FLOW ARROW - DIRECTION OF EXISTING FLOW

FLOW ARROW - DIRECTION OF PROPOSED FLOW

CONSTRUCTION ENTRANCE
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1. ALL DIMENSIONS ARE TO FACE OF CURB OR FACE OF WALL.

2. ALL SIDEWALK PAVEMENT JOINTS SHALL BE CONSTRUCTED PER

DETAIL XX/CXXX.

3. PROPOSED FRONTAGE IMPROVEMENTS IN RIGHT-OF-WAY SHOWN

FOR REFERENCE ONLY. TO BE PERMITTED UNDER SEPARATE

PUBLIC WORKS PERMIT.

#
DESCRIPTION

DETAIL

REF.

1 MATCH EXISTING PAVEMENT

2 BUSES ONLY SIGN

XX/XX.XX

3 STOP SIGN AND STOP BAR

4 RIGHT TURN ONLY

5 ONE WAY

6 FOR PARKING LOT CENTERLINE - SEE SHEET C710

7

LEFT TURN ONLY EXCEPT FOR EMERGENCY VEHICLE

SIGN

8 DO NOT ENTER SIGN

9 CONCRETE CURB

8/C900

10 RAISED CONCRETE PEDESTRIAN CROSSING

1/C902

11 WHEEL STOP

6/C900

12 4" WHITE STRIPE

13 PAVEMENT STRIPING

8/C901

X KEY NOTES

SHEET NOTES

X
C5.X

PEDESTRIAN PAVEMENT (4" CONCRETE / 4"

BASE COURSE)

VEHICLE CONCRETE PAVEMENT (6"

CONCRETE / 6" BASE COURSE) - SEE

LANDSCAPE PLANS FOR PLAZA LAYOUT

CONCRETE CURB

HEAVY ASPHALT PAVEMENT SECTION (2" OF

1/2" DENSE LEVEL 3 HMAC, 5" OF 1/2" DENSE

GRADED, LEVEL 2 HMAC OVER 12" OF BASE

COURSE)

X
C5.X

X
C5.X

PROPERTY LINE

SHEET LEGEND

WATER QUALITY FACILITY - SEE DRAINAGE

PLANS

LIGHT ASPHALT PAVEMENT SECTION (4" OF

1/2" DENSE GRADED. LEVEL 2 HMAC OVER

10" OF BASE COURSE)

X
C5.X
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CONTOUR MAJOR (FG)

CONTOUR MINOR (FG)

EX. CONTOUR MAJOR

EX. CONTOUR MINOR

GRADING SLOPE AND DIRECTION (DOWNHILL)

DRAINAGE FLOW DIRECTION

X.X%

SPOT ELEVATION
DESCRIPTION LISTED BELOW.
NO DESCRIPTION MEANS TP OR TG

BOS BOTTOM OF SWALE
BOW BACK OF WALK
BS BOTTOM OF STEP
BW BOTTOM OF WALL
EG EXISTING GRADE
FF FINISHED FLOOR
FL FLOW LINE
G GUTTER
HP HIGH POINT
LP LOW POINT
RIM RIM OF STRUCTURE
TC TOP OF CURB
TG TOP OF GROUND
TP TOP OF PAVEMENT
TS TOP OF STEP
TW TOP WALL

XX.XX  XX

GRADE BREAK

1. SLOPES PROVIDED ON SLOPE ARROW ARE FOR REFERENCE ONLY.

2. LANDINGS ON ACCESSIBLE ROUTES SHALL NOT EXCEED 2% IN ANY
DIRECTION.

3. ALL ACCESSIBLE ROUTES SHALL COMPLY WITH CURRENT ADA
ACCESSIBILITY GUIDELINES FOR BUILDING AND FACILITIES (ADAAG).

CALLOUT    DESCRIPTION

>> CONVEYANCE SWALE

X KEY NOTES

SHEET NOTES

SHEET LEGEND

GRADING LABEL LEGEND

(XXX.X±) EXISTING GRADE
(MATCH WHERE APPLICABLE)

1. SEE LANDSCAPE PLANS FOR PLAZA GRADING

2. WATER QUALITY PLANTER - SEE LANDSCAPE PLANS AND DRAINAGE
PLANS FOR GRADING

3. DRIP LINE OF OAK TREE. EXCAVATION SHALL NOT EXTEND BEYOND
BOTTOM OF EXISTING PAVEMENT BASE COURSE.

4. TRENCH DRAIN - SEE DRAINAGE PLAN

SEE PARKING LOT GRADING
PLAN (SHEET C720) FOR
CONTINUATION

19
4

19
4

19
4

19
4

19
5

197

196

19
5

19
5

19
6

19
5

19
7198

SEE BLDG ADDITION
GRADING PLAN (SHEET C401)
FOR CONTINUATION

SEE PARKING LOT GRADING
PLAN (SHEET C720) FOR

CONTINUATION

19
4

195

195

195

0.
0%

1.6%

0.9% 1.6%

0.
0%

0.
2%

0.0
%

0.5%

194.32 TC
193.82 TP

194.68 TC
194.18 TP

194.32 TC
193.82 TP

194.67 TC
194.17 TP

194.32 TC
193.82 TP

194.68 TC
194.18 TP 194.85 TC

194.35 TP

195.27 TC
194.77 TP

195.36 TC
194.86 TP

195.22 TC
194.72 TP

194.93 TC
194.43 TP

195.10 TC
194.60 TP

195.22 TC
194.72 TP

195.22 TC
194.72 TP

194.90 TC
194.40 TP

195.22 TC
194.72 TP

195.21 TC
194.71 TP

195.20 TC
194.70 TP

195.20 TC
194.70 TP

195.29 TP 195.29 TP

195.20 TC
194.70 TP

194.71 TC
194.21 TP

194.96 TC
194.46 TP

194.32 TC
193.82 TP

194.32 TC
193.82 TP

194.32 TC
193.82 TP

194.32 TC
193.82 TP

194.32 TC
193.82 TP

194.96 TC
194.46 TP

194.53 TC
194.03 TP

194.73 TC
194.23 TP

194.68 TC
194.18 TP

194.60 TC
194.10 TP

194.90 TC
194.40 TP

194.68 TC
194.18 TP

195.47 TC
194.97 TP

194.94 TC
194.44 TP

1.9%

1.
0%

1.
6%

1.7%

195.33 TC
194.83 TP

195.03 TP195.03 TP

195.18 TP

0.
5%

1.7%

1.
7%

196.26 TC
195.76 TP

196.00 TC
195.50 TP

195.90 TC
195.40 TP

195.56 TC/TP

195.66 TC/TP

196.19 TC
195.69 TP

196.38 TC
195.88 TP

195.54 TC
195.04 TP

195.18 TC
194.68 TP
195.18 TC
194.68 TP 195.54 TC

195.04 TP

195.54 TC
195.04 TP

195.25 TC
194.75 TP

196.87 TP 197.44 TP

196.95 TP

197.05 TP

195.64 TP

196.34 TP

196.26 TP

196.16 TP

196.25 TP

196.36 TP

(198.42 TP)

(198.43 TP)

0.4%

1.3%1.3% 14.0%

1.2%

1.3%

1.3%

1.3%

1.7%

0.8%

1.8%
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STRUCTURE LABEL

XX XX-XX
X+XX.X RT X.X'
RIM=
IE IN = XX.X
IE OUT = XX.X

STRUCTURE TYPE CALLOUT
UTILITY TYPE (SD=STORM DRAINAGE)

ID NUMBER (WHERE APPLICABLE)

STRUCTURE INFO (WHERE APPLICABLE)

LOCATION (WHERE APPLICABLE)

PIPE LABEL

XXLF - XX" XX

UTILITY SIZE
UTILITY LENGTH

UTILITY TYPE

S=X.XX%

SLOPE (WHERE APPLICABLE)

UTILITY LABEL LEGEND

STRUCTURE TYPE
SYMBOL CALLOUT DESCRIPTION DETAIL REF.

CB CATCH BASIN 5/C903

CO CLEANOUT TO GRADE 1/C903

STUB STUB SEE PLUMBING PLANS

MH MANHOLE 2/C903

OF OUTFALL 3/C902

OI OVERFLOW INLET 6/C903

UTILITY TYPE
SYMBOL CALLOUT DESCRIPTION

SD STORM DRAIN

TD TRENCH DRAIN

SD PERF PERFORATED PIPE

W

W

W

W

W

W

W

W W W W
W

W W

22 LF - 6"SD-ALT
S=2.00%

4 LF - 6"SD-ALT
S=2.00%

29 LF - 6"SD-ALT
S=2.00%

63 LF - 6"SD-ALT
S=5.00%SD-ALT OI-01

N 10326.91
E 9525.89

RIM=197.01
IE 6" OUT=193.15 (N)

SD-ALT OF-02
IE 6" IN=194.00 (S)

SD-ALT OF-03
IE 6" IN=194.00 (SE)

SD-ALT OF-01
IE 6" IN=194.00 (W)

SD-ALT STUB-02
IE 6" OUT=194.08 (N)

SD-ALT STUB-03
IE 6" OUT=194.59 (NW)SD-ALT STUB-01

IE 6" OUT=194.45 (E)

CONNECT TO  EXST
STORM LINE

2

3

14

1. PIPE BEDDING AND BACKFILL FOR ALL UTILITIES SHALL BE DONE PER
DETAIL 4/C903.

2. RIM ELEVATIONS SHOWN FOR REFERENCE. COORDINATE RIM
ELEVATIONS WITH GRADING PLAN PRIOR TO CONSTRUCTION.

3. COORDINATES, STATIONING, AND OFFSETS SHOWN ON STRUCTURES
ARE SHOWN AT CENTER OF STRUCTURE.

4. WHEN PIPE COVER BECOMES LESS THAN 2-FT, PIPE MATERIAL SHALL
BE DUCTILE IRON PIPE.

SHEET NOTES

X KEY NOTES
1 EXISTING STORMWATER FACILITY CONSTRUCTED WITH BASE BID TO

REMAIN.
2 EXISTING STORM DRAIN LINE TO REMAIN. FIELD VERIFY CONDTION

EXISTING PIPE.
3 ADD ALTERNATE WATER QUALITY FACILITY TO DETAN AND TREAT

EXISTING HIGH SCHOOL RUN-OFF PRIOR TO DISCHARGE.
4 REMOVE EXISTING UNDERGROUND DETENTION SYSTEM IN FUTURE

PHASE WHEN PARKING LOT IS CONSTRUCTED. REROUTE DRAINAGE
TO WATER QUALITY/DETENTION FACILITIES AS SHOWN ON SHEETS
C1130 AND C1131.

1. PIPE BEDDING AND BACKFILL FOR ALL UTILITIES SHALL BE DONE PER
DETAIL 4/C903.

2. RIM ELEVATIONS SHOWN FOR REFERENCE. COORDINATE RIM
ELEVATIONS WITH GRADING PLAN PRIOR TO CONSTRUCTION.

3. COORDINATES, STATIONING, AND OFFSETS SHOWN ON STRUCTURES
ARE SHOWN AT CENTER OF STRUCTURE.

4. WHEN PIPE COVER BECOMES LESS THAN 2-FT, PIPE MATERIAL SHALL
BE DUCTILE IRON PIPE.
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44 LF - 6"SD-ALT
S=2.29%

72 LF - 12"SD-ALT
S=0.44%

56 LF - 6"SD-ALT
S=1.00%

99 LF - 6"SD-ALT
S=1.00%

54 LF - 12"SD-ALT
S=1.01%

29 LF - 6"SD-ALT
S=0.93%

SD-ALT CB-01
N 10486.02
E 9805.39

RIM=202.03
IE 6" OUT=199.50 (S)

SD-ALT CB-02
N 10440.04
E 9908.63
RIM=201.99
IE 6" OUT=199.50 (W)

SD-ALT OF-08
IE 6" IN=198.94 (N) SD-ALT OF-09

IE 6" IN=198.51 (E)

SD-ALT OI-03
N 10425.92
E 9794.43

RIM=197.36
IE 6" OUT=195.21 (W)

SD-ALT OF-04
IE 6" IN=192.23 (S)

SD-ALT OF-05
IE 12" IN=191.85 (E)

SD-ALT OI-02
N 10344.44
E 9657.79

RIM=194.47
IE 12" OUT=191.82 (N)

SD-ALT STUB-04
IE 6" OUT=192.50 (N)

CONNECT TO EXISTING 12" STORM PIPE
SD-ALT MH-01
IE 12" OUT=192.17 (W) SD - 12" PVC
FIELD VERIFY POINT
OF CONNECTION

3

CONNECT TO  EXST
STORM LINE

CONNECT TO  EXST
STORM MANHOLE

3

STRUCTURE LABEL

XX XX-XX
X+XX.X RT X.X'
RIM=
IE IN = XX.X
IE OUT = XX.X

STRUCTURE TYPE CALLOUT
UTILITY TYPE (SD=STORM DRAINAGE)

ID NUMBER (WHERE APPLICABLE)

STRUCTURE INFO (WHERE APPLICABLE)

LOCATION (WHERE APPLICABLE)

PIPE LABEL

XXLF - XX" XX

UTILITY SIZE
UTILITY LENGTH

UTILITY TYPE

S=X.XX%

SLOPE (WHERE APPLICABLE)

UTILITY LABEL LEGEND

STRUCTURE TYPE
SYMBOL CALLOUT DESCRIPTION DETAIL REF.

CB CATCH BASIN 5/C903

CO CLEANOUT TO GRADE 1/C903

STUB STUB SEE PLUMBING PLANS

MH MANHOLE 2/C903

OF OUTFALL 3/C902

OI OVERFLOW INLET 6/C903

UTILITY TYPE
SYMBOL CALLOUT DESCRIPTION

SD STORM DRAIN

TD TRENCH DRAIN

SD PERF PERFORATED PIPE

1. PIPE BEDDING AND BACKFILL FOR ALL UTILITIES SHALL BE DONE PER
DETAIL 4/C903.

2. RIM ELEVATIONS SHOWN FOR REFERENCE. COORDINATE RIM
ELEVATIONS WITH GRADING PLAN PRIOR TO CONSTRUCTION.

3. COORDINATES, STATIONING, AND OFFSETS SHOWN ON STRUCTURES
ARE SHOWN AT CENTER OF STRUCTURE.

4. WHEN PIPE COVER BECOMES LESS THAN 2-FT, PIPE MATERIAL SHALL
BE DUCTILE IRON PIPE.

SHEET NOTES

X KEY NOTES
1 EXISTING STORMWATER FACILITY CONSTRUCTED WITH BASE BID TO

REMAIN.
2 EXISTING STORM DRAIN LINE TO REMAIN. FIELD VERIFY CONDTION

EXISTING PIPE.
3 ADD ALTERNATE WATER QUALITY FACILITY TO DETAN AND TREAT

EXISTING HIGH SCHOOL RUN-OFF PRIOR TO DISCHARGE.
4 REMOVE EXISTING UNDERGROUND DETENTION SYSTEM IN FUTURE

PHASE WHEN PARKING LOT IS CONSTRUCTED. REROUTE DRAINAGE
TO WATER QUALITY/DETENTION FACILITIES AS SHOWN ON SHEETS
C1130 AND C1131.

1. PIPE BEDDING AND BACKFILL FOR ALL UTILITIES SHALL BE DONE PER
DETAIL 4/C903.

2. RIM ELEVATIONS SHOWN FOR REFERENCE. COORDINATE RIM
ELEVATIONS WITH GRADING PLAN PRIOR TO CONSTRUCTION.

3. COORDINATES, STATIONING, AND OFFSETS SHOWN ON STRUCTURES
ARE SHOWN AT CENTER OF STRUCTURE.

4. WHEN PIPE COVER BECOMES LESS THAN 2-FT, PIPE MATERIAL SHALL
BE DUCTILE IRON PIPE.

SHEET NOTES

C1131
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TREES CODE BOTANICAL NAME COMMON NAME SIZE SPACING NOTES  QTY WATER USE  CODE BOTANICAL NAME COMMON NAME SIZE SPACING NOTES  QTY WATER USE  BOTANICAL NAME COMMON NAME SIZE SPACING NOTES  QTY WATER USE  COMMON NAME SIZE SPACING NOTES  QTY WATER USE  SIZE SPACING NOTES  QTY WATER USE  SPACING NOTES  QTY WATER USE  NOTES  QTY WATER USE  QTY WATER USE  WATER USE  ACE GRI ACER GRISEUM PAPERBARK MAPLE 2" CAL. AS SHOWN   2 MEDIUM ACER GRISEUM PAPERBARK MAPLE 2" CAL. AS SHOWN   2 MEDIUM PAPERBARK MAPLE 2" CAL. AS SHOWN   2 MEDIUM 2" CAL. AS SHOWN   2 MEDIUM AS SHOWN   2 MEDIUM 2 MEDIUM MEDIUM GLE SKY GLEDITSIA TRIACANTHOS `SKYLINE` SKYLINE HONEY LOCUST 2" CAL. AS SHOWN   23 LOW  GLEDITSIA TRIACANTHOS `SKYLINE` SKYLINE HONEY LOCUST 2" CAL. AS SHOWN   23 LOW  SKYLINE HONEY LOCUST 2" CAL. AS SHOWN   23 LOW  2" CAL. AS SHOWN   23 LOW  AS SHOWN   23 LOW  23 LOW  LOW  NYS ELD NYSSA SYLVATICA `JFS-RED` TM FIRESTARTER TUPELO 2" CAL. AS SHOWN   3 MEDIUM   NYSSA SYLVATICA `JFS-RED` TM FIRESTARTER TUPELO 2" CAL. AS SHOWN   3 MEDIUM   FIRESTARTER TUPELO 2" CAL. AS SHOWN   3 MEDIUM   2" CAL. AS SHOWN   3 MEDIUM   AS SHOWN   3 MEDIUM   3 MEDIUM   MEDIUM   QUE FOR QUERCUS FRAINETTO `FOREST GREEN` FOREST GREEN OAK 2" CAL. AS SHOWN   7 MEDIUM QUERCUS FRAINETTO `FOREST GREEN` FOREST GREEN OAK 2" CAL. AS SHOWN   7 MEDIUM FOREST GREEN OAK 2" CAL. AS SHOWN   7 MEDIUM 2" CAL. AS SHOWN   7 MEDIUM AS SHOWN   7 MEDIUM 7 MEDIUM MEDIUM STE PSE STEWARTIA PSEUDOCAMELLIA JAPANESE STEWARTIA 2" CAL. AS SHOWN MULTI-STEM, TREE FORM  1 MEDIUM STEWARTIA PSEUDOCAMELLIA JAPANESE STEWARTIA 2" CAL. AS SHOWN MULTI-STEM, TREE FORM  1 MEDIUM JAPANESE STEWARTIA 2" CAL. AS SHOWN MULTI-STEM, TREE FORM  1 MEDIUM 2" CAL. AS SHOWN MULTI-STEM, TREE FORM  1 MEDIUM AS SHOWN MULTI-STEM, TREE FORM  1 MEDIUM MULTI-STEM, TREE FORM  1 MEDIUM 1 MEDIUM MEDIUM SHRUBS CODE BOTANICAL NAME COMMON NAME SIZE SPACING NOTES  QTY WATER USE CODE BOTANICAL NAME COMMON NAME SIZE SPACING NOTES  QTY WATER USE BOTANICAL NAME COMMON NAME SIZE SPACING NOTES  QTY WATER USE COMMON NAME SIZE SPACING NOTES  QTY WATER USE SIZE SPACING NOTES  QTY WATER USE SPACING NOTES  QTY WATER USE NOTES  QTY WATER USE QTY WATER USE WATER USE CIS COR CISTUS CORBARIENSIS WHITE ROCKROSE #2 18" O.C.   262 LOW CISTUS CORBARIENSIS WHITE ROCKROSE #2 18" O.C.   262 LOW WHITE ROCKROSE #2 18" O.C.   262 LOW #2 18" O.C.   262 LOW 18" O.C.   262 LOW 262 LOW LOW CIS XCY CISTUS X CYPRIUS ELLIPTICUS F. BICOLOR BICOLOR ROCK ROSE #2 48" O.C.   39 LOW CISTUS X CYPRIUS ELLIPTICUS F. BICOLOR BICOLOR ROCK ROSE #2 48" O.C.   39 LOW BICOLOR ROCK ROSE #2 48" O.C.   39 LOW #2 48" O.C.   39 LOW 48" O.C.   39 LOW 39 LOW LOW COR KE2 CORNUS SERICEA `KELSEYI` KELSEYI DWARF REDTWIG DOGWOOD #2 36" O.C.   339 MEDIUM  CORNUS SERICEA `KELSEYI` KELSEYI DWARF REDTWIG DOGWOOD #2 36" O.C.   339 MEDIUM  KELSEYI DWARF REDTWIG DOGWOOD #2 36" O.C.   339 MEDIUM  #2 36" O.C.   339 MEDIUM  36" O.C.   339 MEDIUM  339 MEDIUM  MEDIUM  DES CA4 DESCHAMPSIA CESPITOSA `NORTHERN LIGHTS` NORTHERN LIGHTS HAIR GRASS #1 18" O.C.   121 MEDIUM DESCHAMPSIA CESPITOSA `NORTHERN LIGHTS` NORTHERN LIGHTS HAIR GRASS #1 18" O.C.   121 MEDIUM NORTHERN LIGHTS HAIR GRASS #1 18" O.C.   121 MEDIUM #1 18" O.C.   121 MEDIUM 18" O.C.   121 MEDIUM 121 MEDIUM MEDIUM ILE CA2 ILEX CORNUTA `CARISSA` CARISSA HOLLY #1 36" O.C.   74 MEDIUM ILEX CORNUTA `CARISSA` CARISSA HOLLY #1 36" O.C.   74 MEDIUM CARISSA HOLLY #1 36" O.C.   74 MEDIUM #1 36" O.C.   74 MEDIUM 36" O.C.   74 MEDIUM 74 MEDIUM MEDIUM LON PIL LONICERA PILEATA PRIVET HONEYSUCKLE #1 30" O.C.   228 MEDIUM LONICERA PILEATA PRIVET HONEYSUCKLE #1 30" O.C.   228 MEDIUM PRIVET HONEYSUCKLE #1 30" O.C.   228 MEDIUM #1 30" O.C.   228 MEDIUM 30" O.C.   228 MEDIUM 228 MEDIUM MEDIUM MAH REP MAHONIA REPENS CREEPING MAHONIA #1 36" O.C.   89 LOW MAHONIA REPENS CREEPING MAHONIA #1 36" O.C.   89 LOW CREEPING MAHONIA #1 36" O.C.   89 LOW #1 36" O.C.   89 LOW 36" O.C.   89 LOW 89 LOW LOW NAN GUL NANDINA DOMESTICA `GULF STREAM` TM GULF STREAM HEAVENLY BAMBOO #1 30" O.C.   159 LOW NANDINA DOMESTICA `GULF STREAM` TM GULF STREAM HEAVENLY BAMBOO #1 30" O.C.   159 LOW GULF STREAM HEAVENLY BAMBOO #1 30" O.C.   159 LOW #1 30" O.C.   159 LOW 30" O.C.   159 LOW 159 LOW LOW SES AUT SESLERIA AUTUMNALIS AUTUMN MOOR GRASS #2 36" O.C.   133 LOW  SESLERIA AUTUMNALIS AUTUMN MOOR GRASS #2 36" O.C.   133 LOW  AUTUMN MOOR GRASS #2 36" O.C.   133 LOW  #2 36" O.C.   133 LOW  36" O.C.   133 LOW  133 LOW  LOW  SPI NIP SPIRAEA NIPPONICA `SNOWMOUND` SNOWMOUND SPIREA #1 30" O.C.   99 LOW SPIRAEA NIPPONICA `SNOWMOUND` SNOWMOUND SPIREA #1 30" O.C.   99 LOW SNOWMOUND SPIREA #1 30" O.C.   99 LOW #1 30" O.C.   99 LOW 30" O.C.   99 LOW 99 LOW LOW SPI BUM SPIRAEA X BUMALDA BUMALD SPIRAEA #2 36" O.C.   32 LOW SPIRAEA X BUMALDA BUMALD SPIRAEA #2 36" O.C.   32 LOW BUMALD SPIRAEA #2 36" O.C.   32 LOW #2 36" O.C.   32 LOW 36" O.C.   32 LOW 32 LOW LOW SHRUB AREAS CODE BOTANICAL NAME COMMON NAME SIZE   SPACING QTY WATER USE CODE BOTANICAL NAME COMMON NAME SIZE   SPACING QTY WATER USE BOTANICAL NAME COMMON NAME SIZE   SPACING QTY WATER USE COMMON NAME SIZE   SPACING QTY WATER USE SIZE   SPACING QTY WATER USE SPACING QTY WATER USE QTY WATER USE WATER USE RESTORATION NATIVE PLANT MIX      21,803 SF  21,803 SF  AME SER AMELANCHIER ALNIFOLIA SERVICEBERRY 3 GAL.   10% @ 60" o.c. 91 LOW AMELANCHIER ALNIFOLIA SERVICEBERRY 3 GAL.   10% @ 60" o.c. 91 LOW SERVICEBERRY 3 GAL.   10% @ 60" o.c. 91 LOW 3 GAL.   10% @ 60" o.c. 91 LOW 10% @ 60" o.c. 91 LOW 91 LOW LOW HOL DIS HOLODISCUS DISCOLOR OCEAN-SPRAY 3 GAL.   20% @ 60" o.c. 182 LOW HOLODISCUS DISCOLOR OCEAN-SPRAY 3 GAL.   20% @ 60" o.c. 182 LOW OCEAN-SPRAY 3 GAL.   20% @ 60" o.c. 182 LOW 3 GAL.   20% @ 60" o.c. 182 LOW 20% @ 60" o.c. 182 LOW 182 LOW LOW MAH AQU MAHONIA AQUIFOLIUM OREGON GRAPE 1 GAL.   25% @ 48" o.c. 355 LOW MAHONIA AQUIFOLIUM OREGON GRAPE 1 GAL.   25% @ 48" o.c. 355 LOW OREGON GRAPE 1 GAL.   25% @ 48" o.c. 355 LOW 1 GAL.   25% @ 48" o.c. 355 LOW 25% @ 48" o.c. 355 LOW 355 LOW LOW OEM CER OEMLERIA CERASIFORMIS INDIAN PLUM 1 GAL.   10% @ 36" o.c. 252 LOW OEMLERIA CERASIFORMIS INDIAN PLUM 1 GAL.   10% @ 36" o.c. 252 LOW INDIAN PLUM 1 GAL.   10% @ 36" o.c. 252 LOW 1 GAL.   10% @ 36" o.c. 252 LOW 10% @ 36" o.c. 252 LOW 252 LOW LOW RIB SAN RIBES SANGUINEUM RED FLOWERING CURRANT 3 GAL.   15% @ 72" o.c. 95 LOW RIBES SANGUINEUM RED FLOWERING CURRANT 3 GAL.   15% @ 72" o.c. 95 LOW RED FLOWERING CURRANT 3 GAL.   15% @ 72" o.c. 95 LOW 3 GAL.   15% @ 72" o.c. 95 LOW 15% @ 72" o.c. 95 LOW 95 LOW LOW SYM ALB SYMPHORICARPOS ALBUS COMMON WHITE SNOWBERRY 1 GAL.   20% @ 48" o.c. 284 LOW SYMPHORICARPOS ALBUS COMMON WHITE SNOWBERRY 1 GAL.   20% @ 48" o.c. 284 LOW COMMON WHITE SNOWBERRY 1 GAL.   20% @ 48" o.c. 284 LOW 1 GAL.   20% @ 48" o.c. 284 LOW 20% @ 48" o.c. 284 LOW 284 LOW LOW GROUND COVERS CODE BOTANICAL NAME COMMON NAME SIZE SPACING NOTES SPACING QTY WATER USE CODE BOTANICAL NAME COMMON NAME SIZE SPACING NOTES SPACING QTY WATER USE BOTANICAL NAME COMMON NAME SIZE SPACING NOTES SPACING QTY WATER USE COMMON NAME SIZE SPACING NOTES SPACING QTY WATER USE SIZE SPACING NOTES SPACING QTY WATER USE SPACING NOTES SPACING QTY WATER USE NOTES SPACING QTY WATER USE SPACING QTY WATER USE QTY WATER USE WATER USE STORMWATER MIX 1      1,382 SF  1,382 SF  DES CAL DESCHAMPSIA CALIFORNICA CALIFORNIA HAIR GRASS ---   33% @ 12" o.c. 479 MEDIUM DESCHAMPSIA CALIFORNICA CALIFORNIA HAIR GRASS ---   33% @ 12" o.c. 479 MEDIUM CALIFORNIA HAIR GRASS ---   33% @ 12" o.c. 479 MEDIUM ---   33% @ 12" o.c. 479 MEDIUM 33% @ 12" o.c. 479 MEDIUM 479 MEDIUM MEDIUM JUN PAT JUNCUS PATENS CALIFORNIA GRAY RUSH ---   33% @ 12" o.c. 479 LOW JUNCUS PATENS CALIFORNIA GRAY RUSH ---   33% @ 12" o.c. 479 LOW CALIFORNIA GRAY RUSH ---   33% @ 12" o.c. 479 LOW ---   33% @ 12" o.c. 479 LOW 33% @ 12" o.c. 479 LOW 479 LOW LOW SCR CAL SCROPHULARIA CALIFORNICA CALIFORNIA FIGWORT ---   33% @ 18" o.c. 213 MEDIUM SCROPHULARIA CALIFORNICA CALIFORNIA FIGWORT ---   33% @ 18" o.c. 213 MEDIUM CALIFORNIA FIGWORT ---   33% @ 18" o.c. 213 MEDIUM ---   33% @ 18" o.c. 213 MEDIUM 33% @ 18" o.c. 213 MEDIUM 213 MEDIUM MEDIUM STORMWATER MIX 2      5,204 SF  5,204 SF  IRI SIB IRIS SIBIRICA SIBERIAN IRIS PLUG/BULBS 12" O.C.  35% @ 12" o.c. 1,893 LOW IRIS SIBIRICA SIBERIAN IRIS PLUG/BULBS 12" O.C.  35% @ 12" o.c. 1,893 LOW SIBERIAN IRIS PLUG/BULBS 12" O.C.  35% @ 12" o.c. 1,893 LOW PLUG/BULBS 12" O.C.  35% @ 12" o.c. 1,893 LOW 12" O.C.  35% @ 12" o.c. 1,893 LOW 35% @ 12" o.c. 1,893 LOW 1,893 LOW LOW JUN PA2 JUNCUS PATENS CALIFORNIA GRAY RUSH 1 GAL. 12" O.C.  65% @ 12" o.c. 3,516 LOW JUNCUS PATENS CALIFORNIA GRAY RUSH 1 GAL. 12" O.C.  65% @ 12" o.c. 3,516 LOW CALIFORNIA GRAY RUSH 1 GAL. 12" O.C.  65% @ 12" o.c. 3,516 LOW 1 GAL. 12" O.C.  65% @ 12" o.c. 3,516 LOW 12" O.C.  65% @ 12" o.c. 3,516 LOW 65% @ 12" o.c. 3,516 LOW 3,516 LOW LOW FRA CHI FRAGARIA CHILOENSIS BEACH STRAWBERRY PLUG/BULBS    1,521 SF MEDIUM FRAGARIA CHILOENSIS BEACH STRAWBERRY PLUG/BULBS    1,521 SF MEDIUM BEACH STRAWBERRY PLUG/BULBS    1,521 SF MEDIUM PLUG/BULBS    1,521 SF MEDIUM 1,521 SF MEDIUM MEDIUM RUB NIE RUBUS CALYCINOIDES CREEPING BRAMBLE #1/PLUG 12" O.C.  12" o.c. 263 LOW RUBUS CALYCINOIDES CREEPING BRAMBLE #1/PLUG 12" O.C.  12" o.c. 263 LOW CREEPING BRAMBLE #1/PLUG 12" O.C.  12" o.c. 263 LOW #1/PLUG 12" O.C.  12" o.c. 263 LOW 12" O.C.  12" o.c. 263 LOW 12" o.c. 263 LOW 263 LOW LOW LAWN CODE BOTANICAL NAME COMMON NAME SIZE SPACING NOTES SPACING QTY WATER USE CODE BOTANICAL NAME COMMON NAME SIZE SPACING NOTES SPACING QTY WATER USE BOTANICAL NAME COMMON NAME SIZE SPACING NOTES SPACING QTY WATER USE COMMON NAME SIZE SPACING NOTES SPACING QTY WATER USE SIZE SPACING NOTES SPACING QTY WATER USE SPACING NOTES SPACING QTY WATER USE NOTES SPACING QTY WATER USE SPACING QTY WATER USE QTY WATER USE WATER USE FES WAT FESTUCA ARUNDINACEA `WATERSAVER BLEND` WATERSAVING BLEND OF TALL FESCUE SEED    16,364 SF MEDIUMFESTUCA ARUNDINACEA `WATERSAVER BLEND` WATERSAVING BLEND OF TALL FESCUE SEED    16,364 SF MEDIUMWATERSAVING BLEND OF TALL FESCUE SEED    16,364 SF MEDIUMSEED    16,364 SF MEDIUM16,364 SF MEDIUMMEDIUM
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TOTAL CAMPUS AREA: 60.72 ACRES TOTAL SITE  TOTAL DISTURBED AREA: 4.72 ACRES - 205,603.20 SF. (OR DEFINED BY EXTENTS OF LIMIT OF WORK)  BUILDING: 29,270 SF ROADS AND PARKING: 71,050 SF PEDESTRIAN PAVING: 21,210 SF SOFTBALL FIELD: 43,611 SF. LANDSCAPING: (15%) LANDSCAPE AREA REQUIRED (20%) LANDSCAPE AREA PROVIDED (40,462 SF) NORTH PARKING LOT (51,758 SF.) (10%) INTERIOR LANDSCAPE AREA REQUIRED (19.5%) INTERIOR LANDSCAPE AREA PROVIDED (10,764 SF)   SOUTH PARKING LOT (41,994 SF): (10%) INTERIOR LANDSCAPE AREA REQUIRED (13%) INTERIOR LANDSCAPE AREA PROVIDED (5,454 SF)
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1.	IRRIGATION WILL BE PROVIDE VIA A NEW PERMANENT, IRRIGATION WILL BE PROVIDE VIA A NEW PERMANENT, BELOW GRADE AND FULLY AUTOMATIC SYSTEM OPERATED BY WEATHER BASE CONTROLLER AND WATERED WITH A COMBINATION OF POP-UP SPRAY HEADS, ROTORS AND DRIP IRRIGATION. WATER EFFICIENT EQUIPMENT WILL BE USED TO REDUCE WATER CONSUMPTION. NEW PROPOSED IRRIGATION COMPONENTS ASSOCIATED WITH THIS PROJECT WILL BE INTEGRATED INTO THE CAMPUS'S EXISTING IRRIGATION SYSTEM TO PROVIDE EFFECTIVE COVERAGE.   
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AutoCAD SHX Text
1.  CONTRACTOR TO VERIFY LOCATION OF EXISTING TREES INDICATED TO REMAIN PRIOR TO SOIL PREPARATION.  PROTECT ALL TREES AND SHRUBS INDICATED TO REMAIN.  COORDINATE WITH THE OWNER'S REPRESENTATIVE. 2.  PLANTING AREAS TO BE SUFFICIENTLY CLEANED OF ALL CONSTRUCTION MATERIALS, INCLUDING IMPORTED ROCK, TO THE SATISFACTION OF THE OWNER'S REPRESENTATIVE BEFORE BEGINNING ANY LANDSCAPE WORK. 3.  IDENTIFY ALL PLANTING AREAS IN FIELD WITH WHITE FIELD-MARKING CHALK OR APPROVED EQUAL.  PLANTING BEDS TO BE ADJUSTED AND APPROVED BY OWNER'S REPRESENTATIVE PRIOR TO PLANT LOCATION. 4.  FOR PLANTING OCCURRING IN MASSES OF SAME SPECIES PLANT, LABELING REFERS TO ALL ADJACENT IDENTICAL SYMBOLS.  REFER TO DETAILS AND LEGEND FOR SPACING INFORMATION. 5.  THE OWNER'S REPRESENTATIVE WILL APPROVE INDIVIDUAL PLANT MATERIAL AND LOCATION OF PLANT MATERIAL PRIOR TO INSTALLATION.  REFER TO SPECIFICATIONS FOR PROCEDURE. 6.  SHRUBS AND GROUNDCOVER TO BE PLANTED A MINIMUM OF ONE HALF THEIR ON CENTER SPACING AWAY FROM PAVEMENT EDGES; UNLESS OTHERWISE NOTED. 7.  PROVIDE ROOT BARRIER AROUND ALL TREES WITHIN 5' OF PAVING, CURBS, WALLS, BUILDINGS, UTILITY DUCTS AND OTHER APPURTENANCES. 8.  PLANT QUANTITIES INDICATED ARE FOR THE CONVENIENCE OF THE CONTRACTOR ONLY.  CONTRACTOR IS RESPONSIBLE FOR PROVIDING PLANTS IN QUANTITIES AND LOCATIONS SHOWN ON DRAWINGS. CONTACT LANDSCAPE ARCHITECT WITH ANY DISCREPANCIES BETWEEN QUANTITIES SHOWN ON PLANS AND SCHEDULE.  9.  PROVIDE JUTE NETTING ON ALL SLOPES WITH GRADIENT OF 3:1 OR GREATER AS DIRECTED IN THE FIELD BY THE OWNER'S REPRESENTATIVE.  STAPLE FABRIC TO GROUND WITH METAL STAKES AT 4' O.C.
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WELD

AutoCAD SHX Text
SCALE:  1" = 1'-0"

AutoCAD SHX Text
CUSTOM WOOD BENCH #1

AutoCAD SHX Text
1

AutoCAD SHX Text
PLAN / ELEVATION 

AutoCAD SHX Text
SCALE:  1" = 1'-0"

AutoCAD SHX Text
SKATE DETERRENT

AutoCAD SHX Text
4

AutoCAD SHX Text
SECTION

AutoCAD SHX Text
SCALE:  1" = 1'-0"

AutoCAD SHX Text
CUSTOM WOOD BENCH #1

AutoCAD SHX Text
2

AutoCAD SHX Text
SECTION

AutoCAD SHX Text
SCALE:  1 1/2" = 1'-0"

AutoCAD SHX Text
WOOD ATTACHMENT 

AutoCAD SHX Text
3

AutoCAD SHX Text
SECTION

AutoCAD SHX Text
SCALE:  3" = 1'-0"

AutoCAD SHX Text
WOOD ATTACHMENT 

AutoCAD SHX Text
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AutoCAD SHX Text
1X6 IPE SLEEPER FOR SLAT ATTACHMENT ON TOP OF BENCH

AutoCAD SHX Text
2X4 IPE SLEEPER FOR SLAT ATTACHMENT ON FRONT OF BENCH

AutoCAD SHX Text
CUSTOM CUT 1X4 IPE SLEEPER AT ANGLE

AutoCAD SHX Text
2X4 IPE WOOD SLATS- FRONT

AutoCAD SHX Text
2X4 IPE WOOD SLATS- TOP, TYP.

AutoCAD SHX Text
DECKING PLAN

AutoCAD SHX Text
NOTE: CONSTRUCT WOOD SLATS & SLEEPERS IN SEGMENTS AS SHOWN. SECURE TO STEEL FRAME.

AutoCAD SHX Text
-

AutoCAD SHX Text
2

AutoCAD SHX Text
SECTION 

AutoCAD SHX Text
C4X7.25 STRUCTURAL STEEL CHANNEL FRAMING MEMBERS, ANCHOR TO CONCRETE. GALV. FINISH.

AutoCAD SHX Text
1X6 IPE SLEEPER FOR SLAT ATTACHMENT ON TOP OF BENCH

AutoCAD SHX Text
3/16" STEEL PLATE-SCREW TO FRAME

AutoCAD SHX Text
2X4 IPE SLEEPER FOR SLAT ATTACHMENT ON FRONT OF BENCH

AutoCAD SHX Text
CUSTOM CUT 1X4 IPE SLEEPER AT ANGLE

AutoCAD SHX Text
CUSTOM STRUCTURAL STEEL CHANNEL FRAMING MEMBER AT CORNER

AutoCAD SHX Text
CUSTOM CUT 1X4 IPE SLEEPER AT ANGLE

AutoCAD SHX Text
CUSTOM STRUCTURAL STEEL CHANNEL FRAMING MEMBER AT CORNER

AutoCAD SHX Text
NOTE:  1. PROVIDE SHOP DRAWINGS FOR APPROVAL BY LANDSCAPE ARCHITECT 2. ALL STEEL TO BE POWDER COATED BLACK

AutoCAD SHX Text
FRAMING PLAN

AutoCAD SHX Text
-

AutoCAD SHX Text
2

AutoCAD SHX Text
SECTION 

AutoCAD SHX Text
C4X7.25 STRUCTURAL STEEL CHANNEL FRAMING MEMBERS, ANCHOR TO CONCRETE. GALV. FINISH.

AutoCAD SHX Text
3/16" STEEL PLATE-SCREW TO CHANNEL FRAME

AutoCAD SHX Text
CUSTOM STRUCTURAL STEEL CHANNEL FRAMING MEMBER AT CORNER

AutoCAD SHX Text
1/2"x4" GALV. EPOXY SET ANCHORS 2 TYP.

AutoCAD SHX Text
STEEL FRAME PLAN

AutoCAD SHX Text
NOTE:  1. PROVIDE SHOP DRAWINGS FOR APPROVAL BY LANDSCAPE ARCHITECT 2. ALL STEEL TO BE POWDER COATED BLACK

AutoCAD SHX Text
SCALE:  1" = 1'-0"

AutoCAD SHX Text
CUSTOM WOOD BENCH #2

AutoCAD SHX Text
1

AutoCAD SHX Text
PLAN 
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AutoCAD SHX Text
COMPACTED AGGREGATE BASE

AutoCAD SHX Text
COMPACTED SUBGRADE

AutoCAD SHX Text
 

AutoCAD SHX Text
#4 REBAR STIRRUPS & HORIZONTAL REINFORCEMENT

AutoCAD SHX Text
C.I.P FOOTING

AutoCAD SHX Text
TOP OF ALL BOLLARD(S) TO BE AT SAME ELEVATION

AutoCAD SHX Text
MATCHING PADLOCK AND KEY SETS FOR ALL REMOVABLE BOLLARDS, TYP.

AutoCAD SHX Text
EMBEDMENT SLEEVE & HINGING LID

AutoCAD SHX Text
COMPACTED SUBGRADE

AutoCAD SHX Text
ASTM A36 PLATE

AutoCAD SHX Text
ASTM A240 S.S.  EMBEDMENT SLEEVE 

AutoCAD SHX Text
ASTM A240 S.S. GRADE  FLANGE 

AutoCAD SHX Text
ASTM A36 STEEL STIFFNER

AutoCAD SHX Text
8" ASTM A53 PIPE

AutoCAD SHX Text
ASTM A36/992  STEEL BEAM

AutoCAD SHX Text
COMPACTED AGGREGATE BASE

AutoCAD SHX Text
TOP OF ALL BOLLARD(S) TO BE AT SAME ELEVATION

AutoCAD SHX Text
C.I.P FOOTING

AutoCAD SHX Text
CONCRETE PAVING - VEHICULAR, SEE CIVIL

AutoCAD SHX Text
C

AutoCAD SHX Text
L

AutoCAD SHX Text
1/2" RADIUS AT ALL EXPOSED EDGES

AutoCAD SHX Text
FLAG POLE

AutoCAD SHX Text
SLOPE  TO DRAIN TYP.

AutoCAD SHX Text
SECTION

AutoCAD SHX Text
%%UPLAN

AutoCAD SHX Text
FLAG POLE

AutoCAD SHX Text
CONCRETE COLLAR.  FINISH: MATCH  ADJACENT PAVING

AutoCAD SHX Text
 

AutoCAD SHX Text
 

AutoCAD SHX Text
FINISH GRADE: 1" BELOW EDGE OF COLLAR

AutoCAD SHX Text
CONCRETE COLLAR 

AutoCAD SHX Text
ISOLATION JOINT, TYP.

AutoCAD SHX Text
ISOLATION JOINT, TYP.

AutoCAD SHX Text
CONTRACTION JOINT, TYP.

AutoCAD SHX Text
FOOTING PER STRUCTURAL.

AutoCAD SHX Text
%%UPLAN

AutoCAD SHX Text
SECTION

AutoCAD SHX Text
 

AutoCAD SHX Text
 

AutoCAD SHX Text
RIGID CONDUIT TO POWER SUPPLY (SEE ELECTRICAL)

AutoCAD SHX Text
BASE COVER OF LIGHT FIXTURE, DIMENSIONS VARY, (SEE ELECTRICAL)

AutoCAD SHX Text
CONCRETE FOOTING (SEE STRUCTURAL)

AutoCAD SHX Text
POLE LIGHT (SEE ELECTRICAL)

AutoCAD SHX Text
CONCRETE COLLAR. MATCH ADJACENT PAVING COLOR AND FINISH

AutoCAD SHX Text
1/2" RADIUS AT ALL EXPOSED EDGES; 1/4" RADIUS WHERE ABUTTING PAVING

AutoCAD SHX Text
CONCRETE COLLAR

AutoCAD SHX Text
FINISH GRADE

AutoCAD SHX Text
1% MIN.

AutoCAD SHX Text
1% MIN.

AutoCAD SHX Text
SCALE:  3/4" = 1'-0"

AutoCAD SHX Text
FIXED BOLLARD

AutoCAD SHX Text
1

AutoCAD SHX Text
SECTION

AutoCAD SHX Text
SCALE:  3/4" = 1'-0"

AutoCAD SHX Text
REMOVABLE BOLLARD

AutoCAD SHX Text
2

AutoCAD SHX Text
SECTION

AutoCAD SHX Text
SCALE:  3/4" = 1'-0"

AutoCAD SHX Text
FLAG POLE COLLAR

AutoCAD SHX Text
3

AutoCAD SHX Text
SECTION

AutoCAD SHX Text
SCALE:  3/4" = 1'-0"

AutoCAD SHX Text
CONCRETE COLLAR AT LIGHT FIXTURE BASE - SQUARE

AutoCAD SHX Text
4

AutoCAD SHX Text
PLAN / SECTION
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AutoCAD SHX Text
ROOT BALL; CUT AND REMOVE ALL TWINE, ROPE, WIRE AND BURLAP FROM THE TOP AND SIDES OF THE ROOT BALL PRIOR TO BACK FILLING; CUT WIRE BASKET (IF USED) AND REMOVE AFTER SETTING TREE IN PLANTING PIT

AutoCAD SHX Text
FINISH GRADE

AutoCAD SHX Text
SET ROOT BALL ON UNDISTURBED SOIL

AutoCAD SHX Text
3" HIGH WATER BASIN AT EDGE OF MULCH RING

AutoCAD SHX Text
MULCH RING, 4" TO 6" CLEAR OF TRUNK

AutoCAD SHX Text
INSTALL ROOT BALL 1" ABOVE FINISH GRADE

AutoCAD SHX Text
TREE TIES

AutoCAD SHX Text
WOOD STAKES - REMOVE STAKES AND TIES AFTER 1 FULL YEAR OF PLANTING

AutoCAD SHX Text
FINISH GRADE

AutoCAD SHX Text
BACKFILL SOIL MIX

AutoCAD SHX Text
BACKFILL MIX

AutoCAD SHX Text
FINISH GRADE

AutoCAD SHX Text
3" HIGH WATERING BASIN

AutoCAD SHX Text
ROOT BALL; CUT AND  REMOVE ALL BINDING FROM  THE TOP AND SIDES OF  THE ROOT BALL BEFORE  BACKFILLING

AutoCAD SHX Text
INSTALL ROOTBALL 1" ABOVE FINISH GRADE

AutoCAD SHX Text
MULCH, KEEP 3" TO 6" AWAY FROM TRUNK

AutoCAD SHX Text
NOTE: - SEE PLANT SCHEDULE FOR EACH    PLANT'S APPROPRIATE O.C. SPACING. - PLANTING PLAN SHOWING INDIVIDUAL    LOCATION OF A SHRUB AND OR GROUND   COVER TAKE PRECEDENT OVER THIS DETAIL.

AutoCAD SHX Text
TRIANGULAR SPACE, AT SPECIFIED O.C. DISTANCE - EQUIDISTANT

AutoCAD SHX Text
EDGE OF PLANTING AREA; PAVING, LAWN OR EQUAL

AutoCAD SHX Text
DISTANCE FROM EDGE IS 1/2 THE SPECIFIED O.C. SPACING

AutoCAD SHX Text
PLANT CENTER

AutoCAD SHX Text
PLANT WITH DIBBLE OR METAL BAR OF A DIAMETER SLIGHTLY LARGER THAN ROOT MASS OF PROPAGULE FOR DIGGING HOLE

AutoCAD SHX Text
UNDISTURBED SOIL

AutoCAD SHX Text
PLACE ROOT COLLAR HIGHER THAN SURROUNDING GRADE

AutoCAD SHX Text
FINISH GRADE

AutoCAD SHX Text
(2) 36" BAMBOO STAKE, INSERT CAREFULLY THROUGH ROOTBALL

AutoCAD SHX Text
UNDISTURBED SOIL

AutoCAD SHX Text
PLACE ROOT COLLAR HIGHER THAN SURROUNDING GRADE

AutoCAD SHX Text
FINISH GRADE

AutoCAD SHX Text
BROWSING PROTECTOR, SEE SPECS.

AutoCAD SHX Text
SCALE:  3/8" = 1'-0"

AutoCAD SHX Text
DECIDUOUS TREE PLANTING 

AutoCAD SHX Text
1

AutoCAD SHX Text
SECTION

AutoCAD SHX Text
SCALE:  3/4" = 1'-0"

AutoCAD SHX Text
SHRUB AND GROUND COVER PLANTING

AutoCAD SHX Text
2

AutoCAD SHX Text
SECTION

AutoCAD SHX Text
SCALE:  3/4" = 1'-0"

AutoCAD SHX Text
SHRUB AND GROUND COVER TRIANGULAR SPACING

AutoCAD SHX Text
3

AutoCAD SHX Text
SECTION

AutoCAD SHX Text
SCALE:  3/8" = 1'-0"

AutoCAD SHX Text
PLUG PLANTING

AutoCAD SHX Text
4

AutoCAD SHX Text
SECTION

AutoCAD SHX Text
SCALE:  3/8" = 1'-0"

AutoCAD SHX Text
WHIP PLANTING

AutoCAD SHX Text
5

AutoCAD SHX Text
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AutoCAD SHX Text
PLAN

AutoCAD SHX Text
1. PROVIDE CONTRACTION JOINTS AT PROVIDE CONTRACTION JOINTS AT MIDPOINTS BETWEEN FENCE POSTS WITH D.E.J.'S AT 30' O.C. MAX. 2. DEEPEN CONCRETE HEADER WHERE DEEPEN CONCRETE HEADER WHERE ADJACENT GRADE IS BELOW FINISH SURFACE OF SYNTHETIC FIELD TO PROVIDE 8" MINIMUM DEPTH OF CONCRETE BELOW FINISH GRADE.

AutoCAD SHX Text
NOTE:

AutoCAD SHX Text
PROVIDE SCORE JOINT AT FENCE POST, TYP.

AutoCAD SHX Text
FENCE POST, VARIES PER FENCE TYPE.

AutoCAD SHX Text
CONCRETE BAND/HEADER -  MEDIUM BROOM FINISH

AutoCAD SHX Text
CONCRETE FOOTING -SEE STRUCTURAL

AutoCAD SHX Text
PROVIDE CONTRACTION  JOINT 10' O.C. MAX.  MIDWAY BETWEEN POSTS,  TYP.

AutoCAD SHX Text
ADJ. CONDITION VARIES

AutoCAD SHX Text
(2) #4 BAR, CONT. W/ #3 TIES @ 36" O.C.

AutoCAD SHX Text
1/4" RADIUS, TYP.

AutoCAD SHX Text
2" OF FINISHING STONE,  AS PER SPECS, COMPACTED TO 95% PROCTOR AND GRADED TO WITHIN 0 - 1/2" OF DESIGN GRADE, AND WITHIN 0 -1/4" IN 10FT. (USE LASER GUIDED GRADER)

AutoCAD SHX Text
4" OF CRUSHED STONE,  AS PER SPECS, COMPACTED TO 95% PROCTOR AND GRADED TO WITHIN 0 - 1/2" OF DESIGN GRADE, AND WITHIN 0 -1/4" IN 10FT. (USE LASER GUIDED GRADER)

AutoCAD SHX Text
SYNTHETIC TURF BY SHAWGRASS, INSTALLED PER MANUFACTURER'S REQUIREMENTS

AutoCAD SHX Text
MEMBRANE (NON-PERMEABLE)

AutoCAD SHX Text
NATIVE SOIL  COMPACTED TO 95% PROCTOR AND GRADED TO WITHIN 1/2" OF DESIGN GRADE

AutoCAD SHX Text
BALLFIELD FENCE

AutoCAD SHX Text
POST, TYP.

AutoCAD SHX Text
BACKSTOP HOOD

AutoCAD SHX Text
RAIL, TYP.

AutoCAD SHX Text
4

AutoCAD SHX Text
-

AutoCAD SHX Text
BALLFIELD BACKSTOP SIDE ELEVATION

AutoCAD SHX Text
FINISH GRADE

AutoCAD SHX Text
RAIL, TYP.

AutoCAD SHX Text
POST, TYP.

AutoCAD SHX Text
BACKSTOP  HOOD

AutoCAD SHX Text
CONCRETE FOOTINGS

AutoCAD SHX Text
COMPACTED  AGGREGATE BASE

AutoCAD SHX Text
CHAINLINK FENCE FABRIC 

AutoCAD SHX Text
FENCE PER SPECIFICATIONS

AutoCAD SHX Text
12" RADIUS AT ALL EXPOSED EDGES

AutoCAD SHX Text
FINISH GRADE

AutoCAD SHX Text
CONCRETE FOOTING

AutoCAD SHX Text
(5) #3 HOOPS

AutoCAD SHX Text
(6) #5 EQUALLY SPACED VERTICAL BAR

AutoCAD SHX Text
COMPACTED AGGREGATE BASE

AutoCAD SHX Text
UNDISTURBED SUBGRADE

AutoCAD SHX Text
BALLFIELD FENCING NOTES 1. CONTRACTOR TO SUBMIT FENCING AND REINFORCED CONCRETE FOOTING WITH STRUCTURAL CALCULATIONS, SHOP DRAWINGS FOR APPROVAL BY OWNER'S REPRESENTATIVE. 2. ALL METAL PARTS TO BE FULLY GALVANIZED. 3. BEND DOWN AND KNUCKLE TOP BARB SELVAGES OF FABRIC. 4. TERMINAL, CORNER, AND PULL POSTS SHALL BE ROUND PIPE, FULLY GALVANIZED. SIZE OF FENCE PER SPECIFICATIONS. 5. LINE POSTS SHALL BE ROUND PIPE, FULLY GALVANIZED. SIZE OF FENCE PER SPECIFICATIONS.  6. ALL RAILS SHALL BE ROUND PIPE, FULLY GALVANIZED. SIZE OF FENCE PER SPECIFICATIONS.  7. FABRIC TO BE ATTACHED TO BALLFIELD SIDE OF FENCE POSTS AND RAILS. INSTALL ALL FABRIC WITH POINTS DOWN.  THE FINISHED EDGE OF THE FABRIC SHALL BE AT THE TOP OF THE FENCE.

AutoCAD SHX Text
F.G.

AutoCAD SHX Text
POST FOOTING

AutoCAD SHX Text
POST, TYP. 

AutoCAD SHX Text
BOTTOM RAIL, TYP.

AutoCAD SHX Text
MIDDLE RAIL, TYP.

AutoCAD SHX Text
STRETCHER BAR, TYP.

AutoCAD SHX Text
TOP RAIL, TYP.

AutoCAD SHX Text
 CHAIN LINK FENCE FABRICCHAIN LINK FENCE FABRIC

AutoCAD SHX Text
ELEVATION

AutoCAD SHX Text
CHAINLINK FABRIC, TYP

AutoCAD SHX Text
STRETCHER BAR, TYP

AutoCAD SHX Text
TOP RAIL, TYP.

AutoCAD SHX Text
MIDDLE RAIL, TYP.

AutoCAD SHX Text
END POST, TYP.

AutoCAD SHX Text
CROSS BRACING

AutoCAD SHX Text
BOTTOM TENSION WIRE

AutoCAD SHX Text
COMPACTED AGGREGATE BASE

AutoCAD SHX Text
FOOTING-SEE STRUCTURAL

AutoCAD SHX Text
FINISH GRADE

AutoCAD SHX Text
CONDITION VARIES SEE PLAN

AutoCAD SHX Text
SECTION

AutoCAD SHX Text
 

AutoCAD SHX Text
 

AutoCAD SHX Text
CHAIN LINK MESH

AutoCAD SHX Text
TRUSS ROD

AutoCAD SHX Text
POST

AutoCAD SHX Text
BOTTOM RAIL

AutoCAD SHX Text
FINISH GRADE

AutoCAD SHX Text
TENSION WIRE

AutoCAD SHX Text
GATE HARDWARE TYP.

AutoCAD SHX Text
COMPACTED SUBGRADE

AutoCAD SHX Text
TOP RAIL

AutoCAD SHX Text
SCALE:  1 1/2" = 1'-0"

AutoCAD SHX Text
CONCRETE HEADER, TYP

AutoCAD SHX Text
1

AutoCAD SHX Text
PLAN / SECTION

AutoCAD SHX Text
SCALE:  1" = 1'-0"

AutoCAD SHX Text
STNTHETIC TURF

AutoCAD SHX Text
2

AutoCAD SHX Text
SECTION

AutoCAD SHX Text
SCALE:  1" = 1'-0"

AutoCAD SHX Text
BALL FILED BACKSTOP - TOP VIEW

AutoCAD SHX Text
3

AutoCAD SHX Text
PLAN

AutoCAD SHX Text
SCALE: 1/2" = 1'-0"

AutoCAD SHX Text
BACKSTOP FENCE, TYP

AutoCAD SHX Text
4

AutoCAD SHX Text
SECTION

AutoCAD SHX Text
SCALE:  1 1/2" = 1'-0"

AutoCAD SHX Text
FENCE POST FOOTING

AutoCAD SHX Text
5

AutoCAD SHX Text
SECTION

AutoCAD SHX Text
SCALE: 1/2" = 1'-0"

AutoCAD SHX Text
BACKSTOP FENCE, TYP

AutoCAD SHX Text
6

AutoCAD SHX Text
ELEVATION

AutoCAD SHX Text
SCALE: 1/2" = 1'-0"

AutoCAD SHX Text
CHAIN LINK FENCE - END PANEL

AutoCAD SHX Text
7

AutoCAD SHX Text
ELEVATION

AutoCAD SHX Text
SCALE: 1/2" = 1'-0"

AutoCAD SHX Text
CHAIN LINK FENCE - DOUBLE GATE

AutoCAD SHX Text
8

AutoCAD SHX Text
ELEVATION
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0.5 0.7 0.9 1.0 1.1 1.1 0.9 0.7 0.9 1.1 1.1 0.1 0.1 0.1 0.1 0.1 0.2 0.3 0.4 0.6 1.2 2.6

0.5 0.7 0.9 1.1 1.1 1.1 1.0 1.0 0.9 1.1 1.1 0.1 0.1 0.1 0.1 0.2 0.2 0.3 0.4 0.6 1.1 2.3

0.5 0.7 0.9 1.1 1.3 1.2 1.5 1.8 1.5 1.2 1.3 0.1 0.1 0.1 0.1 0.2 0.3 0.4 0.5 0.7 0.9 1.7

0.5 0.6 0.8 1.1 1.4 2.2 3.0 3.4 3.0 2.2 1.5 0.1 0.1 0.1 0.2 0.2 0.3 0.4 0.6 0.8 1.0 1.3

0.4 0.6 0.7 1.0 1.9 3.5 4.5 3.7 4.4 3.7 2.0 0.1 0.1 0.1 0.2 0.2 0.3 0.4 0.6 0.8 1.0 1.1

0.3 0.5 0.7 1.2 2.5 3.9 4.4 4.8 4.4 3.9 2.6 0.1 0.1 0.1 0.2 0.2 0.3 0.4 0.6 0.8 0.9 1.0

0.3 0.4 0.7 1.3 2.6 4.0 4.2 4.9 4.3 4.0 2.7 0.1 0.1 0.1 0.2 0.2 0.3 0.4 0.6 0.7 0.8 0.9

0.4 0.5 0.7 1.0 2.0 3.7 4.9 3.4 4.8 3.8 2.1 0.1 0.1 0.1 0.2 0.2 0.3 0.4 0.6 0.7 0.8 0.9

0.4 0.6 0.8 1.0 1.5 2.5 3.3 3.8 3.4 2.6 1.6 0.1 0.1 0.1 0.2 0.2 0.3 0.4 0.6 0.8 0.9 1.0

0.5 0.6 0.9 1.1 1.3 1.4 1.8 2.1 1.8 1.4 1.3 0.1 0.1 0.1 0.2 0.2 0.3 0.4 0.6 0.8 1.0 1.1

0.5 0.7 0.9 1.1 1.2 1.1 1.0 1.1 1.0 1.1 1.2 0.1 0.1 0.1 0.1 0.2 0.3 0.4 0.5 0.7 1.0 1.2

0.5 0.7 0.9 1.0 1.1 1.1 0.9 0.8 0.9 1.1 1.1 0.1 0.1 0.1 0.1 0.2 0.2 0.3 0.5 0.7 0.9 1.6

0.5 0.7 0.9 1.1 1.1 1.1 0.9 0.9 0.9 1.1 1.1 0.1 0.1 0.1 0.1 0.1 0.2 0.3 0.4 0.6 1.0 2.1

0.5 0.7 0.9 1.1 1.2 1.2 1.2 1.5 1.3 1.2 1.2 0.1 0.1 0.1 0.1 0.1 0.2 0.3 0.4 0.6 1.0 2.2

0.5 0.6 0.8 1.1 1.4 1.8 2.4 2.9 2.6 1.9 1.4 0.1 0.1 0.1 0.1 0.2 0.2 0.3 0.5 0.7 0.9 1.7

0.4 0.6 0.8 1.0 1.7 3.1 4.0 4.1 4.0 3.4 1.9 0.1 0.1 0.1 0.1 0.2 0.3 0.4 0.5 0.7 0.9 1.3

0.3 0.5 0.7 1.1 2.2 3.7 4.8 4.5 4.7 4.0 2.5 0.1 0.1 0.1 0.2 0.2 0.3 0.4 0.6 0.8 1.0 1.2

0.3 0.4 0.6 1.3 2.6 4.1 4.0 5.2 4.5 4.1 2.9 0.1 0.1 0.1 0.2 0.2 0.3 0.4 0.6 0.8 1.0 1.0

0.4 0.5 0.7 1.0 2.1 3.7 5.1 3.9 4.9 4.0 2.4 0.1 0.1 0.1 0.2 0.2 0.3 0.4 0.6 0.7 0.9 0.9

0.4 0.6 0.8 1.0 1.6 2.8 3.7 4.1 3.7 3.1 1.8 0.1 0.1 0.1 0.2 0.3 0.3 0.5 0.6 0.7 0.8 0.9

0.5 0.6 0.9 1.1 1.3 1.6 2.1 2.6 2.2 1.7 1.4 0.1 0.1 0.2 0.2 0.3 0.4 0.5 0.6 0.8 0.9 1.0

0.5 0.7 0.9 1.1 1.2 1.1 1.1 1.3 1.2 1.2 1.2 0.2 0.2 0.2 0.2 0.3 0.4 0.5 0.6 0.8 1.0 1.1

0.5 0.7 0.9 1.1 1.2 1.1 0.9 0.9 1.0 1.2 1.2 0.2 0.2 0.2 0.3 0.3 0.4 0.5 0.7 0.8 1.1 1.3

0.5 0.8 1.0 1.1 1.2 1.1 1.0 0.9 1.0 1.2 1.2 0.3 0.3 0.2 0.3 0.4 0.5 0.6 0.7 0.9 1.0 1.4

0.5 0.7 1.0 1.2 1.2 1.2 1.4 1.5 1.2 1.2 1.3 0.4 0.4 0.3 0.4 0.5 0.5 0.6 0.7 0.8 1.0 1.9

0.5 0.7 0.9 1.2 1.5 2.0 2.7 2.9 2.3 1.8 1.4 0.6 0.5 0.4 0.5 0.6 0.7 0.7 0.7 0.9 1.3 2.4

0.5 0.6 0.8 1.1 2.1 3.6 3.9 4.1 4.0 2.9 1.6 0.7 0.7 0.7 0.7 0.8 0.9 0.9 0.9 1.0 1.2 2.1

0.4 0.5 0.7 1.4 2.8 4.2 4.6 4.4 5.0 3.7 2.1 0.9 1.1 1.4 1.2 1.0 1.1 1.2 1.1 1.1 1.1 1.6

0.3 0.4 0.8 1.6 3.2 3.9 4.9 5.2 3.8 4.1 2.6 1.7 2.3 2.9 2.6 1.9 1.4 1.2 1.1 1.1 1.2 1.3

0.3 0.5 0.7 1.3 2.7 4.3 4.6 4.2 5.2 3.7 2.2 1.4 1.1 1.0 0.8 0.6 0.6 0.7 0.7 0.7 0.6 0.5 0.5 0.4 0.5 0.5 0.6 0.6 0.6 0.5 0.4 0.5 0.6 0.6 0.6 0.6 0.5 0.5 0.5 0.5 0.6 0.7 0.8 0.7 0.7 0.7 0.7 0.7 0.8 0.8 0.7 0.6 0.5 0.5 0.5 0.6 0.8 0.8 0.7 0.7 0.7 0.7 0.7 0.8 0.8 0.7 0.6 0.5 0.5 0.5 0.7 0.8 0.9 0.8 0.8 1.0 0.9 0.8 0.9 0.9 0.8 0.6 0.5 0.5 0.6 0.8 0.9 1.0 1.0 1.3 1.7 1.4 1.0 1.0 1.0 0.8 0.6 0.5 0.5 0.6 0.7 0.9 1.1 1.3 1.7 2.2 2.0 1.5 1.2 1.0 0.8 0.7 0.6 0.5 0.6 0.7 0.9 1.1 1.2 1.6 2.1 1.9 1.4 1.2 1.0 0.8 0.7 0.6 0.5 0.6 0.8 0.9 1.1 1.1 1.4 1.8 1.6 1.1 1.1 1.0 0.8 0.6 0.5 0.5 0.6 0.7 0.9 1.1 1.2 1.6 2.0 1.8 1.3 1.1 1.0 0.8 0.7 0.6 0.5 0.6 0.7 0.9 1.4 2.7 3.7 4.0 3.7 3.1 1.8 1.0 0.8 0.6 0.5 0.5 0.6 0.7 0.9 1.5 3.0 3.9 4.1 4.0 3.5 2.0 1.2 1.1 1.1 1.2 1.2

0.4 0.6 0.8 1.0 1.9 3.3 3.8 4.1 3.8 2.9 1.8 1.5 1.4 1.2 1.0 1.0 0.9 0.8 0.9 0.9 0.8 0.6 0.5 0.5 0.5 0.7 0.8 0.8 0.8 0.7 0.8 0.7 0.7 0.8 0.8 0.7 0.6 0.5 0.5 0.6 0.7 0.9 1.0 1.0 1.1 1.5 1.3 1.0 1.0 1.0 0.8 0.6 0.5 0.5 0.6 0.7 0.9 1.0 1.0 1.1 1.5 1.3 1.0 1.0 1.0 0.8 0.6 0.5 0.5 0.6 0.7 0.9 1.1 1.3 1.8 2.3 2.1 1.5 1.2 1.0 0.8 0.7 0.6 0.6 0.6 0.8 0.9 1.3 2.0 2.8 3.3 2.9 2.1 1.4 1.0 0.8 0.6 0.5 0.5 0.6 0.7 0.9 1.3 2.3 3.3 3.8 3.6 3.0 1.7 1.0 0.8 0.7 0.6 0.5 0.6 0.7 0.9 1.2 2.2 3.2 3.7 3.5 2.8 1.7 1.0 0.8 0.7 0.6 0.6 0.6 0.7 0.9 1.3 2.1 2.9 3.5 3.1 2.4 1.5 1.0 0.8 0.6 0.5 0.5 0.6 0.7 0.9 1.2 2.2 3.1 3.7 3.5 2.8 1.7 1.0 0.8 0.6 0.5 0.5 0.5 0.7 0.9 2.0 3.5 5.0 4.1 4.7 4.0 2.4 1.1 0.7 0.5 0.4 0.4 0.5 0.6 1.0 2.1 3.6 4.8 4.5 4.7 4.1 2.7 1.4 1.0 0.9 0.9 0.9

0.4 0.6 0.8 1.0 1.3 1.7 2.4 2.7 2.2 1.8 1.7 1.7 1.6 1.5 1.6 2.0 1.8 1.3 1.1 1.1 0.9 0.7 0.6 0.5 0.6 0.7 0.9 1.0 1.0 1.2 1.7 1.5 1.1 1.1 1.0 0.8 0.7 0.6 0.5 0.6 0.7 0.9 1.2 1.7 2.4 3.0 2.8 2.1 1.4 1.0 0.8 0.7 0.6 0.5 0.6 0.7 0.9 1.2 1.8 2.5 3.1 2.8 2.1 1.4 1.0 0.8 0.7 0.6 0.5 0.6 0.7 0.9 1.3 2.3 3.4 3.9 3.6 3.0 1.8 1.0 0.8 0.7 0.6 0.5 0.6 0.7 0.9 1.7 3.3 4.4 3.7 4.3 3.7 2.0 0.9 0.7 0.6 0.5 0.5 0.5 0.6 0.9 1.7 3.3 5.0 3.8 4.5 4.2 2.5 1.2 0.7 0.6 0.5 0.5 0.5 0.6 0.8 1.7 3.2 5.0 3.7 4.5 4.3 2.4 1.2 0.7 0.6 0.5 0.5 0.6 0.7 0.9 1.7 3.3 4.7 3.5 4.4 3.9 2.1 1.0 0.7 0.6 0.5 0.5 0.5 0.6 0.8 1.6 3.2 4.9 3.7 4.4 4.3 2.4 1.1 0.7 0.6 0.5 0.4 0.4 0.6 1.1 2.4 4.0 3.8 5.2 4.6 4.0 2.9 1.4 0.7 0.4 0.4 0.4 0.4 0.6 1.1 2.4 4.0 3.9 5.2 4.5 4.1 3.0 1.6 0.9 0.7 0.7 0.7

0.4 0.5 0.8 0.9 0.9 0.9 1.1 1.3 1.1 1.3 1.5 1.6 1.7 2.3 3.1 3.6 3.4 2.6 1.7 1.1 0.9 0.7 0.6 0.6 0.6 0.7 0.9 1.2 1.8 2.7 3.3 3.1 2.4 1.5 1.0 0.8 0.7 0.6 0.5 0.6 0.7 0.8 1.4 2.9 4.2 3.9 4.0 3.8 2.1 1.0 0.8 0.6 0.5 0.5 0.6 0.7 0.8 1.5 3.0 4.3 3.8 4.0 3.8 2.1 1.0 0.7 0.6 0.5 0.5 0.5 0.6 0.8 1.7 3.3 5.0 3.8 4.5 4.3 2.6 1.2 0.7 0.6 0.5 0.4 0.5 0.6 1.1 2.3 3.8 4.4 4.8 4.3 3.9 2.6 1.2 0.6 0.5 0.4 0.4 0.4 0.6 1.0 2.2 3.9 3.7 5.0 4.7 3.9 3.1 1.5 0.7 0.5 0.4 0.3 0.4 0.6 1.0 2.2 3.8 3.8 4.9 4.5 3.9 3.1 1.5 0.7 0.5 0.4 0.4 0.4 0.6 1.0 2.2 3.8 4.2 4.8 4.3 3.9 2.8 1.3 0.7 0.5 0.4 0.4 0.4 0.6 1.0 2.1 3.8 3.8 4.8 4.5 3.9 3.1 1.5 0.7 0.5 0.4 0.4 0.5 0.6 0.9 2.0 3.6 4.9 4.2 4.7 4.0 2.5 1.2 0.7 0.5 0.4 0.4 0.5 0.6 0.9 1.9 3.5 5.0 3.8 4.8 4.1 2.5 1.2 0.8 0.7 0.6 0.5

0.3 0.5 0.6 0.7 0.7 0.7 0.6 0.7 0.8 1.0 1.2 1.3 1.9 3.4 5.0 3.9 4.3 4.3 2.4 1.2 0.8 0.6 0.5 0.5 0.6 0.7 0.8 1.5 2.9 4.6 3.8 4.1 4.2 2.3 1.1 0.7 0.6 0.5 0.4 0.5 0.6 0.9 2.0 3.5 4.6 4.5 4.3 4.1 2.8 1.4 0.7 0.5 0.4 0.4 0.4 0.6 0.9 2.0 3.6 4.5 4.6 4.3 4.0 2.8 1.3 0.7 0.5 0.4 0.4 0.4 0.6 1.0 2.2 3.8 3.6 5.0 4.7 3.9 3.1 1.6 0.7 0.5 0.4 0.4 0.4 0.6 1.1 2.4 3.9 4.1 4.9 4.3 3.9 2.7 1.3 0.7 0.4 0.4 0.4 0.4 0.6 0.9 2.0 3.5 4.6 4.5 4.4 4.0 2.8 1.3 0.7 0.5 0.4 0.4 0.4 0.6 0.9 2.0 3.6 4.5 4.6 4.3 4.0 2.9 1.4 0.7 0.5 0.4 0.4 0.4 0.6 1.0 2.2 3.8 4.1 4.8 4.3 3.9 2.8 1.3 0.7 0.5 0.4 0.4 0.4 0.6 0.9 2.0 3.6 4.4 4.6 4.3 4.0 2.9 1.4 0.7 0.5 0.5 0.5 0.6 0.7 0.9 1.5 2.8 3.8 4.0 3.8 3.3 1.8 1.0 0.8 0.6 0.5 0.5 0.6 0.7 0.9 1.4 2.7 3.5 4.0 3.6 3.1 1.7 1.0 0.8 0.7 0.6 0.5

0.3 0.4 0.4 0.5 0.5 0.5 0.4 0.4 0.6 0.8 0.9 1.3 2.3 3.9 4.3 4.8 4.4 4.0 3.1 1.6 0.8 0.5 0.4 0.4 0.4 0.6 0.9 2.0 3.6 4.2 4.6 4.3 4.0 3.0 1.5 0.7 0.5 0.4 0.4 0.4 0.6 1.0 2.2 3.8 3.7 5.0 4.6 3.9 3.1 1.5 0.7 0.5 0.4 0.4 0.4 0.6 1.0 2.2 3.8 3.8 4.9 4.5 3.9 3.0 1.5 0.7 0.5 0.4 0.4 0.4 0.6 0.9 1.9 3.5 4.7 4.5 4.4 4.1 2.8 1.4 0.7 0.5 0.5 0.5 0.5 0.7 0.9 1.9 3.5 4.8 3.4 4.7 3.9 2.1 1.0 0.7 0.6 0.5 0.5 0.6 0.7 0.8 1.4 2.9 4.1 3.9 4.0 3.7 2.1 1.0 0.7 0.6 0.5 0.5 0.6 0.7 0.8 1.5 2.9 4.3 3.8 4.0 3.9 2.2 1.0 0.7 0.6 0.5 0.5 0.6 0.7 0.9 1.7 3.3 4.7 3.5 4.4 4.0 2.2 1.0 0.7 0.6 0.5 0.5 0.5 0.7 0.8 1.4 2.9 4.4 3.8 4.1 4.0 2.2 1.1 0.8 0.6 0.6 0.5 0.6 0.7 0.9 1.2 1.5 2.1 2.7 2.3 1.7 1.2 1.0 0.8 0.6 0.6 0.5 0.6 0.8 1.0 1.1 1.4 1.9 2.4 2.1 1.6 1.2 1.0 0.8 0.6 0.5 0.4

0.2 0.3 0.3 0.3 0.4 0.4 0.3 0.3 0.5 0.6 0.8 1.2 2.2 3.8 4.2 4.8 4.4 4.0 3.1 1.5 0.8 0.5 0.4 0.4 0.4 0.6 0.9 2.0 3.7 3.9 4.7 4.4 3.9 3.1 1.6 0.8 0.5 0.4 0.4 0.5 0.6 0.8 1.7 3.3 5.0 3.8 4.5 4.3 2.5 1.2 0.7 0.6 0.5 0.5 0.5 0.6 0.8 1.7 3.3 5.0 3.7 4.5 4.2 2.4 1.1 0.7 0.6 0.5 0.5 0.6 0.7 0.8 1.4 2.8 4.1 3.9 3.9 3.7 2.1 1.0 0.8 0.7 0.6 0.6 0.6 0.8 0.9 1.3 2.3 3.2 3.7 3.3 2.5 1.5 0.9 0.8 0.6 0.5 0.5 0.6 0.7 0.9 1.2 1.7 2.4 3.0 2.7 2.0 1.4 1.0 0.8 0.7 0.6 0.5 0.6 0.7 0.9 1.2 1.7 2.5 3.1 2.9 2.1 1.4 1.0 0.8 0.7 0.6 0.6 0.6 0.8 0.9 1.3 2.1 2.9 3.5 3.2 2.4 1.5 1.0 0.8 0.6 0.6 0.5 0.6 0.7 0.9 1.2 1.8 2.6 3.2 2.9 2.2 1.5 1.0 0.8 0.7 0.6 0.5 0.6 0.7 0.9 1.0 0.9 1.0 1.3 1.1 0.9 1.0 0.9 0.8 0.6 0.5 0.5 0.6 0.7 0.9 0.9 0.9 0.9 1.1 1.0 0.8 0.9 0.9 0.8 0.6 0.4 0.3

0.2 0.2 0.2 0.2 0.3 0.3 0.3 0.3 0.4 0.6 0.8 0.9 1.6 3.2 4.8 3.8 4.3 4.3 2.4 1.1 0.8 0.6 0.5 0.5 0.5 0.7 0.8 1.5 3.1 4.8 3.7 4.3 4.3 2.5 1.2 0.7 0.6 0.5 0.5 0.6 0.7 0.9 1.3 2.3 3.3 3.8 3.6 2.9 1.8 1.0 0.8 0.7 0.6 0.5 0.6 0.7 0.9 1.3 2.3 3.2 3.8 3.5 2.8 1.7 1.0 0.8 0.7 0.6 0.5 0.6 0.7 0.9 1.1 1.6 2.3 2.9 2.7 2.0 1.4 1.0 0.8 0.7 0.6 0.6 0.6 0.8 1.0 1.1 1.2 1.6 2.0 1.7 1.2 1.1 1.0 0.8 0.6 0.5 0.5 0.6 0.7 0.9 1.0 1.0 1.1 1.4 1.3 1.0 1.0 1.0 0.8 0.6 0.5 0.5 0.6 0.7 0.9 1.0 1.0 1.1 1.5 1.4 1.0 1.0 1.0 0.8 0.6 0.5 0.5 0.6 0.8 0.9 1.1 1.1 1.4 1.8 1.6 1.2 1.1 1.0 0.8 0.6 0.5 0.5 0.6 0.7 0.9 1.0 1.0 1.2 1.6 1.4 1.0 1.0 1.0 0.8 0.6 0.5 0.5 0.5 0.6 0.7 0.7 0.7 0.6 0.6 0.6 0.7 0.7 0.7 0.6 0.5 0.5 0.5 0.5 0.6 0.7 0.7 0.7 0.6 0.6 0.6 0.7 0.7 0.7 0.6 0.5 0.4 0.3

EQUIPMENT LIST FOR AREAS SHOWN
Pole Luminaires

QTY LOCATION SIZE GRADE
ELEVATION

MOUNTING
HEIGHT

LUMINAIRE
TYPE

QTY /
POLE

THIS
GRID

OTHER
GRIDS

1 A1 60' - 15.5'
60'

TLC-BT-575
TLC-LED-1200

1
3

1
3

0
0

1 A3 60' - 15.5'
60'

TLC-BT-575
TLC-LED-1200

1
3

1
3

0
0

2 B3-B4 70' - 15.5'
70'

TLC-BT-575
TLC-LED-1200

1
4

1
4

0
0

4 TOTALS 18 18 0

  Fixture Type Summary
Type Source Wattage Lumens L90 L80 L70 Quantity

TLC-LED-1200 LED 5700K - 75 CRI 1170W 136,000 >120,000 >120,000 >120,000 14
TLC-BT-575 LED 5700K - 75 CRI 575W 52,000 >120,000 >120,000 >120,000 4

ASHRAE 90.1 Code Information
Table 9.4.2-2 Individual Lighting Power Allowances for Building Exteriors
 Zone 2

Calculated Lighting Power Density Areas
Parking: Area = 204353 Sq.ft
     Calculated Total Watts=3684
     Allowable Total Watts = 12261
     Calculated LPD = 0.018  Watts/Sq.ft 
     Allowable LPD = 0.06 Watts/Sq.ft 

Plazas: Area = 13624 Sq.ft 
     Calculated Total Watts = 474
     Allowable Total Watts = 1499
     Calculated LPD = 0.03  Watts/Sq.ft 
     Allowable LPD = 0.11 Watts/Sq.ft

Sports Lighting: Area = 180050 Sq.ft 
     Calculated Total Watts = 22500
     Allowable Total Watts = 108030
     Calculated LPD = 0.12  Watts/Sq.ft 
     Allowable LPD = 0.60 Watts/Sq.f

Driveway: Area 64506 Sq.ft 
     Calculated Total Watts = 1282
     Allowable Total Watts = 3870
     Calculated LPD = 0.019  Watts/Sq.ft 
     Allowable LPD = 0.06 Watts/Sq.f

Entry Canopies: 1522 Sq.ft 
     Calculated Total Watts = 290
     Allowable Total Watts = 609
     Calculated LPD = 0.21  Watts/Sq.ft 
     Allowable LPD = 0.4 Watts/Sq.f

FUTURE PHASE
SWITCH OUT HEADS ON POLES TO
UPDATE LIGHTING DISTRIBUTION.
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ALTERNATE 3 ALTERNATE 2

ALTERNATE 4

ALTERNATIVE 5

ALTERNATE 1

FIXTURE 

TYPE
IMAGE PRODUCT DESCRIPTION

BASIS OF DESIGN 

MANUFACTURER
SIZE INPUT WATTS

LAMP SOURCE

(Type, CCT, 

Delivered Lumens) 

POWER SUPPLY

(Integral/Remote)

(Electronic/Magn.)

(Dimming Type)

INPUT 

VOLTAGE
FINISH MOUNTING NOTES

S1

EXTERIOR POST TOP OUTDOOR LED WITH RECTANGLE FIXTURE 

HEAD.  TYPE 2 DISTRIBUTION. MOUNT AT (12'-0") HEIGHT. IP65. 

(POLE DESCRIPTION). ILLUMINANCE DISTRIBUTION ORIENTATION 

PER ARROWS ON DRAWINGS.

Access Road

KIM ARCHETYPE
22" L x 16" W x 8" 

H
46W

LED, 3000K, 5227LM, 

80+ CRI

INTEGRAL 0-10V 

DIMMING 10%
UNV PER ARCHITECT POLE

COORDINATE MOUNTING DETAIL WITH STRUCTURAL 

AND LANDSCAPE. VERIFY POLE  DIMENSIONS AND POLE 

THICKNESS BASED ON SITE SPECIFIC EPA REQUIREMENTS.

S2

EXTERIOR POST TOP OUTDOOR LED WITH RECTANGLE FIXTURE 

HEAD.  TYPE 2 DISTRIBUTION. MOUNT AT (20'-0") HEIGHT. IP65. 

(POLE DESCRIPTION). ILLUMINANCE DISTRIBUTION ORIENTATION 

PER ARROWS ON DRAWINGS.

New Parking Lot

KIM ARCHETYPE
22" L x 16" W x 8" 

H
100W

LED, 3000K, 86110LM, 

80+ CRI

INTEGRAL 0-10V 

DIMMING 10%
UNV PER ARCHITECT POLE

COORDINATE MOUNTING DETAIL WITH STRUCTURAL 

AND LANDSCAPE. VERIFY POLE  DIMENSIONS AND POLE 

THICKNESS BASED ON SITE SPECIFIC EPA REQUIREMENTS.

WATTAGE TO BE LIMITED TO 100W AT FACTORY.

S2A

SAME AS TYPE S2 EXCEPT EXISTING POLE AND HEAD UPGRADE 

KIT

Existing Parking Lot

KIM ARCHETYPE UPGRADE 

KIT

22" L x 16" W x 8" 

H
100W

LED, 3000K, 7555LM, 

80+ CRI

INTEGRAL 0-10V 

DIMMING 10%
UNV PER ARCHITECT EXISTING POLE WATTAGE TO BE LIMITED TO 100W AT FACTORY.

S3

EXTERIOR POST TOP OUTDOOR LED WITH RECTANGLE FIXTURE 

HEAD.  TYPE 3 DISTRIBUTION. MOUNT AT (20'-0") HEIGHT. IP65. 

(POLE DESCRIPTION). ILLUMINANCE DISTRIBUTION ORIENTATION 

PER ARROWS ON DRAWINGS.

New Parking Lot

KIM ARCHETYPE
22" L x 16" W x 8" 

H
100W

LED, 3000K, 9055LM, 

80+ CRI

INTEGRAL 0-10V 

DIMMING 10%
UNV PER ARCHITECT POLE

COORDINATE MOUNTING DETAIL WITH STRUCTURAL 

AND LANDSCAPE. VERIFY POLE  DIMENSIONS AND POLE 

THICKNESS BASED ON SITE SPECIFIC EPA REQUIREMENTS.

WATTAGE TO BE LIMITED TO 100W AT FACTORY.

S4

EXTERIOR POST TOP OUTDOOR LED WITH RECTANGLE FIXTURE 

HEAD.  TYPE 4 DISTRIBUTION. MOUNT AT (20'-0") HEIGHT. IP65. 

(POLE DESCRIPTION). ILLUMINANCE DISTRIBUTION ORIENTATION 

PER ARROWS ON DRAWINGS.

New Parking Lot

KIM ARCHETYPE
22" L x 16" W x 8" 

H
100W

LED, 3000K, 9055LM, 

80+ CRI

INTEGRAL 0-10V 

DIMMING 10%
UNV PER ARCHITECT POLE

COORDINATE MOUNTING DETAIL WITH STRUCTURAL 

AND LANDSCAPE. VERIFY POLE  DIMENSIONS AND POLE 

THICKNESS BASED ON SITE SPECIFIC EPA REQUIREMENTS.

WATTAGE TO BE LIMITED TO 100W AT FACTORY.

S5

EXTERIOR POST TOP OUTDOOR LED WITH RECTANGLE FIXTURE 

HEAD.  TYPE 5 DISTRIBUTION. MOUNT AT (20'-0") HEIGHT. IP65. 

(POLE DESCRIPTION). ILLUMINANCE DISTRIBUTION ORIENTATION 

PER ARROWS ON DRAWINGS.

New Parking Lot

KIM ARCHETYPE
22" L x 16" W x 8" 

H
100W

LED, 3000K, 9606LM, 

80+ CRI

INTEGRAL 0-10V 

DIMMING 10%
UNV PER ARCHITECT POLE

COORDINATE MOUNTING DETAIL WITH STRUCTURAL 

AND LANDSCAPE. VERIFY POLE  DIMENSIONS AND POLE 

THICKNESS BASED ON SITE SPECIFIC EPA REQUIREMENTS.

WATTAGE TO BE LIMITED TO 100W AT FACTORY.

S5A

SAME AS TYPE S5 EXCEPT EXISTING POLE AND HEAD UPGRADE 

KIT.

Existing Pedestrian Stadium Path

KIM ARCHETYPE
22" L x 16" W x 8" 

H
100W

LED, 3000K, 7555LM, 

80+ CRI

INTEGRAL 0-10V 

DIMMING 10%
UNV PER ARCHITECT EXISTING POLE WATTAGE TO BE LIMITED TO 100W AT FACTORY.

S6

LINEAR RGBW GRAZER, UL WET LISTED, IP67

Auditorium Entrance Facade

LUMENPULSE LUMENFACADE 

NANO

2"W X 2"H X 

LENGTHS 

SHOWN IN 

DRAWING

4W/FT
LED, RGBW, 30X60 

DEGREE OPTICS

INTEGRAL, DMX, DIM 

TO DARK
UNV PER ARCHITECT SURFACE COORDINATE MOUNTIING DETAIL WITH ARCHITECT. 

S7

CASEWORK CONCEALED LED LUMINIARE CONSISTING OF LED 

TAPE, LENSED EXTRUSION AND REMOTE DRIVER(S). TAPE TO BE 

UL WET LOCATION LISTED. 

Plaza Under Bench Lighting

KELVIX

TAPE: PH30K-WR-24V

EXTRUSION: CH-607

DRIVER: UL192

1" W x 1" H

LENGTH PER 

DRAWINGS

3.2W/FT
LED, 3000K

340LM/FT

REMOTE 

ELECTRONIC

0-10V TO 10%

277V SILVER CASEWORK

1. REVIEW LANDSCAPE DETAILS AND COORDINATE 

WITH CASEWORK FABRICATOR PRIOR TO ORDERING 

AND ROUGH-IN. 

2. REMOTE DRIVERS NOT SHOWN FOR CLARITY, 

CONTRACTOR TO INDICATE LOCATIONS ON SHOP 

DRAWINGS FOR ARCHITECT, OWNER AND LIGHTING 

DESIGNER REVIEW PRIOR TO ROUGH-IN. 

S8

MULTI HEAD AIMABLE POLE MAST LED WITH DECORATIVE HEAD. 

WIDE FLOOD DISTRIBUTION. MOUNT AT (20'-0") HEIGHT. IP65. 

(POLE DESCRIPTION). ILLUMINANCE DISTRIBUTION ORIENTATION 

PER ARROWS ON DRAWINGS.

Plaza Area

LANDSCAPE FORMS ARNE 12" DIA x 16"H 22W
LED, 3500K, 2200 LM, 

80 CRI 

INTEGRAL 

ELECTRONIC

0-10V TO 10%

UNV PER ARCHITECT POLE

S9

4" WALL SURFACE MOUNT CYLINDER DOWNLIGHT, WIDE BEAM 

OPTICS, WET LOCATION

Egress Exits

GOTHAM EVO 
10" L x 7.7" W x 

3" H
24.7W

LED, 3500K, 2500 LM, 

90+ CRI 

INTEGRAL 0-10V 

DIMMING 1%
UNV PER ARCHITECT

WALL SURFACE 

AT 12'-0" AFF

S10

6"  RECESSED DOWNLIGHT WITH HIGH OUTPUT, MEDIUM BEAM 

OPTICS, WET LOCATION

Exterior Soffits

GOTHAM EVO 6" DIA 24.7W
LED, 3500K, 2500 LM, 

90+ CRI 

INTEGRAL 0-10V 

DIMMING 1%
UNV PER ARCHITECT RECESSED

S10A

6"  RECESSED DOWNLIGHT WITH LOW OUTPUT, MEDIUM BEAM 

OPTICS, WET LOCATION

Exterior Soffits

GOTHAM EVO 6" DIA 14.7W
LED, 3500K, 1500 LM, 

90+ CRI 

INTEGRAL 0-10V 

DIMMING 1%
UNV PER ARCHITECT RECESSED

EL160 

SITE LIGHTING MASTER
PLAN
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FLOOR PLAN NOTES

1. REFER TO ASSEMBLY SHEETS FOR WALL AND FLOOR ASSEMBLIES.

2. PARTITIONS TO BE WALL ASSEMBLY 04E1 UNLESS OTHERWISE NOTED.

3. PARTITIONS TO BE TOP OF WALL CONDITION 1 UNLESS OTHERWISE 
NOTED.

4. DIMENSIONS ARE TO FACE OF GYPSUM BOARD FINISH UNLESS 
OTHERWISE NOTED.  REFER TO ENLARGED PLANS FOR DIMENSIONS 
WITHIN THOSE AREAS.

5. THEATER SEATS SHOWN FOR REFERENCE ONLY. REFER TO THEATER 
DRAWINGS FOR COUNT AND LAYOUT.
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FLOOR PLAN NOTES

1. REFER TO ASSEMBLY SHEETS FOR WALL AND FLOOR ASSEMBLIES.

2. PARTITIONS TO BE WALL ASSEMBLY 04E1 UNLESS OTHERWISE NOTED.

3. PARTITIONS TO BE TOP OF WALL CONDITION 1 UNLESS OTHERWISE 
NOTED.

4. DIMENSIONS ARE TO FACE OF GYPSUM BOARD FINISH UNLESS 
OTHERWISE NOTED.  REFER TO ENLARGED PLANS FOR DIMENSIONS 
WITHIN THOSE AREAS.

5. THEATER SEATS SHOWN FOR REFERENCE ONLY. REFER TO THEATER 
DRAWINGS FOR COUNT AND LAYOUT.
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FLOOR PLAN NOTES

1. REFER TO ASSEMBLY SHEETS FOR WALL AND FLOOR ASSEMBLIES.

2. PARTITIONS TO BE WALL ASSEMBLY 04E1 UNLESS OTHERWISE NOTED.

3. PARTITIONS TO BE TOP OF WALL CONDITION 1 UNLESS OTHERWISE 
NOTED.

4. DIMENSIONS ARE TO FACE OF GYPSUM BOARD FINISH UNLESS 
OTHERWISE NOTED.  REFER TO ENLARGED PLANS FOR DIMENSIONS 
WITHIN THOSE AREAS.

5. THEATER SEATS SHOWN FOR REFERENCE ONLY. REFER TO THEATER 
DRAWINGS FOR COUNT AND LAYOUT.
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4. DIMENSIONS ARE TO FACE OF GYPSUM BOARD FINISH UNLESS 
OTHERWISE NOTED.  REFER TO ENLARGED PLANS FOR DIMENSIONS 
WITHIN THOSE AREAS.

5. THEATER SEATS SHOWN FOR REFERENCE ONLY. REFER TO THEATER 
DRAWINGS FOR COUNT AND LAYOUT.
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ROOF PLAN NOTES

1. REFER TO ASSEMBLY SHEETS FOR ROOF ASSEMBLIES.

2. PROVIDE TAPERED INSULATION OR CRICKETS AS REQUIRED TO 
MAINTAIN 1/4" PER FOOT MINIMUM SLOPE TO DRAINS THROUGHOUT 
ROOF, UNLESS OTHERWISE NOTED.

3. ARCHITECTURAL ROOF PLANS MAY NOT INDICATE ALL ROOF-MOUNTED 
EQUIPMENT AND DEVICES OR ROOF PENETRATIONS. REFER TO 
MECHANICAL, PLUMBING AND ELECTRICAL DRAWINGS. WHERE DETAILS 
ARE NOT INCLUDED, PROVIDE SUPPORT AND FLASHING SIMILAR TO 
TYPICAL ROOF DETAILS FOR SIMILAR CONDITIONS.

4. UNLESS OTHERWISE NOTED, USE MECHANICAL EQUIPMENT 
MANUFACTURER'S SUPPORT CURBS, CAPABLE OF ACCOMMODATING 
ROOF SLOPES AND EXTENDING TO BETWEEN 10" AND 15" ABOVE ROOF.

5. COORDINATE MECHANICAL ROOF OPENINGS, STACKS, AND VENTS WITH 
STRUCTURAL DRAWINGS.

6. REFER TO PLUMBING FOR ROOF DRAIN TYPES.
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ELEVATION / SECTION NOTES

1. REFER TO ASSEMBLY SHEETS FOR WALL, ROOF, FLOOR, AND CEILING 
ASSEMBLIES.

2. GRADE LINES INDICATED ARE APPROXIMATE AND SHOWN FOR 
REFERENCE ONLY. REFER TO CIVIL AND LANDSCAPE DRAWINGS.

3. LINES OF FOUNDATION WALLS AND FOOTINGS ARE APPROXIMATE AND 
SHOWN FOR REFERENCE ONLY. REFER TO STRUCTURAL DRAWINGS 
FOR FOOTING ELEVATIONS.
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ELEVATION / SECTION NOTES

1. REFER TO ASSEMBLY SHEETS FOR WALL, ROOF, FLOOR, AND CEILING 
ASSEMBLIES.

2. GRADE LINES INDICATED ARE APPROXIMATE AND SHOWN FOR 
REFERENCE ONLY. REFER TO CIVIL AND LANDSCAPE DRAWINGS.

3. LINES OF FOUNDATION WALLS AND FOOTINGS ARE APPROXIMATE AND 
SHOWN FOR REFERENCE ONLY. REFER TO STRUCTURAL DRAWINGS 
FOR FOOTING ELEVATIONS.
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