This Detail Drawing may not be altered or changed in any manner except by the City Engineer. It is the responsibility of the user to acquire the most current version.

SECTION A-A

MANHOLE STEP LOCATION PER DETAIL S-2065

SECTION B-B

SLOPE SHELF AS REQUIRED

DETAILED B

MIN 6"

DETAIL A
(PARTITION LOCATION)

ANCHOR TO WALL WITH STAINLESS STEEL RISER CLAMP OR STAINLESS STEEL BAND AND STAINLESS STEEL EXPANSION ANCHORS MIN. 4 BOLTS AT INLET PIPE, THEN EVERY FOUR FEET TO BOTTOM. STEEL BAND TO BE MIN. OF 2" WIDE.

DETAILED B
PARTITION ATTACHMENT

ONLY ONE DROP ALLOWED PER MANHOLE

CABLE OR CHAIN FASTENED AT SAME ELEVATION AS FIRST STEP

DEFLECTION PLATE (DETAIL C)

INSPECTION AND CLEANOUT OPENING (DETAIL C)

DETAIL A

REMOVABLE DEFLECTION PLATE (MIN. 12" WIDTH) MATERIAL: STAINLESS STEEL, FIBERGLASS PLATE OR HDPE.

STAINLESS STEEL OR HDPE PARTITION: TOP PARTITION TO BE CUT SO THAT BOTTOM OF CUT MATCHES THE INVERT OF THE INCOMING PIPE. THE RADIUS OF THE CUT SHALL MATCH THAT OF THE PIPE.

DETAIL C

NOTES:
1. MANHOLE TO CONFORM WITH DETAIL S-2005.

<table>
<thead>
<tr>
<th>Inside Drop - Storm</th>
<th>CITY OF WILSONVILLE PUBLIC WORKS STANDARDS</th>
</tr>
</thead>
<tbody>
<tr>
<td>DRAWING NUMBER: S-2045</td>
<td>DRAWN BY: SR</td>
</tr>
<tr>
<td>FILE NAME: S-2045.DWG</td>
<td>APPROVED BY: NK</td>
</tr>
</tbody>
</table>