Application For 18" or Larger Pipe.

Depending on Pipe Size, Apply Enough Bars to Cover Opening in Beveled End of Pipe Maintaining 4" O.C. Max Spacing.

3/4" Dia. Smooth Bars With Ends Welded to Bar-Frame.

12" O.C. Max. Bar Spacing.


Build Frame to Cover Top and Bottom Edges of Inside Dia. of Pipe as Shown Above.

4" O.C. Max. Bar Spacing.


End Angle Variable

Grated Outfall Pipe

CITY OF
WILSONVILLE
PUBLIC WORKS STANDARDS

DRAWING NUMBER: S-2115           DRAWN BY: SR          SCALE: N.T.S.
FILE NAME: S-2115.DWG            APPROVED BY: NK         DATE: 6/4/14