This Detail Drawing may not be altered or changed in any manner except by the City Engineer. It is the responsibility of the user to acquire the most current version.

Manhole Collar For Pervious Pavement

DRAWING NUMBER: ST-6081  DRAWN BY: SR  SCALE: N.T.S.
FILE NAME: ST-6081.DWG  APPROVED BY: NK  DATE: 10/29/14

CITY OF WILSONVILLE
PUBLIC WORKS STANDARDS

4' X 4' X 8" DEEP CONCRETE PAD
28 DAY COMPRESSION STRENGTH OF 4000 PSI

TYPICAL MANHOLE LID

#4 REBAR @ 4" O.C.

#4 REBAR EVENLY SPACED (TYP.)

WET CUT JOINT 2.5" DEEP WITH BEVELED EDGES ON ALL FOUR SIDES. SEAL JOINT WITH DOW CORNING 888 SEALANT OR APPROVED EQUAL.